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1. Bienvenue dans l'aide de COPA-DATA 

AIDE GÉNÉRALE 

Si vous ne trouvez pas certaines informations dans ce chapitre de l'aide, ou si vous souhaitez 

noussuggérer d'intégrer un complément d'informations, veuillez nous contacter par e-mail : 

documentation@copadata.com (mailto:documentation@copadata.com). 

 

 

ASSISTANCE PROJET 

Pour toute question pratique concernant votre projet, veuillez contacter l'équipe d'assistance par 

e-mail: support@copadata.com (mailto:support@copadata.com). 

 

 

LICENCES ET MODULES 

Si vous vous rendez compte que vous avez besoin de licences ou de modules supplémentaires, 

veuillezcontacter l'équipe commerciale par e-mail : E-mail  sales@copadata.com 

(mailto:sales@copadata.com). 

 

2. Batch Control 

The module Batch Control offers the possibility to automate batch-orientated manufacturing processes 

for lot products. The module complies to ANSI/ISA–88.01–1995 also know as ANSI/ISA–S88. 

For Batch Control there are two different editors available in the Runtime. 

 Matrix editor: (à la page 189) For simple, sequentially or parallel running recipes.  

mailto:documentation@copadata.com
mailto:support@copadata.com
mailto:sales@copadata.com
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 PFC editor: (à la page 149) For complex recipes with sequence selection.  

Depending on the license, either both editors or only the matrix editor is available to you. 

  Informations concernant la licence 

Ces fonctions ou modules doivent disposer d'une licence pour l'Éditeur et le Runtime 

(simple, serveur, redondant et client). Licensing distinguishes after use of: 

 Matrix editor 

 Matrix Editor and PFC Editor 

Editor: 

For the engineering in the zenon Editor one of the Batch editors must be licensed. 

Runtime: 

For execution in Runtime, a Batch Editor must be licensed in order to fill the list of 

recipes. Creating and editing recipes is only possible for the licensed editor. 

Network: 

In the network the license of the Server counts. Stand-alone licenses of the Clients are 

ignored in network operation. 

  Attention 

Hints in the property help about VBA keywords and XML export are not functional at the 

moment. 

NOTE FOR CHANGE FROM 7.00 TO 7.10 OR HIGHER 

Before converting a project to a new zenon version all recipes must be completed. Once the restart has 

taken place running recipes are not used further. The restart only functions within the same zenon 

version.  

 Projects with recipes that were created in zenon 7.10 or higher cannot run in zenon 7.0. 

When using different versions for Editor and Runtime, problems can occur if the Batch Control module is 

licensed but Batch Control is not used. 
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 Some files are compiled in Runtime as soon as the module is licensed.  A batch project 

that was compiled with 7.0 cannot be executed in 7.10.  

 

 Compile the project with an Editor of version 7.10 or higher. 

 Use a Runtime of version 7.0. 

 Use a license that does not include the Batch Control module.   
 

3. Introduction 

The module Batch Control consists of three parts: 

1. The engineering environment (à la page 16) in the zenon Editor:  

There all units (ISA nomenclature, chapter 4.2.5: units) with their phases (ISA - 5.1.2.4: phases) 

and reactions are created. The phases must have an equivalent in the control (ISA: equipment 

control) which is called process action according to ISA.  

Batch Control reflects the physical model in accordance with ISA 4.2 as flat hierarchical level 

based on units.  

The other levels of the model such as process cell, area, plant, etc. were deliberately forgone. 

When creating the batch recipes too, only the lowest level (phases) of the ISA structure model 

5.1 and operations were implemented. Additional levels such as unit procedures and procedures 

are not available. 

2. PFC editor (à la page 149) and Matrix editor (à la page 189):  

With the help of these editors, master recipes in zenon Runtime (ISA: master recipes) are 

created. They form the base of the control recipes which can be executed (see also ISA 5.3.1.). 

During the process the exact status of the Batch recipe is displayed in the respective editor and 

you can interfere in the recipe process. 

3. Recipe Execution Engine (à la page 230) (REE):  

The REE is directly integrated in the zenon Runtime and executes a Batch recipe automatically in 

the background. Via commands such as Start, Pause, Stop etc. the user can control the REE. 

There are three possible modes: Automatic, Semi-automatic and Manual. 
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SPECIAL FEATURES OF MODULE BATCH CONTROL: 

In contrast to most other zenon modules, a large part of the engineering - the recipe creation - is done 

in the Runtime and not in the Editor. This entails special features which are dealt with in the respective 

chapter. So for example changed phases are no longer transferred to an already released master recipe 

in order to prevent unwanted data changes. 

The module is designed in a way which makes it completely independent of the control. This means that 

the data communication take place via all available zenon drivers with any PLCs or even RTUs. They only 

execute the process actions. The entire recipe processing is done at the computer in the REE. For 

changes on the Batch recipe or for new master recipes, no modifications are necessary in the PLC code.  

The module follows the strict separation between the procedure of the batch recipe (ISA:  Procedural 

Control Model) and execution of the technological function (ISA:  Process Model) as describe in 

ISA–S88, chapter 5.2.1. 

PRINCIPLE STRUCTURE OF THE COMMUNICATION 

For the communication with the process standard zenon variables are used. As variable names often 

have cryptic label, an additional abstraction level was introduced. It contains the tags which are 

available in two types: 

 Command tag: They are used to transfer set values to the PLC when a phase is executed. 

 Return tags: They are used to return values from the PLC for evaluation. 

With both tag types values can be both written (e.g. in reactions) and also read (e.g. in conditions). 

The PLC communicates with the zenon driver. The driver communicates with the zenon  Runtime. The 

Runtime sends the values to the REE where they are processed. The REE internally works 

asynchronously to the zenon Runtime in a 100 ms cycle. 

NETWORK 

Le module Batch Control est pleinement capable d'utiliser un réseau en termes de technologie 

Client/Serveur. Cela signifie que les recettes de batch peuvent être créés, dupliquées, modifiées, 

supprimées, etc. sur un système client. L'ensemble de la gestion de la recette, toutefois, est toujours 

effectuée sur le serveur. De même, l'ensemble du processus de contrôle (à l'image des commandes 

Démarrer la recette, Suspendre la recette, Arrêter la recette, etc.) peut être géré depuis le client. En 

outre, les changements de mode et les opérations manuelles telles que Saut sont possibles. 
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  Attention 

Le module Batch Control n'est pas compatible avec la fonction de redondance. Aucune 

synchronisation n'est effectuée avec le Serveur redondant. En cas de défaillance du 

serveur, les recettes de batch exécutées ne se poursuivent pas automatiquement sur le 

Serveur redondant ! 

 

 

4. Terminology 

In the zenon module Batch Control the following terms are used: 
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Term Definition 

Unit Physically available machine or equipment part with which phases can be 

carried out. (ISA 88: Unit) 

Releasing the unit Element of module Batch Control which cancels the allocation of a unit in 

the unit manager. With this the unit can be allocated by another recipe 

again. 

Unit allocation Element of module Batch Control which causes the allocation of a unit in 

the unit manager. An allocated unit can only be used by phases with the 

recipe. With this the unit is locked for phases of other recipes which are 

executed parallel. 

Unit manager Internal management mechanism which manages the unit 

allocation for all REE's in the Runtime. 

Action Used in Batch Control: all commands which are used for editing a recipe 

e.g. insert phase, testing recipes etc.  

Begin simultaneous 

sequence 
Element that ensures the separation of the recipe process in two or more 

sequence selections. 

Begin sequence selection Element that makes it possible to separate a recipe in two or more 

sequence selections of which only one can be active at a time. Each 

following sequence selection must start with a transition. The transition 

defines which sequence selection is executed in the recipe process. 

Begin element Element des Moduls Batch Control, mit dem jedes Rezept beginnt. 

Active element Position in a recipe in the batch control module where the processing is 

interrupted in a semi-automatic and manual mode and the active 

elements are put into a pause status. With the command "next step" the 

process is resumed from this position. 

Batch Control  Tool for creating master recipes and creating and executing control 

recipes in accordance with ISA-S88. 

Batch operation Automatic and sequential processing of a stack of single operations. 

End simultaneous 

sequence 
Element that combines the separation of the recipe process into two or 

more sequence selections back into one sequence selection. 

End sequence selection  Element, das eine durch ein Element Anfang Verzweigung begonnene 

Verzweigung wieder zusammenführt. 

End element Element of module Batch Control with which every recipe ends. 

Phase  Predefined process consisting of input interlocking, command and return 
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tags, a phase done condition, event reactions, etc... (ISA 88: Phase) 

Command Used in Batch Control: a command which intervenes in the recipe process 

e.g start, stop, mode change etc. 

Matrix recipe Recipe in the Batch Control module which was created with the Matrix 

editor. 

Simultaneous sequence Area of module Batch Control. A simultaneous sequence starts with a 

begin simultaneous sequence element and is brought together with an 

end imultaneous sequence element to one execution branch. Between 

there are at least two sequence selections which are executed at the 

same time. 

PFC recipe Recipe in the batch control module, which was created with the PFC 

Editor 

REE - Recipe Execution 

Engine 
Part of module Batch Control for process control of recipes. The engine 

executes a control recipe and manages the entire process of the recipe. 

Recipe In recipes related data such as machine parameters or format data are 

summed up. This data can be transferred from the control system to the 

control and vice versa in one step. We differentiate between standard 

recipes and RGM recipes.The procedure is defined additionally to data in 

Batch Control Module in a recipe. It is distinguished between Matrix 

recipe and PFC Recipe. 

Jump target Element of the batch control module which allows a direct jump to a 

defined location of a sequence selection. 

Control recipe Part of the batch control module. Contains the process of a production 

process on basis of the batch process according to standard ISA S88. A 

control recipe is always derived from a template recipe and can be 

implemented once only. (ISA 88 Control Recipe) 

Operation Recipes can be divided into individual parts within the batch control 

module. Operation management takes place via a central library. 

Instances of operations can be added within the recipe. Tags of the 

applied phase can be edited, the structure can only be edited in the 

operation template. 

Transition Element of module Batch Control which contains a condition. The 

element is used after phases in order to ensure a defined transition from 

one phase to another. 

Connection line Part of the connector in the Batch Control module: positions the 

connection point of the element. 
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Connection point Part of the connection element in the Batch Control module. Connects 

two elements with eachother (e.g. phase with phase or phase with line). 

It changes color when the mouse pointer is on it. 

Connection element                      A possibility in the Batch Control of connecting elements with one 

another. It consists of a connection point and a connection line. 

Sequence selection Area of module Batch Control which ensures a separation in two or more 

sequence selections, of which only one can be active at the recipe 

process. It is an either/or sequence selection. A sequence selection 

always starts with a begin sequence selection element and ends with an 

end sequence selection element.  

Master recipe Part of the batch control module. Contains the process of a production 

process on basis of the batch process according to standard ISA S88. A 

recipe consists of the following components: basic functions, 

transitions,parallel circuits etc (ISA 88: Master recipe). Template recipes 

serve as templates for control recipes. 

Sequence selection Area of module Batch Control which ensures a separation in two or more 

sequence selections, of which only one can be active at the recipe 

process. It is an either/or sequence selection. A sequence selection 

always starts with a begin sequence selection element and ends with an 

end sequence selection element.  

 

 

5. Procedure  

The engineering and the use of module Batch Control takes place in three main steps: 

1. Engineering in the zenon Editor 

2. Recipe creation in the Batch editor (PFC or matrix) in the Runtime  

3. Recipe execution in the Runtime 

ENGINEERING 

The engineer depicts the existing physical world in the Editor. He defines and creates units (à la page 18) 

and assigns phases (à la page 24) with tags (à la page 43) to them.  
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RECIPE CREATION  

In the Runtime the recipe creator defines the master recipes on base of the presets from the Editor. 

They define the process. At this only the units, phases and tags defined in the engineering environment 

can be used.  

If you activate property Modifiable dans la recette principale in group 

Écrire valeur prescrite in the Editor, you can modify the corresponding tag. This is only 

possible for command tags. 

RECIPE EXECUTION  

The operator executes the recipe in the Runtime. For this he starts a control recipe which is based on 

the control recipe. Each control recipe can only be started and used once. With this it can be assigned to 

a lot unambiguously. Recipes run either automatically, semi-automatically or manually. 

The operator cannot influence the recipes. 

 If the recipe creator activates option (à la page 167) Changeable in the control 

recipe, the operator can edit tags in the Runtime.  

 

6. Conversion 

If the version of zenon is changed, all recipes must be ended before converting the project. 

Recipes that are running continue to be executed after a restart. The restart only functions within the 

same zenon version.  

 

7. Function authorizations 

For changes in the Editor and in Runtime, the corresponding function authorizations can be issued to 

users. A warning is displayed if operations are executed for which there are no corresponding rights. 

Exception: No warning is displayed when editing.  

Users can also log in temporarily for the execution of operations for which they have no special 

authorizations. For details on this, see the Permanent and temporary login section in the User 

administration manual. 
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You can find details on the individual authorizations in the User administration chapter, most of all in 

the Function authorizations section.  

  

 These function authorizations are only available if Batch Control is licensed on the computer. 

 Operation instances always use the user rights of the recipe in which they are embedded. 
 

8. Engineering in the Editor 

To use module Batch Control in the Runtime, you must do the following in the Editor:  

 create units (à la page 18), phases (à la page 24) and reactions (à la page 30) 

 create a screen (à la page 58) of type Batch Control 

 create a screen switch function (à la page 68) for the screen of type Batch Control 

 In the editor, copying and inserting of elements throughout all levels is possible. 

DETAIL VIEW 

In module Batch Control the detail view divided in two: 

 The left part features the unit tree. The entry Unit is the starting point of the tree.  

On the next level the existing units are displayed. The phase belonging to each unit follow. Each 

phase has the subitem reactions. 

 In the right part a flat list of the units, phases, tags or reactions is displayed depending on what 

level is chosen on the left side. 

 

 

8.1 Job variables 

Job variables can be linked in the Editor. Job variables make it possible to assign job IDs to Batch 

productions. In order to ensure that the variable value is available immediately, the job variable is 
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inserted into the global connection and registered when Runtime is started. The variable is requested 

again on reloading.  

Job variables defined in the Variable de tâche individuelle property can be allocated using a 

function (à la page 105). Otherwise the global Variable de tâche is used.  

GLOBAL JOB VARIABLES 

To link a global Variable de tâche:  

1. navigate to the Général/Variable de tâche node in the module 

2. Link a variable in the Variable de tâche property  

3. Select, from the drop-down list of the Appliquer la valeur de la variable de tâche 

property, the type of transfer to Runtime:  

 When creating the control recipe: 

When creating the control recipe, the current value of the variables is transferred into the 

control recipe. the value is displayed in the control recipe configuration dialog The value 

must not be empty, otherwise the recipe cannot be created. 

 When starting the control recipe:  

In Runtime, the content of the variables is written to the recipe when the control recipe is 

started. The value must not be empty. 

 The value transferred by the variables is always changed into a 

string, regardless of the type of variables. When changing from real to string, five decimal 

points are taken into account. Zeros at the end are cut off.  

4. You can also define a Variable de tâche individuelle if you wish 

In Runtime, the allocated job ID can be displayed in the list of control recipes. 

INDIVIDUAL JOB VARIABLE 

To link a Variable de tâche individuelle:  

1. navigate to the Général/Variable de tâche node in the module  

2. Link one or more variables in the Variable de tâche individuelle property  
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3. When configuring zenon functions (à la page 105), select the desired variable and the type of 

allocation 
 

8.2 Units 

To create a new unit: 

1. in the project manager go to node Batch Control  

2. in the detail view select Unit 

3. in the context menu select menu item New unit 

4. a new unit is created in the detail view 

 

 

8.2.1 Tool bar unit tree  

The tool bar corresponds to the complete unit tree. Depending in the selected element symbols are 

available or deactivated. 
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Parameters Description 

Rename Opens the name filed of the selected element for renaming.  

Not available for main node Units. 

Copy Copies the selected unit to the clipboard.   

Not available for main node Units. 

Paste Pastes a unit that was copied to the clipboard.  

Delete Deletes selected element after confirmation message.  

Not available for main node Units. 

Expand all Displays the entire tree structure. 

By clicking on the arrow you receive a drop-down list in which you can 

select on of the following commands: 

 Expand all: expands all nodes 

 Collapse all: collapses all nodes 

 Expand selected: expands all selected nodes 

 Collapse selected: collapses all selected nodes 

A click on the button always expands all elements. 

Via double click on the superordinate entry elements can also be 

expanded or collapsed. 

Help Opens online help. 

 

 

8.2.2 Project tree - Batch Control context menu 

Parameters Description 

New unit Creates a new unit. 

Editor profile Opens the drop-down list with predefined editor profiles. 

Help Opens online help. 
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8.2.3 Context menu units  

Right click the main entry Unit in the unit tree to open a context menu: 

Menu item Action 

New unit Creates a new unit. 

Replace linking in phase Opens the dialog to replace linking (à la page 116) for linking in 

phases.  

Replace linking in units Opens the dialog to replace linking (à la page 116) for linking in 

units.  

Paste Pastes a unit that was copied to the clipboard.  

Help Opens online help. 

 
 

8.2.4 Context menu unit X 

Right click on a created unit in order to open the context menu: 

Menu item Action 

New phase Creates a new phase.  

Replace linking in phase Opens the dialog to replace linking (à la page 116) for linking in 

phases.  

Replace linking in unit Opens the dialog to replace linking (à la page 116) for linking in the 

selected unit. 

Rename Allows you to rename the selected unit. 

Delete Deletes the selected unit. 

Copy Copies the selected unit to the clipboard.  

Paste Pastes a unit that was copied to the clipboard.  

Help Opens online help. 
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8.2.5 Detail view units 

 

Menu item Action 

New unit Creates a new unit in the detail view. 

Replace linking in phase Opens the dialog to replace linking (à la page 116) for linking in 

phases.  

Replace linking in units Opens the dialog to replace linking (à la page 116) for linking in 

units.  

Copy Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le même 

nom existe déjà, le contenu est collé sous le nom Copie de.... 

Delete Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule 

sélectionnée dans une ligne affichée en surbrillance. Seules les 

cellules pouvant être modifiées peuvent être sélectionnées.  

Replace text in selected column Ouvre la boîte de dialogue de recherche et de remplacement de 

texte. 

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 

 
 

8.2.6 Detail view unit X 
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Parameters Description 

New phase Creates a new phase in the detail view. 

Replace linking in phase Opens the dialog to replace linking (à la page 116) for linking in phases.  

Copy Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le même 

nom existe déjà, le contenu est collé sous le nom Copie de.... 

Delete Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule sélectionnée 

dans une ligne affichée en surbrillance. Seules les cellules pouvant être 

modifiées peuvent être sélectionnées.  

Replace text in selected cell Ouvre la boîte de dialogue de recherche et de remplacement de texte. 

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 

 

 

8.2.7 Information in Runtime 

Information on individual units can be called up and displayed using variables. Each element to be 

allocated initializes the values of the linked variables with 0 or empty text.  The information comes 

from the recipe that allocates the unit when the query takes place. Variables are always only filled in the 

event of a change.  

The variables for the information desired in Runtime is configured in the unit properties in the 

Information runtime group for: 

 Recette principale: Information on ID, name and description of the master recipe, as well 

as version (à la page 199) and initial version.   

 Recette de contrôle: Information on ID, name and description and job ID of of the control 

recipe.  
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 Exécution: Information on the number of active recipes and execution status and mode, 

numerically and as a text respectively. 

 The value for Nombre de recettes actives is generally 0 or 1. If a higher number 

is displayed, then the start of other recipes was forced manually. 

 Phases: Information on active phases. If the phase is in an operation, the name of the 

operation is displayed in brackets.  

 Erreur: Errors are shown visually in Runtime and saved in logs. A process error in the unit is 

shown visually this way and the absolute number of historical procedure errors is also displayed. 

The counter is increased by 1 as soon as a procedure error occurs. If the phase is restarted, the 

historic error goes from the display; it is no longer signalized visually. The logged information is 

retained however. The same applies to communication failures: Symbols only display active 

errors; counters also inform you of historic errors.  

 Information recette matrice: Display of the active steps in a matrix recipe. It is always 

the information from the main recipe that is used, even if the object to be triggered is in an 

operation. All numerical variables whose data type >= 2 byte can be selected.  

PFC recipes always receive empty values or 0.  

EXECUTION STATUS AND EXECUTION MODE OF VALUES 

Values for variables in the Etat d'exécution (numérique) property: 
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Status Return Remark 

Idle 0  

Running 1  

Finished 2 Is never displayed, because a completed recipe does not allocate 

the unit. 

Stopping  3  

Stopped 4 Is never displayed, because a stopped recipe does not allocate 

the unit. 

Pausing 5  

Paused 6  

Holding 7  

Held 8  

Aborting 9  

Aborted 10 Is never displayed, because an aborted recipe does not allocate 

the unit. 

Restarting 11  

Values for variables in the Mode d'exécution (numérique) property: 

Mode Return Remark 

Ignore  0 No recipe runs 

Automatic 1  

Semi-automatic 2  

Manual 3  

 

 

8.3 Phases 

The phase is the execution object of a recipe - and therefore its main component. Each phase in module 

Batch Control must stand facing a Technological function in the control.  

: You want to heat up a tank. For this you need: 
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1. The corresponding equipment: a heating in the tank. 

2. A temperature sensor which measures the actual temperature in the tank. Connect this sensor 

with a control.  

3. In the control a program which controls the heating until the set temperature is reached.  

This control program is the process action in the PLC. It 

 has an input tag: a set temperature - which is implemented via a command tag (à la 

page 44) in Batch Control 

 needs an output tag - also a set temperature - which must be reached and which is 

implemented via a return tag (à la page 46) in Batch Control 

To inform the control about the progress of the recipe, you need corresponding status information 

which is transferred to the control. For this you use reactions (à la page 30) and conditions (à la page 27) 

for the response. 

A phase therefore consists of: 

Parameters Description 

Command tags (à la page 

44) 

The set values which should be transferred to the control 

Return TAGs (à la page 46) The response values which inform the REE about the status of the process 

action in the control. They can be evaluated in conditions and transitions. 

Reactions (à la page 30) REE events can be used on the one hand to inform the process action in the 

control about the state of the REE and on the other hand to inform the user 

about errors (e.g. time outs, invalid tag values). time outs, invalid tag values). 

Conditions (à la page 27) Are used for the evaluation of the return tags: The state of the process 

action in the control is evaluated. 

Times (à la page 29) Time critical processes can be monitored with this. If the engineered time is 

exceeded, an event is triggered on which you can react with a reaction. 

ENGINEERING 

To create a new phase: 

1. select the unit for the phase or first create the desired unit 

2. in the context menu select menu item New phase 

3. a new phase is shown in the detail view 
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4. the subitem  Reactions is automatically added to the phase 

  Information 

If several phases are selected in the Editor at once whose formulas are identical but 

whose tags are different, this is not displayed by color coding the different values. 

 

 

8.3.1 Context menu phase 

CONTEXT MENU PHASE X 

Right click on a created phase in order to open a context menu for creating the parameters: 

Parameters Description 

New initial parameter Creates a new initial parameter (à la page 44). 

New value parameter Creates a new value parameter (à la page 44). 

New return TAG Creates a new return tag (à la page 46). 

Replace linking in phase Opens the dialog to replace linking (à la page 116) for linking in 

phases.  

Rename Makes it possible to change the name of the currently selected phase. 

Delete Deletes the currently selected phase after a confirmation message. 

Copy Copies the selected element to the clipboard.  

Paste Pastes an element script that was copied to the clipboard.  

Help Opens online help. 

 
 

8.3.2 Detail view phase 
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Parameters Description 

New initial parameter Creates a new initial parameter (à la page 44). 

New value parameter Creates a new value parameter (à la page 44). 

New return TAG Creates a new return tag in the detail view. 

Replacing links Opens the dialog to replace links (à la page 116). 

Copy Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le même 

nom existe déjà, le contenu est collé sous le nom Copie de.... 

Delete Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule 

sélectionnée dans une ligne affichée en surbrillance. Seules les 

cellules pouvant être modifiées peuvent être sélectionnées.  

Replace text in selected 

column  
Ouvre la boîte de dialogue de recherche et de remplacement de 

texte. 

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 

 
 

8.4 Conditions 

The conditions are used to inform the REE about the status of the process action in the control. For 

evaluating the conditions formulas are used which where created with the formula editor (à la page 

267).  

 Use a single status tag (return tag) which takes on different values in order to transmit the status 

of the process action in the control to the phase. You can find an example in chapter Example for 

status parameter (à la page 46). 
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ENGINEERING 

To create a new condition: 

1. click on the corresponding phase 

2. in the properties select the desired conditions from node Général orCondition des 

états transitoires  

3. click in the field for the value or on button ...  

4. the formula editor is started 

5. define the formula (à la page 267) for the condition 

: The counterpart to the conditions are the reactions (à la page 30). With them the status of the 

REE is transmitted to the process actions in the control.  

TRANSIENT STATES 

As transitions the following properties are available 

 En pause 

Within the phase the process stops at: 

 Waiting for Finished 

 Waiting for allocation 

 Waiting for interlocking 

 Waiting for Phase finished 

 Check for parallel execution 

 Figé 

Within the phase the process stops at: 

 Waiting for Finished 

 Waiting for allocation 

 Waiting for interlocking 

 Waiting for Phase finished 

 Check for parallel execution 

 Arrêté 

 Annulé 
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 Redémarré 

Phase is completely restarted. 

 Condition de sortie (échap) 

If this condition is met, the current execution step is stopped and the phase is exited. You can 

find details in the Exiting a phase (à la page 252) chapter. 

VARIABLES 

Transition conditions can be linked with a binary variable which defines when the phase changes its 

status. The status changes is delayed until: 

 the value of the variable is defined 

 the value of the variable is 1 

 the status of the variable is not invalid. 

If no variable is defined, the status change is always allowed. 

All variables for the status change are requested at the advising of the variables in order to receive a 

value as soon as possible.  The values for a variable which define a status change are read on the 

change to the transient status. A possible pulse must have value TRUE within the waiting period in 

order to be recognized. 

 When closing the Runtime, it is not waited for the variable for the status change from 

stopping to stopped as at this time all variables are already signed off.   

 

8.4.1 Waiting periods 

The recipe creator can define waiting periods. The configuration of waiting periods (time outs) prevents 

that time-critical processes take too long because of unforeseen events. If the condition is not fulfilled 

within the defined waiting period, a corresponding event (à la page 33) is triggered. With the reactions 

(à la page 41) you can react on the event and influence the recipe process. 

For all waiting periods the following is true: 

 If 0d 00:00:00 is defined as waiting period, the event is not triggered.  

 The waiting periods are independent of the recipe status (e.g. Recipe paused) and continue 

to run even when the Runtime is closed and restarted. 
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 If a phase is held and restarted, the waiting periods are also restarted. 

 If a phase is passed through several times, the waiting periods are started again for every pass. 

 Waiting periods themselves do not influence the process. They are simply used to generate an 

event. The reaction must be defined in the event. After the event is triggered, it is still waited for 

the fulfillment of the condition. 
 

8.5 Reactions 

Reactions are the most important piece to influence the recipe process and to communicate with the 

control. Reactions are always based on events. This can be events of the REE (e.g.: Phase started) 

and also general events (e.g. Exit Runtime initiated). With the help of reactions you can e.g. tell 

the control when a phase has been started or finished in the REE and when all command tags have been 

written. 

Likewise you must transfer the status of the phase to the control with the help of the reactions. 

Otherwise the control has no information about the process of the recipe. 

 If you stop the REE or the phase, the event Status change: Stop  will be triggered. As 

reaction you can transfer this status change as set value input to the control. Only then can the control 

react and stop the process action. You can find an example in chapter Example for status parameter (à 

la page 46). 

: The counterpart to the reactions are the conditions (à la page 27). With them the states of the 

process action in the control is transferred to the REE. 

ENGINEERING 

With each phase the node Reactions is created automatically. In this node you can created any 

reactions. To create a new reaction: 

1. click on reactions 

2. in the context menu select menu item New reaction 

3. a new reaction is shown in the detail view 

4. in the detail view click on the entry in column Event  
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5. select the desired event from the drop-down list and define the desired reaction type (à la page 

41) in the property window. 

For each reaction type several reactions are possible. They are sorted at the triggering and are executed 

in accordance to their priority. At this 1 is the highest priority. Reactions of the same type can only be 

re-sorted using the toolbar or context menu (à la page 32).  

Some of the reactions are triggered only once in the process - e.g. time outs. If the phase is restarted, 

these reactions are also retriggered if necessary.  

Reactions can only use tags of their own phase If reactions are copied from other phases, they try to use 

tags with the same name of the name phase. 

Values of the reactions are logged in the CEL. 

 Reactions can appear in each object state.  

 For each reaction type several reactions are possible. They are sorted at the triggering and are 

executed in accordance to their priority. At this 1 is the highest priority. 

 All variables of all parameters are signed in to the driver for reading. If a value is needed at a 

reaction but is not yet available or invalid, the alternate value is written. The writing of the value 

is done without write confirmation. 

 Some of the reactions are triggered only once in the process - e.g. time outs. If the phase is 

restarted, these reactions are also retriggered if necessary.  
 

8.5.1 Context menu reactions unit tree 

Parameters Description 

New reaction Creates a new reaction in the detail view. 

Replacing links Opens the dialog to replace links (à la page 116). 

Paste Insère le contenu du presse-papier. Si une entrée portant le même 

nom existe déjà, le contenu est collé sous le nom Copie de.... 

Help Ouvre l'aide en ligne. 
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8.5.2 Detail view reactions 

 

Parameters Description 

New reaction Creates a new reaction in the detail view. 

Execution order: Earlier For reactions of the same type:  

Moves the reaction forward in the execution order. 

Execution order: Later For reactions of the same type:  

Moves the reaction backward in the execution order. 

Execution order: Change places Only active if exactly two reactions are chosen. The two selected 

reactions change their places in the execution order. 

Replacing links Opens the dialog to replace links (à la page 116). 

Copy Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le 

même nom existe déjà, le contenu est collé sous le nom Copie 

de.... 

Delete Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule 

sélectionnée dans une ligne affichée en surbrillance. Seules les 

cellules pouvant être modifiées peuvent être sélectionnées.  

Replace text in selected column  Ouvre la boîte de dialogue de recherche et de remplacement de 

texte. 

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 
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8.5.3 Events 

Each reaction is a reaction to an event. The event is defined in property Evénement. For each 

event several reactions can be defined. The execution order can be defined in the detail view.  

When validating the recipe in Runtime, the name of the event is displayed in the event of an error. 

Syntax: (event name.x) whereby event name corresponds to the Evénement. x is a number that 

indicates the position in the execution sequence. 

From the drop-down list you can select the following events: 
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Event Description 

Process Events in the procedure. 

Phase activated Is the first event which is triggered.  

With this event, you tell the PLC that the phase has 

been activated in the REE and that the phase is 

expected to be started soon.  

Unit allocation not possible Is triggered if the unit was not allocated successfully at 

first try. 

Phase started With this event you tell the PLC that the phase has 

been started in the REE and that it is likely that the 

command tags will be written soon.  

Other events can be executed before the event if the 

Permettre l'exécution avant 

l'événement de départ has been activated 

for the corresponding event. For details, see the 
Allow execution started before phase 

started section. 

Input interlocking blocked Is triggered if the input lock has been successfully 

checked.  

Makes only sense if property Condition de 

verrouillage was configured. 

Input lock checked successfully  Is triggered if the input interlocking was blocked at the 

first check.  

Makes only sense if property Condition de 

verrouillage was configured. 

Finished writing command TAGs Is triggered if all command tags have been written. It 

cannot be guaranteed however that really all tags 

arrived at the control. It depends on the 

communication and the respective driver. It can 

however be assumed. 

 Use this event to tell the PLC that 

the phase has written all command tags and the PLC 

can start processing the process actions.  

Phase done condition completed Is triggered if the phase is finished. This event is the 

last reaction of the phase and independent of the 

reason of the finishing. With this the phase done 

condition is fulfilled. 
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This event is also triggered at a restart. 

Phase deactivated Is triggered if the phase was started and now is 

finished. 
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Timeout Timeout events. 

Phase started multiple times A phase can only be active once. If it is activated 

several time in parallel, this event is triggered.  

Waiting period unit allocation 

exceeded 

Is triggered if the waiting duration for the unit 

allocation runs. Can also occur during Paused and 

Held. 

Waiting period input interlocking 

exceeded 

Is triggered if the waiting duration (time out) for the 

input interlocking expired. 

Makes only sense if a Condition de 

verrouillage was defined. 

Command parameters without value Is triggered if the command tag should be toggled and 

the variable linked to the tag doe not have a valid 

initial value. 

Maximum execution period exceeded Is triggered if the waiting duration (time out) for 

waiting for the phase done condition (Finished) 

was exceeded. 

Waiting period following 

condition exceeded 

Is triggered if the phase was not finished within the 

scheduled waiting duration (time out) although the 

phase done condition was fulfilled. 

Linked variable invalid  If the value of a variable with status INVALID should be 

used, this event is created once per invalid variable and 

phase.  

 If the variable status changed from INVALID to not 

INVALID and back to INVALID, the reaction is again 

triggered when the variable is used. 

 If the phase is restarted, the event is triggered again 

when an invalid variable is used.  

At the following activities it is checked for invalid 

variable: 

 Source variable in reaction 

 Variable for phase done condition 

 Variable for input interlocking 

 Write command tag inversely 

 Variables for status change at transient states allowed 
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 INVALID events are not processed in the 

sequence that they occur. If an INVALID event 

occurs whilst processing another event, this event can 

go before the one that is being executed. 
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Status change Status change events. 

If the phase changes its status, the corresponding 

reaction is activated. 

Status change: Running The phase is executed. 

Status change: Pausing The phase is switched to Paused at the moment. 

Status change: Paused The phase is paused. 

Status change: Continue The phase is resuming after a break.  

A status change in the object from Paused to 

Running triggers the events Resuming and 

Running. 

Status change: Holding The phase is held at the moment. 

Status change: Held The phase was stopped. 

Status change: Restarting The phase is restarting at the moment. 

Status change: Stopping The phase is stopping at the moment.  

Status change: Stopped The phase was stopped. 

Status change: Aborting The phase is aborted at the moment. 

Status change: Aborted The phase was aborted. 

Status change: Finished The phase is finished. 

Escape condition started Is triggered if the Condition de sortie 

(échap) for exiting from a phase is started. 

Escape condition fulfilled Is triggered if the Condition de sortie 

(échap) for exiting from a phase is met. 

Mode change Events in relation to mode change in the REE  

Mode change: Automatical The REE switched to mode Automatic.  

Mode change: Semi-automatic The REE was switched to semi-automatic mode.  

Mode change: Manual The REE switched to mode Manual.  

Close and restart Runtime Events in relation to closing and restarting Runtime. 

Exit Runtime initiated Is triggered if the Runtime is exited. This is an 

especially critical state for module Batch Control as 

the recipe process does not stop in the control 
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immediately. Therefor exiting the Runtime is 

prevented as long as module Batch Control saved all 

data. A process image is created which can later be 

used as starting point. 

Likewise it is made sure that the tags of action Write 

set value safely arrive at the control. Internally 

the phase is paused only when the writing 

confirmation from the driver ensued.  

For more details about existing the Runtime see 

chapter: Exit and restart Runtime (à la page 256). 

At this event no reaction types of group 

Influencing the recipe are possible. 

Runtime restart The Runtime was restarted. 

Interruptions and errors Events in relation to interruptions and errors in 

communication and on the PLC. 

Loss of communication This event reports that communication has been 

interrupted. 

Loss of communication fixed This event reports that the communication failure has 

been rectified. 

Loss of communication 

acknowledged  

This event reports that a displayed communication 

failure has been acknowledged. 

PLC error  Is triggered if there is a PLC error.  

PLC error rectified  Is triggered if a PLC error has been rectified.  

PLC error rectified by 

deactivating the phase 

Is triggered if there was a PLC error when a phase 

was ended. This was changed to rectified 

when it ended. Does not apply for a restart of the 

phase. 

EVENTS ON RESTART 

The reactions phase activated, phase started and phase deactivated are always only 

executed once. These reactions are not triggered again after the phase has been restarted. The phase 

starts to proceed again, however it was not executed in full beforehand.  

Along the same lines, the reaction phase deactivated is only triggered once the phase has been 

ended and not during a restart.  
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The phase started reaction is triggered if the unit allocation and the parallel execution detection 

has been executed. If the procedure has not exceeded this detection on restart, the reaction is triggered 

for the Restart command. If the process is already in an advanced state, the reaction is not carried 

out again. 

ALLOW EXECUTION BEFORE "PHASE STARTED" 

Events can be also be approved before the phase started event. To do this, the Permettre 

l'exécution avant l'événement de départ property must be activated for the 

corresponding event. This property can only be configured for events that are possible both before and 

after phase started. The value is automatically set according to type for all other events.  

The following events are approved before and after "phase started":  

 REE mode change  

 Status change 

 Exit from a phase 

 Exit Runtime initiated  

 Restart Runtime  

 Linked variable invalid 

 Phase deactivated (can occur before if the phase was exited before phase started) 

 Waiting period for subsequent conditions (can occur before if the phase was exited before 

phase started) 

 Communication failures (however only from the point at which the values for the Perte de 

communication property are waited for)  

The following events are only approved before "phase started": 

 Phase activated  

 Unit allocation  

 Phase started more than once (exclusive execution) 

All other events are only approved after the Phase started event. 
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8.5.4 Reaction types 

In the properties of the reactions the reaction types more precisely defined and engineered. In group 

Réactions the following reaction types are available: 
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Reaction type Description 

Valeur prescrite du 

tag 

Influences command and return tag directly. All tag data types can be 

used.  

 The value must be within of the set value limits of the 

variables which are linked at the tag. If this is not the case, an error 

message is created during the validation. 

Entrée dans la liste 

d'événements 

Creates entries in the CEL and log files. With this the reaction can be 

documented and the recipe process can be tracked later. For this 

property Créer une entrée dans la liste des 

événements must be activated. The text for the CEL is defined in 

property Texte événement. 

Fonction Makes it possible to link any zenon function. 

With this you can e.g. call up a pop-up in order to inform the user about a 

certain status or start a data backup.  

 In the network the function is always executed at the server. 

Attribuer un tag Makes it possible to perform a value assignment from Tag source to 

another Tag cible. You can use both command tags and return tags. 

The data type of source and target tag must be identical otherwise an 

error is displayed at the validation of the recipe. 

Influence de recette Make it possible to: 

 change the REE mode 

 execute REE commands 

 execute phase commands  

With this you can react on serious events such as Waiting 

duration exceeded or Linked variable invalid. 

 Use this reaction type carefully as this reaction type influence the 

entire recipe process. 

For each event you can only once: 

 set the Mode and  

 write a single Commande  

Because e.g. it does not make sense to pause and hold the recipe at the 

same time with the same event. 

You can read more about commands in the commands and actions (à la 
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page 129) chapter. 

 
 

8.6 TAGs  

TAGs are the communication interface to the control. With them all values are transferred to the control 

and also read back. To not have to work with complex and for the user incomprehensible variable 

names in module Batch Control, the abstract level is used. Each tag consists - for each phase - of an 

unique name and a description. With this the engineer can give the recipe creator or user a description 

for what the tag is used or which effects it has. 

You can add any number of tags to a phase. We distinguish between command tags (à la page 44) and 

return tags (à la page 46). Command parameters are further subdivided into initial parameters and value 

parameters. Each tag can be switched between command and return tag at any time.  

 

8.6.1 Detail view tag 

Tool bar and context menu provide commands to create and administer variables of parameters. 
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Parameters Description 

New initial parameter Creates a new initial parameter in the detail view. 

New value parameter Creates a value parameter in the detail view. 

New return TAG Creates a new return tag in the detail view. 

Replacing links Opens the dialog to replace links (à la page 116).  

Copy Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le même 

nom existe déjà, le contenu est collé sous le nom Copie de.... 

Delete Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule 

sélectionnée dans une ligne affichée en surbrillance. Seules les 

cellules pouvant être modifiées peuvent être sélectionnées.  

Replace text in selected 

column  
Ouvre la boîte de dialogue de recherche et de remplacement de texte. 

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 

 
 

8.6.2 Command TAGs 

Command parameters transfer information and values to the controller. They can be subdivided into: 

 Initial parameters: Command parameters that are set before the start event. They 

transfer information that must be stored before setting the input lock in the controller, for 

example, which control strategy (à la page 50) is executed.  

 Value parameter: Command parameters that are sent after input locking when the phase is 

executed.  
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Command tags contain the set values which should be transferred to the control. Initial parameters and 

value parameter are backed up (à la page 254) and written to the controller. You can find the exact 

description in chapter: Process of a phase in detail (à la page 246). 

Command tags can also be used in transitions (à la page 27), conditions (à la page 27) and reactions (à la 

page 30). Initial parameters and value parameters can have the same variable linked. This is taken into 

account when validating for multiple use of a variable.  

Command parameters have a number of properties which can be defined via the property window. For 

this, the following applies: 

 Each tag must be linked with a variable.  

 The data type of the variable must correspond to the data type of the parameter. 

 The set value limits of the parameter must be within the set value limits of the variable.  

If this is not the case, error messages are created during the validation. 

 to property Modifiable dans la recette principale: With this you define whether the 

value of the command TAG may be modified by the creator of the master recipe. If e.g. machine tags 

should not be changeable in the recipe but defined fixedly, you must deactivate this property. 

ENGINEERING 

To create a new command tag: 

1. select the desired phase  

2. Select, in the context menu, the command New initial parameter or New value parameter 

3. a new command tag is created in the detail view  

NOTE ON COMPATIBILITY 

If Runtime files are created for zenon 7.10 or older versions, then the initial parameters and value 

parameters are treated the same as command parameters again. command parameters from zenon 

7.10 or earlier are all converted to value parameters. 
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8.6.3 Return TAGs 

The return tags contain the return values with which the process action of the REE communicate its 

status. Normally the value is set by the control and evaluated by the REE. Return tags can be evaluated 

in transitions (à la page 27) and conditions (à la page 27).  

Likewise they can be used in reactions (à la page 30) and can also be written there. For this the are listed 

as target tags at Attribuer un tag and Valeur prescrite du tag. 

ENGINEERING 

To create a new return tag: 

1. select the desired phase for which you want to create a new return tag 

2. in the context menu select menu item New return tag 

3. a new command tag is created in the detail view 

 

 

8.6.4 Example for status tag 

To be able to communicate with the control, you normally need two status tags: 

 one in write direction and  

 one in read direction 

The variable behind these parameters should have a numeric data type such as USINT or UINT.  

We recommend that you execute both parameters as return parameters. This may seem illogic for 

commands in write direction at first glance but has the following background: At the execution of the 

phase, all command tags are written. With this they are visible in the list of command tags and can 

therefore be deleted accidentally. This makes no sense for a command for the control. The goal is not 

just to communicate a single value to the control as command but to transmit the status of the phase in 

the the recipe.  

Especially at the writing of a command tag it makes sense to not simply inform the PLC about the writing 

but the status when all values have been written and the PLC therefore can start to process the process 

action.  



Engineering in the Editor 

 

 

47 

 

 

For this it is best to use the reaction to event Finished writing command tags. At reactions to 

an event you can also write values to an return tag. Therefore it is better to use return tags for both 

status tags. 

Here is an example about which values the tags can take on: 
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STATUS TAG IN WRITE DIRECTION (TO THE PLC): COMMANDS 

Value Name of the event 

0 not defined 

1 Phase started 

2 Finished writing command tags 

3 Phase finished: Phase done condition fulfilled and Durée d'exécution minimum 

reached (if engineered) 

4 Phase deactivated 

5-9 Reserve 

10 Status change: Pausing 

11 Status change: Resuming 

12 Status change: Holding 

13 Status change: Restarting 

14 Status change: Stopping 

15 Status change: Aborting 

16-19 Reserve 

20 REE mode change: Automatic 

21 REE mode change: Semi-automatic 

22 REE mode change: Manual 

23-29 Reserve 

30 Exit Runtime initiated 

31 Runtime restart 

32 Unit allocation not possible 

33 Waiting period unit allocation exceeded 

34 Input interlocking blocked 

35 Waiting period input interlocking exceeded 

36 Maximum execution period exceeded 
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37 Waiting period following condition exceeded 

38 Phase started multiple times 

You can find the exact meaning of the events in chapter Event type (à la page 33). 

For each entry in the table you define a corresponding reaction for writing the status value at the phase.  

 Use the same tag label for all phases; e.g. StatusPhase. Then you only have to engineer the 

reaction at one phase and can then transfer it to all phases via copy & paste. You can of course also copy 

the tags. Do not forget to correct the variable. They must match the respective phase. 

TAG IN READ DIRECTION (FROM THE PLC): RETURN VALUES 

Value Description Linked in property 

0 - 1 Not defined  

2 Process action finished Condition de phase 

terminée 

3 - 9 Reserve  

10 Process action paused En pause 

11 Reserve  

12 Process action held Figé 

13 Process action restarted Redémarré 

14 Process action stopped Arrêté 

15 Process action aborted Annulé 

Link the values with a formula in the respective property. 

 You can copy the formula and just change the respective value. If you make this setting at the 

beginning of the engineering of the first phase, you can copy the entire phase and with that have this 

settings for all phases. 

 

8.6.5 Execution period 

The execution duration is controlled via two independent properties. Their values must not complement 

one another. 
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MAXIMUM EXECUTION DURATION 

The Durée d'exécution maximum refers to Phase deactivated and therefore to the process. 

It is not connected to the Minimum execution duration.  

MINIMUM EXECUTION DURATION 

Property Durée d'exécution minimum defines how long zenon waits after writing the command 

tag independent of the check of the phase done condition. During the execution the maximum 

execution duration is checked. An event is triggered if this is exceeded. This can be linked to a reaction. 

This happens regardless of whether the phase still checks its Condition de phase terminée or 

only waits for the Durée d'exécution minimum.   

The length of the minimum execution duration can exceed the maximum execution duration.  

EXAMPLE 

 There is a phase: Start mixing. The confirmation that the mixer runs must not take longer than 

5 seconds before a warning of an error is displayed.  

Engineering: Property Durée d'exécution maximum gets value 5 seconds with 

corresponding reaction.  

 The mixer however should run 15 minutes before the next phase is executed. 

Engineering: Property Durée d'exécution minimum gets value 15 minutes. 

With this the minimum execution duration is 15 minutes and the maximum execution duration 5 

seconds.  

 

8.7 Control Strategy 

Control strategies make it possible to set parameters for different versions of a phase. Only the 

command parameters allocated to the control strategy are sent for each control strategy. 

CONFIGURING CONTROL STRATEGIES 

To use control strategies, these must be activated in the phase. To do this: 

1. Highlight the desired phase 
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2. Go to property group Stratégie de contrôle\  

3. Activate the checkbox in front of the Stratégies de contrôle actives property.  

4. Select a parameter in the Balise de stratégie de contrôle property. This parameter 

defines the control strategy that is active in Runtime.  

5. The phase is thus displayed in the Editor with the Control strategies node.  

6. Right click on the node and select the entry New control strategy in the context menu.  

7. A new control strategy is created.  

8. Configure the properties of the control strategy.  

In doing so, note: 

 Nom and Numéro de stratégie de contrôle of the control strategy must be 

unique within the phase.  

 The Nom must not be empty, contain a dot, consist of only spaces and must be within 

a maximum of 256 characters long.  

9. Add the desired command parameters.  

 Clicking on a parameter add its properties.  

Only the following properties in the Écrire valeur prescrite group can be edited: 

 Valeur  

 Valeur min.  

 Valeur max.  

 Modifiable dans la recette principale 

All other properties cannot be edited. To edit these, switch to the parameter list of the phase. 

COPYING CONTROL STRATEGIES 

Control strategies can be copied using commands in the context menu and the toolbar and inserted into 

the same or other phases. 

If control strategies are copied throughout phases, units or a project, only the parameter linkings that 

are also to be triggered in the new phase are inserted. In doing so, the conditions are the same as for 

inserting parameter linking (à la page 54).  
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8.7.1 Control strategies node context menu 

Right-clicking on the Control strategies node opens a context menu with the following entries: 

Parameters Description 

New Control strategy  Creates a new control strategy  

Paste control strategy Pastes a control strategy from the clipboard.  

Copied control strategies are adapted when pasted into a phase so that 

Nom and Numéro de stratégie de contrôle are made 

unique, if this is not already the case in the phase.  

Help Ouvre l'aide en ligne. 

 

 

8.7.2 Context menu selected control strategy 

Right-clicking on the control strategy opens a context menu with the following entries: 
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Parameters Description 

Add command parameters Opens the dialog to select command parameters (à la page 

273).  

Insert parameter linking Inserts parameters that have been copied into the control 

strategy list of a different control strategy to the selected 

control strategy.  

Rename  Highlights the name to be renamed. 

Delete  Deletes the selected control strategy after a confirmation 

message.  

Copy  Copies the selected control strategy. This can be pasted using 

Paste in the context menu of the Control strategies 

node.  

Copied control strategies are adapted when pasted into a 

phase so that Nom and Numéro de stratégie de 

contrôle are made unique, if this is not already the case in 

the phase.  

Help Ouvre l'aide en ligne. 

 
 

8.7.3 Toolbar and control strategy list context menu  

Entries in the control strategy list can be edited using symbols or entries in the context menu. 

 

The following are available in the context menu and the toolbar: 
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Parameters Description 

Add command parameters  Opens the dialog to select command parameters (à la page 

273).  

Copy  Copie les entrées sélectionnées et vers le presse-papiers. 

Paste Insère le contenu du presse-papier. Si une entrée portant le 

même nom existe déjà, le contenu est collé sous le nom 

Copie de.... 

Clear Après une demande de confirmation, supprime les entrées 

sélectionnées de la liste. 

Remove all filters Supprime tous les paramètres de filtre 

Edit selected cell Ouvre la cellule sélectionnée pour la modification. Le symbole 

représentant des jumelles dans l'en-tête indique la cellule 

sélectionnée dans une ligne affichée en surbrillance. Seules les 

cellules pouvant être modifiées peuvent être sélectionnées.  

Properties Ouvre la fenêtre Propriétés pour l'entrée sélectionnée. 

Help Ouvre l'aide en ligne. 

 

 

8.7.4 Parameters 

LINKING PARAMETERS 

There are different methods available to link parameters to a control strategy: 

 To do this, select the Add command parameter command in the context menu of the control 

strategy.  

 Select, in the detail view of the control strategies in the toolbar or in the context menu of a 

parameter, the Add command parameter command.  

 Drag the parameter from the parameter list of the phase by dragging & dropping it onto the 

control strategy. Only command parameters (à la page 44) are linked.  

 If a parameter is deleted for a phase, the attendant parameter linking is also deleted for all 

control strategies. 
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Parameters of the control strategies take on the values of the parameters with which they are linked.  

This linking can be deleted by: 

 Overwriting the value  

 Separating the linking via the context menu 

The context menu can also be used to restore the link to the source parameter again.  

You can read details on linked values in the Linked properties chapter in the Editor manual.  

COPYING PARAMETERS 

Existing parameter linking can be copied between control strategies. Copying is possible throughout via 

phases, units and projects. When inserting parameter linkings, an attempt is made to link the names 

accordingly. No new parameters are created. 

Insertion is possible if there is no parameter with the copied name in the target phase or the 

corresponding parameter is already part of the control strategy.   

 

8.8 Keyboards 

Parameters can be amended in Runtime. Adapted keyboards are available for this. 

KEYBOARDS FOR BATCH CONTROL 

You define keyboards for use in the Batch Control module in general in the properties for the module in 

the Modifier tag/Claviers group. Define the desired keyboards for:  

 Tags binaires  

 Tags numériques  

 Tags de chaîne  

 Tags de durée 

With the Justification de la modification de valeur nécessaire property, you can 

also stipulate that each value change must have a reason. If this property is active, a dialog to enter the 

reason is opened before the change is made.  
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KEYBOARD FOR WRITING SET VALUE FOR PARAMETER 

You define keyboards for writing set values for individual parameters in the properties of the respective 

parameter in the Écrire valeur prescrite/Claviers group. To do this: 

1. Navigate to the Écrire valeur prescrite group in the parameter properties. 

2. Activate, in the Claviers subgroup, the Utiliser le synoptique clavier property 

3. In the Synoptique clavier property, define which keyboard screen is to be called up in 

Runtime 

USING A KEYBOARD 

Values can be edited in the master recipe and in the control recipe if the recipe status and the 

parameter settings allow this. The minimum and maximum can only be changed in the master recipe 

and only for numerical parameters and duration parameters.  

The following applies for the use of keyboards Batch Control screens: 

 Only one keyboard can be active at a time. If a new one is called up, the previous one is closed.  

 If the keyboard is active and the mouse is double-clicked with the pointer in a column in which 

nothing can be changed, nothing happens. 

 The following is applicable to value, minimum and maximum of a parameter:  

 If a parameter itself is linked to a keyboard, this is used.  

 If no keyboard is linked to the parameter, the keyboard this is generally linked to 

Batch Control in the Modifier tag group is used.  

 If a keyboard is linked to the parameter, but this is no longer available, the keyboard 

that is also generally linked to Batch Control in the Modifier tag group is used.  

 No keyboard is opened if this also does not exist. 

 Keyboards for binary inputs can be provided using the On, Off and Toggle keys.  

 When switching the units of measurement, the min/max values and the unit names are sent to 

the system variables again. 

 For the Changeable in control recipe property, the keyboard for Tags binaires 

defined in the Modifier tag group is searched for. If none is linked, then a search is carried 

out for a keyboard with the standard name SETBOOLKBD. No keyboard is opened if this also does 

not exist. 
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 Keyboards that are directly linked to the parameter can no longer be changed after a recipe has 

been approved. If the keyboard linked to the parameter is deleted, only the keyboard defined in 

the Modifier tag group can be used.  
 

8.9 Input lock 

With the help of an input interlocking the phase is only executed in the Runtime when the condition for 

the input interlocking is fulfilled.  

The input interlocking is configured via property Condition de verrouillage. Via the formula 

editor (à la page 267) the condition is defined which the input interlocking must fulfill. The formula can 

consist of one or more command tags and return tags of the phase. Value and status of the variables can 

also be used. The formula returns TRUE or FALSE as result. The condition can be displayed in the 

Runtime but cannot be changed there. The waiting period for the input interlocking is configured with 

the help of property Période d'attente entrée de verrouillage. 

If an input interlocking was defined, the phase is executed as soon as the following conditions are 

fulfilled:  

 the phase is active  

 the unit is allocated 

 the phase is not active twice 

 the phase is not already executed  

 the input interlocking is fulfilled  

If no input interlocking is linked, the phase is executed when:  

 the phase becomes active 

 the unit is allocated 

 the phase is not executed twice 

 the needed variables all have a value 

  Information 

You can find more information about input interlockings in chapter Processing a phase in 

detail (à la page 246). 
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8.10 Create screen of type Batch Control 

In screen of the type Batch Control master recipes (à la page 144) and/or control recipes (à la page 212) 

can be: 

 created 

 managed 

 executed in the Runtime 

The display size of the screen depends on the selected template size. 

To create a screen of type Batch Control: 

1. in node Screens in the context menu select menu item New screen  

2. in column Screen type select Batch Control from the drop-down list 

3. in the menu bar Control elements select one of the three default settings: 

 Insert template: provides templates for different resolutions and selection of only 

master recipes or default (master and control recipes) 

 Default master recipe: adds selected elements for a master recipe 

 Default control recipe: adds selected elements for a control recipe 

4. the default elements for the desired setting are created 

5. if needed you can add additional control elements from menu Control elements 

6. create a screen switch (à la page 68) in order to display the screen in the Runtime 

7. Configure the display in Runtime (for details, see the screens manual, Designing lists 

chapter) 
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CONTROL ELEMENTS 
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Control element Description 

Insert template  Inserts control elements for master recipes and/or 

control recipes on predefined locations on the screen. 

These control elements can be supplemented, reduced 

and positioned newly. 

Default (master recipe) Inserts control elements for master recipes on 

predefined locations on the screen. These control 

elements can be supplemented, reduced and positioned 

newly. 

Default (control recipe) Inserts control elements for control recipes on 

predefined locations on the screen. These control 

elements can be supplemented, reduced and positioned 

newly. 

Recipe editor Adds the licenses editor for creating master and control 

recipes. 

Recipe control Control elements for the recipe control. 

Execution commands of the recipe Control elements for recipe commands: 

 Start recipe  

 Pause recipe  

 Resume recipe  

 Recipe holding  

 Restart recipe  

 Stop recipe  

 Recipe aborting 

Execution commands of the phases Control elements for phase commands: 

 Phase pausing  

 Phase resuming  

 Phase holding  

 Restart phase  

 Escape phase 

Switch execution mode Control elements for control REE modes. 
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 Switch to automatic mode  

 Switch to semi-automatic mode  

 Switch to manual mode  
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Execution navigation Control elements for navigation in recipes:  

 Continue recipe only on selected active elements  

 Continue recipe on all execution positions 

 Skip active condition 

General General control elements:  

 Check recipe for errors  

 Edit element  

 Display grid  

 Colors for background and grid  

Partial recipe navigation Control elements for navigation in operations:  

 Change to partial recipe template  

 Switch to main recipe 

Master recipes Control elements for master recipes. 

List master recipes In this list all master recipes can be displayed. The 

display can be limited by filters to an individual 

selection.   

The filtering can be preset in the zenon Editor in 

the screen switch function (à la page 68). Online 

filtering is also possible. These filters are discarded 

when the screen is called up again. A permanent 

definition is only possible in the zenon Editor. 

All commands are also possible in the context 

menu of the list. The commands for list 

management can be called from the header of the 

list. The commands for recipe management can be 

called at editing one or more recipes.  

The recipes in the list cannot be edited directly in the 

list. Renaming, changing the description or changing the 

recipe status is only possible with the corresponding 

commands. 

Column selection master recipe... Opens a dialog in order to determine which columns 

should be displayed (à la page 75).  
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 These changes are discarded when the 

screen is called up again. A permanent definition is only 

possible in the zenon Editor. 

Format columns master recipe... Opens a dialog to edit the column settings (à la page 78). 

These changes are discarded when the 

screen is called up again. A permanent definition is only 

possible in the zenon Editor. 

New master recipe... Opens dialog for creating a new master recipe (à la page 

144). 

Create new version of master recipe Creates a new version (à la page 199) of the selected 

master recipe. This must be approved or marked as 

obsolete.  

Rename master recipe Only active if exactly one master recipe was selected. 

The dialog for the input of a unique name and the 

description is opened. 

Recipes can only be renamed if they are in status 

Editable. 

Also use this function in order to changed the 

description of the control recipe. 

When renaming a recipe, a CEL entry is created. 

Duplicate master recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of 

the copy, the version of the recipe saved on the hard 

disk is used. If the recipe is just edited in another 

computer and the changes have not yet been saved, the 

changes are not applied. The dialog for the input of a 

unique name and the description is opened.   

The copy of the recipe automatically receives status 

Editable and can be edited further. 

When duplicating a recipe, a CEL entry is created.  

Delete master recipe Deletes the selected recipes irrevocably. If the recipe is 

opened on another computer for editing, it is 

automatically closed there. 

Deleting is only possible if there are no control recipes 

which are based on the master recipe. First you must 

delete all control recipes. 

Recipes which are currently executed in test mode 

(master recipe status: Test in execution) cannot be 

deleted. First they must be finished, stopped or 
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canceled. 

If recipes must not be deleted - e.g. FDA regimented 

environment - we recommend not to engineer this 

button or to give it an appropriated Niveau 

d'autorisation.  

When deleting a recipe, a CEL entry is created. 

Open master recipe Opens the selected master recipe in the recipe editor if 

screen element Recipe editor exists in the screen. 

Each selected master recipe is opened in a separate tab 

of the recipe editor. 

Switch master recipe to edit mode Changes the master recipe status of the selected recipes 

to Editable. In this status, recipes can again be 

edited completely. 

Only recipes in Test mode can be set back to 

Editable. 

Switch master recipe to test mode Changes the master recipe status of the selected recipe 

to Test mode. Only faultless recipes can be switched 

to test mode. If error occur during the validation (à la 

page 200), you must first fix them. 

Recipes in the test mode can be executed but no longer 

reengineered. For details about the states see chapter 

Recipe types and recipe states (à la page 139). 

Release master recipe Changes the master recipe status of the selected recipes 

to Released. Only recipes without errors can be 

released. If error occur during the validation (à la page 

200), you must first fix them. 

Only recipes in status Test mode and Editable 

can be released. 

Released recipes can no longer be edited. Control 

recipes can only be created from released recipes.  

For details about the states see chapter Recipe types and 

recipe states (à la page 139). 

When releasing a recipe, a CEL entry is created. 

Highlight master recipe as outdated Changes the status of the recipe to outdated. The 

recipe can no longer be edited or approved. No control 

recipe can be created on the basis of this recipe.  

Display associated control recipes in 

list 
Displays all control recipes that are based on the 

selected master recipe and that comply with the set 
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filter criteria. 

Dynamically update control recipe list. Deactivate the button Display associated control 

recipes in list. When selecting a master recipe, all 

attendant control recipes are displayed automatically.  

Filter for displaying the control recipe Makes it possible to filter control recipes for the 

following criteria: 

 Currently executed control recipes:  

Displays only control recipes which are currently 

executed. Only takes effect as soon as you click on Show 

associated control recipes in list. 

 Prepared control recipes: 

Display only control recipes which are prepared for 

execution. Only takes effect as soon as you click on Show 

associated control recipes in list.  

 Completed control recipes:  

Displays only control recipes which have already been 

executed. Only takes effect as soon as you click on Show 

associated control recipes in list.  

 Outdated control recipe 

Control recipe Control elements for control recipes. 

List control recipes... In this list all control recipes can be displayed. The 

display can be limited by filters to an individual 

selection.   

Per default the list is empty. For filling the list you 

must: 

 select master recipes  

 Set the currently-executed control recipes,  

prepared control recipes and  

completed control recipes  

 filters 

 click button display associated control 

recipes in list  

In addition to the filters mentioned above, you can 

filter the list itself. The filtering can be preset in the 

zenon Editor in the screen switch function (à la 
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page 68). Online filtering is also possible. These 

filters are discarded when the screen is called up 

again. A permanent definition is only possible in the 

zenon Editor. 

All commands are also possible in the context menu of 

the list. The commands for list management can be 

called from the header of the list. The commands for 

recipe management can be called at editing one or more 

recipes.  

The recipes in the list cannot be edited directly in the 

list. Renaming, changing the description or starting the 

recipes is only possible with the corresponding 

commands. 
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Column selection control recipe... Opens a dialog in order to determine which columns 

should be displayed (à la page 75).  

 These changes are discarded when the 

screen is called up again. A permanent definition is only 

possible in the zenon Editor. 

Format columns control recipe... Opens a dialog to edit the column settings (à la page 78). 

These changes are discarded when the 

screen is called up again. A permanent definition is only 

possible in the zenon Editor. 

New control recipe... Opens the dialog (à la page 212) for entering a unique 

name and a description for the control recipe. The 

uniqueness of the name is also checked in the zenon 

network. The name must only be unique within the 

master recipes. Control recipes which are based on other 

master recipes may have the same name. The 

uniqueness within module Batch Control is achieved by 

always referencing the master recipe name and the 

control recipe name. 

When creating a control recipe, a CEL entry is created. 

Rename control recipe Only active if exactly one control recipe was selected. 

The dialog for the input of a unique name and the 

description is opened. 

Recipes can only be renamed if they are in status 

Prepared. 

Also use this function in order to changed the 

description of the control recipe. 

Duplicate control recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of 

the copy, the version of the recipe saved on the hard 

disk is used. If the recipe is just edited in another 

computer and the changes have not yet been saved, the 

changes are not applied. The dialog for the input of a 

unique name and the description is opened.   

The copy of the recipe automatically gets the status 

Prepared and can therefore be edited and started. 

The REE status (à la page 238) of the duplicate is set to 

automatic. 

When duplicating a recipe, a CEL entry is created. 

Delete control recipe Deletes the selected recipes irrevocably. If the recipe is 

opened on another computer for editing, it is 
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automatically closed there. 

Deleting is only possible if all selected recipes are not 

executed (control recipe status: In execution). In 

execution: First they must be finished, 

stopped or canceled. 

If recipes must not be deleted - e.g. FDA regimented 

environment - we recommend not to engineer this 

button or to give it an appropriated Niveau 

d'autorisation.  

When deleting a recipe, a CEL entry is created. 

Open control recipe Opens the selected control recipe in the recipe editor if 

screen element Recipe editor exists in the screen. 

Each selected control recipe is opened in a separate tab 

of the recipe editor. 

Start control recipe Starts the selected control recipe in the defined REE 

mode. The recipes are executed invisibly at the Server. It 

is not necessary that the recipe is opened in the recipe 

editor. 

TAG lists List box for the display of parameters.  

Two list boxes can be created. These are configured in 

the screen switching (à la page 103). 

 

 
 

8.11 Screen switch Batch Control 

To use Batch Control in the Runtime, engineer a screen switch function to a screen of type Batch 

Control: 

1. in node Functions in the context menu select menu item New function  

2. select function Screen switch 

3. select the screen of type Batch Control 

4. the filter dialog (à la page 69) is displayed 

5. configure the  
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a) Settings (à la page 69) for the list of the master recipes/control recipes including 

prefiltering (à la page 80) 

b) Variable allocations (à la page 82) 

c) Tag list settings (à la page 103)  

6. link the function with a button on the screen in order to switch in the Runtime 

 
 

8.11.1 Recipe list settings 

The settings are configured for: 

 List of master recipes 

 List of control recipes 
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 Prefilter (à la page 80) 
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Parameters Description 

List of master recipes Configuration for master recipes. 

Prefilter Select from a drop-down list whether master recipes should be 

pre-filtered when called up. Possible settings: 

 No prefiltering: Recipes are not pre-filtered. 

 ID from variable: Recipes are filtered according to ID. Filter 

condition is defined in the Variable property.  

 Name from variable: Recipes are filtered according to recipe 

name. Filter condition is defined in the Variable property.  

Variable Definition of the variables that provide the values for the prefiltering. 

Click the button ... and a dialog opens to configure the variables.  

Apply column settings 

from calling screen 

Active: The column settings are accepted by the screen that is calling 

them up in Runtime. The corresponding properties can no longer be 

configured in the Editor.  

List field Display of the configured columns. 

Column selection Opens the dialog for selecting the columns 

Column format Opens the dialog (à la page 179) for formating the columns. 

Open found recipes in 

recipe editor  

Active: The recipes found are opened in the recipe editor.  

 The first 20 recipes found is the maximum that can be opened.  

List of control recipes Configuration for control recipes. 

Filter control recipe for 

status 
Settings for the filtering of the control recipes according to their status.  

Apply filter from 

calling screen 

Active: The filter is accepted from the calling screen. 

Use this filter Selection of criteria for the status of a recipe that is to be called up. 

Several statuses can be selected by selecting the corresponding 

checkbox: 

 Prepared  

 Currently executed  

 Executed 
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 Outdated 
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Filling the list of the 

control recipes at calling 

the screen 

Settings for the filling of the list when called up. Select an option.  

 No filling  

 Apply and use selection of the master recipes 

from calling screen 

 Use all active master recipes 

Prefilter Select from a drop-down list whether control recipes should be 

prefiltered when called up. Possible settings: 

 No prefiltering: Recipes are not pre-filtered. 

 ID from variable: Recipes are filtered according to ID. Filter 

condition is defined in the Variable property.  

 Name from variable: Recipes are filtered according to recipe 

name. Filter condition is defined in the Variable property. 

 Job ID from variable: Recipes are filtered according to job ID. 

Filter condition is defined in the Variable property. 

Variable Definition of the variables that provide the values for the prefiltering. 

Click the button ... and a dialog opens to configure the variables.  

Dynamic filling of the 

control recipe list 
Settings for dynamic filling of the list. 

Selection of the master 

recipe fills list of 

control recipes 

automatically 

Active: When switching in Runtime, the list of control recipes always 

displays the master recipes selected at this point in time. 

Apply column settings 

from calling screen 

Active: The column settings are accepted by the screen that is calling 

them up in Runtime. The corresponding properties can no longer be 

configured in the Editor.  

List field Display of the configured columns. 

Column selection Opens the dialog for selecting the columns 

Column format Opens the dialog (à la page 179) for formating the columns. 

Open found recipes in 

recipe editor  

Active: The recipes found are opened in the recipe editor.   

 The first 20 recipes found is the maximum that can be opened.  

Show this dialog in the Active: This dialog is opened in Runtime when the screen is called 
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Runtime up. Changes to the settings can be made. 

OK Applies all changes in all tabs and closes the dialog. 

Cancel Discards all changes in all tabs and closes the dialog. 

Help Opens online help. 

 Pour la sélection de 

variables en fonction de leur leur nom ou leur identifiant, il est possible de sélectionner des variables numériques 

ou string, respectivement. Les types de données sont convertis au format correct correspondant.  
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Column selection 

OPTIONS 

Bouton Fonction 

Ajouter Déplace la colonne sélectionnée des colonnes disponibles vers les éléments 

sélectionnés. Lorsque vous confirmez la boîte de dialogue en cliquant sur OK, ces 

colonnes sont affichées dans la vue de détail. 

Ajouter tout Déplace toutes les colonnes disponibles vers les colonnes sélectionnées. 

Supprimer Supprime les colonnes marquées des éléments sélectionnés et les affiche dans la liste 

des colonnes disponibles. Lorsque vous confirmez la boîte de dialogue en cliquant sur 

OK, ces colonnes sont supprimées de la vue de détail. 

Supprimer tout Toutes les colonnes sont supprimées de la liste des colonnes sélectionnées. 

Vers le haut Déplace l'entrée sélectionnée vers le haut. Cette fonction est uniquement disponible 

pour les entrées uniques ; les sélections multiples ne sont pas autorisées dans ce cas. 

Descendre Déplace l'entrée sélectionnée vers le bas. Cette fonction est uniquement disponible 

pour les entrées uniques ; les sélections multiples ne sont pas autorisées dans ce cas. 

OK Abandonne les paramètres et ferme la boîte de dialogue. 

Annuler Abandonne les paramètres et ferme la boîte de dialogue. 

Aide Ouvre l'aide en ligne. 

 These settings are only used in Runtime for dockable windows (à la page 124) if there is no Runtime profile 

available for the user who is logged in.  

EXAMPLES OF COLUMN SELECTION 

Column selection for list of the master recipes (à la page 144): 
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Column selection for list of the control recipes (à la page 212): 
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Column selection for list of the operations (à la page 201) (only available in Runtime): 

 

Column selection for Tag lists (à la page 103) 
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Column format 

In this dialog you define the column format: 
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Paramètres Description 

Colonnes disponibles Liste de colonnes disponibles avec la fonction de sélection de colonnes. 

La colonne sélectionnée ici est configurée à l'aide des paramètres de la 

section Paramètres. 

Paramètres Paramètres de la colonne sélectionnée. 

Intitulé Nom de l'intitulé de colonne. Cet intitulé de colonne est compatible avec la 

fonction de changement de langue en ligne. Pour cela, insérez le caractère @ 

devant le nom de l'intitulé. 

Largeur Largeur de la colonne en caractères.  

Calcul : nombre de caractères multiplié par la largeur moyenne des caractères 

de la police sélectionnée. 

Orientation Alignement.  

Paramètres possibles : 

 Justifié à gauche : le texte est justifié contre le bord gauche de la colonne. 

 Centré : le texte est centré dans la colonne. 

 À droite : le texte est justifié contre le bord droit de la colonne. 

Désactiver le 

filtre sur les 

colonnes dans le 

Runtime 

Active :  le filtre de cette colonne ne peut pas être modifié dans le 

Runtime. 

 Uniquement disponible pour : 

 Module Batch Control 

 Module Extended Trend 

 Module Message Control 

 Recipe Group Manager 

OK Abandonne les paramètres et ferme la boîte de dialogue. 

Annuler Abandonne les paramètres et ferme la boîte de dialogue. 

Aide Ouvre l'aide en ligne. 

 These settings are only used in Runtime for dockable windows (à la page 124) if there is no Runtime profile 

available for the user who is logged in.  
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Prefiltering 

To eliminate the need for all recipes to always be loaded in the recipe list in Runtime, you can define 

filters for master recipes and control recipes in the screen switch function. Then, the only recipes that 

appear in the list of master recipes and the control recipes are those that correspond to the configured 

filter conditions. If activated, these recipes are also opened in the recipe editor.  

 

If you want it to be impossible for users to remove the filters in the runtime environment: 

1. Deactivate the Show this dialog in Runtime option. 

2. Block the column filter: Open the Column format... (à la page 78) dialog and activate the 

Block column filter in the process screen option. With this the user cannot 

modify the filters in the Runtime and therefore does not get the recipes, which e.g. he is not 

allowed to modify, not displayed.  
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FILTERING FOR MASTER RECIPES 

Configure:  

1. Prefiltering 

Stipulate if recipes are to be prefiltered. You can filter according to name or ID. The filter 

condition is queried in Runtime using a variable. 

2. Column settings 

a) in the screen switch function click on column filters for the List of the master recipes 

or the List of control recipes  

b) enter the desired filter text; wildcards (*) are allowed 

c) confirm the filter text with Return for it to be applied. 

3. Automatic recipe switching 

Stipulate if the recipes found when switching are also to be opened in the Recipe Editor 

straight away. 

 The first 20 recipes found is the maximum that can be opened automatically. 

  Information 

When reloading Runtime, the filter settings of the prefiltering for master recipes are 

applied again. This also applies if the value of the filter variables changes or new 

recipes are added to the list that do not correspond to the filter. The list is always 

recreated exactly after reloading.  

FILTERING FOR CONTROL RECIPES 

Configure:   

1. Recipe status 

Filter the control recipes according to their status. You can select several states using 

checkboxes or accept the filter from the calling screen.  

2. Filling the recipe list 

Stipulate if and how the list of control recipes is to be filled when called up. 

3. Prefiltering 
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Stipulate if recipes are to be prefiltered. You can filter according to ID, name or job ID. The 

filter condition is queried in Runtime using a variable 

4. Column settings 

a) in the screen switch function click on column filters for the List of the master recipes 

or the List of control recipes  

b) enter the desired filter text; wildcards (*) are allowed 

c) confirm the filter text with Return for it to be applied. 

5. Automatic recipe switching 

Stipulate if the recipes found when switching are also to be opened in the Recipe Editor 

straight away. 

 The first 20 recipes found is the maximum that can be opened automatically.  

  Information 

When reloading Runtime, the filter settings of the prefiltering for control recipes are 

applied again. Instead, all control recipes that correspond to the current filter in Runtime 

are displayed (master recipes, status, column filter). 

 

 

8.11.2 Variable assignment 

You link variables to elements in the recipe in this tab. This way you can display the statuses of a phase 

or an operation in another screen and react to these. The execution status of the recipe and the 

selected object can be displayed by means of string variables or numerical variables. Numerical variables 

are suitable, for instance, for linking to a combined element. For details on the status, see the Coding of 

the execution status (à la page 87) section. 

To display statuses: 

1. Create a new screen with the desired elements.  

2. Link the elements to variables 

3. Link these variables in the screen switching filter to the corresponding objects 
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LINK VARIABLES 

To link a variable: 

1. Click on the ... button 

2. The dialog for selecting a variable is opened 

3. Select the desired variable  

DISPLAY 

The following are displayed: 

 For the recipe that is in focus: 

 Name 

 Description  

 Status 

 REE mode 

 REE status 

 Recipe type 

 For the object in the recipe that is in focus (phase or operation): 

 Name 

 Description  

 Unit 

 Type 

 Status 

 Internal state 

 Start time 

 Time of the end 

 Execution counter  
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 Execution period 
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Parameters Description 

Master recipe Variable linkings for the master recipe (à la page 89). 

Status is displayed if the recipe has the focus or a phase or operation is 

highlighted.  

The following can be linked: 

 Name 

 Version  

 Initial version 

 Description 

 Status (text) 

 Status (numeric) 

Control recipe Variable linkings for the control recipe. (à la page 90) 

Status is displayed if the recipe has the focus or a phase or operation is 

highlighted.  

The following can be linked: 

 Name 

 Description 

 Status (text) 

 Status (numeric) 

 Job ID (text) 

Operation Variable linkings for the operation. (à la page 91) 

Status is displayed if the recipe has the focus or a phase or operation is 

highlighted.  

The following can be linked: 

 Name 

 Description 

General Variable linkings for general information. (à la page 91) 

Status is displayed if the recipe has the focus or a phase or operation is 

highlighted.  
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The following can be linked: 

 REE mode (text): 

 REE mode (numeric):  

 REE status (text): 

 REE status (numeric): 

 Recipe type (text) 

 Recipe type (numeric) 

Selected object Variable linkings for the selected object (phase or operation) (à la page 

94). 

Status is displayed if a phase or an operation in the recipe is highlighted.  

The following can be linked: 

 Name 

 Description  

 Unit 

 Type (text) 

 Type (numeric) 

 Status (text) 

 Status (numeric) 

 Internal state (text)  

 Internal state (numeric) 

 Start time 

 Time of the end 

 Execution counter  

 Execution period 

OK Applies all changes in all tabs and closes the dialog. 

Cancel Discards all changes in all tabs and closes the dialog. 

Help Opens online help. 
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 No information is displayed if several objects are highlighted. 

 

Coding of the execution status 

EXECUTION STATES 

The execution state (both for the recipe and the selected object) is coded with different information: 

 Byte 0: Execution states 

 Byte 1: Status bits for the status 

 Byte 2: Type of object that is part of the status 

If no recipe is opened then the string variables are empty and the numerical variables have the value 0. 

Execution states.  

The values that are possible are determined by the object type.  

Value for string variable 

 

Value for numeric variable 

Decimal Binary 



Engineering in the Editor 

 

 

88 

 

 

Idle 1 1 

Running 2 10 

Executed 3 11 

Pause (starting from state: running) 4 100 

Paused 5 101 

Hold (starting from state: running) 6 110 

Hold (starting from state: Paused) 7 111 

Hold (starting from state: Restart) 8 1000 

Held 9 1001 

Restarting (starting from state: Held) 10 1010 

Stopping (starting from state: running) 11 1011 

Stopping (starting from state: Paused) 12 1100 

Stopping (starting from state: Held) 13 1101 

Stopped 14 1110 

Abborting (starting from state: running) 15 1111 

Abborting (starting from state: Paused) 16 10000 

Abborting (starting from state: Held) 17 10001 

Aborted 18 10010 

Status bits for the status.  

The text is added to the string variable. The corresponding bits are set in the numerical variables 

Value for string variable Value for numeric variable 
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n elements in different 

states 

0b00000001 

Waiting for n element(s) 0b00000010 

Type of object that is part of the status.   

For numerical variables only. 

Value for numeric variable Meaning  

Decimal Binary 

1 1 Recipe 

2 10 Phase 

3 11 Operation object in the recipe 

 

 

Master recipe 

NAME  

Name of the currently-opened master recipe or the master recipe that belongs to the currently-opened 

control recipe or operation. 

DESCRIPTION  

Description of the currently-opened master recipe or the master recipe that belongs to the 

currently-opened control recipe or operation. 

STATUS (TEXT AND NUMERIC) 

Status of the currently-opened master recipe or the master recipe that belongs to the currently-opened 

control recipe or operation. 

Value for string variable 

 

Value for numeric variable  

Decimal Binary 
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No recipe in active view 0 0 

Creation (not visible) 1  1 

Edit mode 2 10 

Released 3 11 

Test mode 4 100 

Test running 5 101 

Terminated with error 6 110 

 

 

Control recipe 

NAME  

Name or selection of the control recipe. The recipe must be open and have the focus. Is filled in the 

control recipe and in the operation instance in the control recipe. 

DESCRIPTION  

Description of the currently-selected control recipe. The recipe must be open and have the focus. Is 

filled in the control recipe and in the operation instance in the control recipe. 

STATUS (TEXT AND NUMERIC) 

Status of the currently-selected control recipe or the recipe must be open and have the focus. Is filled in 

the control recipe and in the operation instance in the control recipe. 

Value for string variable 

 

Value for numeric variable 

 

Decimal Binary 
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no control recipe active 0 0 

Creation (not visible) 1  1 

Prepared 2 10 

Running 3 11 

Finished 4 100 

Terminated with error 5 101 

 

 

Operation 

NAME  

Name of the operation currently open. Is filled in the operation template and in the operation instance. 

DESCRIPTION  

Description of the operation currently open.  Is filled in the operation template and in the operation 

instance. 

 

General 

REE MODE (TEXT AND NUMERIC) 

Currently-set execution mode for the currently-selected recipe. Is filled for all recipe cycles. 

Value for string variable 

 

Value for numeric variable 

Decimal Binary 
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Automatic 1 1 

Semi-automatic 2 10 

Manual 3 11 

REE STATUS (TEXT UND NUMERIC) 

Status of the recipe 

Value for string variable 

 

Value for numeric variable 

Decimal Binary 
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Idle 1 1 

Running 2 10 

Finished 3 11 

Pausing  

(starting from state: running) 

4 100 

Paused 5 101 

Holding  

(starting from state: running) 

6 110 

Stopped 9 1001 

Restarting  

(starting from state: Held) 

10 1010 

Stopping  

(starting from state: running) 

11 1011 

Stopped 14 1110 

Abborting  

(starting from state: running) 

15 1111 

Aborted 18 10010 

Value for string variable Value for numeric variable 

n elements in different states 0b00000001 

Waiting for n element(s) 0b00000010 

Object type.  For the numerical value only 
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Value for numeric variable Meaning 

Decimal Binary 

1 1 Recipe 

RECIPE TYPE (TEXT AND NUMERIC) 

Recipe type of the current recipe. Is filled for all recipe cycles. 

Value for string variable 

 

Value for numeric variable 

Decimal Binary 

Master recipe 1 1 

Control recipe 2 10 

Operation template 4 100 

Operation instance in the master 

recipe 

9 1001 

Operation instance in the control 

recipe 

10 1010 

 
 

Selected object 

The variables for the selected object always contain data if a single phase or a single operation was 

selected in the currently-selected operation. It is filled for all recipe types. If no object or several objects 

are selected, then the string variables are empty and the numerical values are 0. 

NAME  

Is filled with the name of the phase or the operation. 

DESCRIPTION  

Is filled with the description of the phase of the operation. 
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UNIT   

Is filled with the name of the unit of the selected phase. 

TYPE (TEXT AND NUMERIC) 

Value for string variable 

 

Value for numeric variable 

Decimal Binary 

Phase  3 11 

Operation 13 1101 

STATUS (TEXT AND NUMERIC) 

Is filled with the current execution status of the element.  

Value for string variable Value for numeric variable 

Decimal Binary 
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Idle 1 1 

Running 2 10 

Finished 3 11 

Pausing  

(Starting from state: running) 

4 100 

Paused 5 101 

Holding  

(Starting from state: running) 

6 110 

Holding  

(Starting from state: Paused) 

7 111 

Holding  

(Starting from state: Restarting) 

8 1000 

Held 9 1001 

Restarting  

(Starting from state: Held) 

10 1010 

Stopping  

(Starting from state: running) 

11 1011 

Stopping  

(Starting from state: Paused) 

12 1100 

Stopping  

(Starting from state: Held) 

13 1101 

Stopped 14 1110 

Aborting  

(Starting from state: running) 

15 1111 

Aborting  

(Starting from state: Paused) 

16 10000 
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Aborting  

(Starting from state: Held) 

17 10001 

Aborted 18 10010 

Always empty. 

Object type.  For the numerical value only 

Value for numeric variable Meaning 

Decimal Binary 

2 10 Phase 

Value for string variable Value for numeric variable 

Decimal Binary 
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Idle 1 1 

Running 2 10 

Finished 3 11 

Pausing  

(Starting from state: running) 

4 100 

Paused 5 101 

Holding  

(Starting from state: running) 

6 110 

Held 9 1001 

Restarting  

(Starting from state: Held) 

10 1010 

Stopping  

(Starting from state: running) 

11 1011 

Stopping  

(Starting from state: Paused) 

12 1100 

Stopping  

(Starting from state: Held) 

13 1101 

Stopped 14 1110 

Aborting  

(Starting from state: running) 

15 1111 

Aborting  

(Starting from state: Paused) 

16 10000 

Aborting  

(Starting from state: Held) 

17 10001 

Aborted 18 10010 
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Value for string variable Value for numeric variable 

n elements in different states 0b00000001 

The bit is always set if there are objects in the operation with a different status to that of the operation. 

Idle and finished are not included in this. 

Object type.  For the numerical value only 

Value for numeric variable Meaning 

Decimal Binary 

3 11 Operation in the recipe. 

INTERNAL STATUS (TEXT AND NUMERIC) 

Is filled with the internal execution status of the element. 

Composition of the internal status: 

 Byte 0: Status  

 Byte 1: Status Bits 

 Byte 2: Object type  

Internal status. The text can be different for other objects. 

Value for string variable Value for numeric variable 

Decimal Binary 
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Idle 1 1 

Waiting for phase to be ready for 

starting 

2 10 

Waiting for unit allocation 3 11 

Waiting for the unit allocation - 

timeout 

4 100 

Waiting for exclusive execution 5 101 

Waiting for input interlocking 6 110 

Waiting for the input interlocking - 

timeout 

7 111 

Waiting for phase done condition 8 1000 

Waiting for phase done condition - 

timeout 

9 1001 

Waiting for phase done condition - 

error writing value 

10 1010 

Waiting for minimum execution period 11 1011 

Wait until recipe has status "running" 12 1100 

Waiting for following conditions 13 1101 

Waiting for following condition - 

timeout 

14 1110 

Status. For numeric variable only 
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Value for numeric variable Meaning 

Binary Decimal 

00000001 1 There is an execution error. 

00001000 8 There is a communication error. 

00010000 16 Loss of communication fixed. 

01000000  64 Communication reestablished. 

With the phase, only one of the bits can be active for the communication error.  With an operation a 

bit is always set if it is relevant to at least one internal phase.  

Object type.  For the numerical value only 

Value for numeric variable Meaning 

Decimal Binary 

3 11 Operation in the recipe. 

All possibilities. 

All possibilities. 
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Value for numeric variable Meaning 

Decimal Binary 

2 10 Phase 

Value for string variable Value for numeric variable 

Decimal Binary 

Idle 1 1 

Execution of the internal objects 8 1000 

Waiting for following conditions 13 1101 

Always empty. 

Value for numeric variable Meaning 

Decimal Binary 

3 11 Operation in the recipe. 

START TIME  

Time at which the execution of the selected object has started. 

TIME OF THE END  

Time at which the execution of the selected object has finished. 
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EXECUTION PERIOD  

Time period that has expired during the execution. 

EXECUTION COUNTER  

Number denoting how often the element was executed 

 

8.11.3 Tag list settings 

Two parameter lists with identical options are available. These can be configured and used individually.  

The parameter lists are created in the screen and configured in screen switching. 
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Parameters Description 

Tag list 1 Display of the configured lists. The columns can:  

 be filtered 

 have their width changed by dragging the column title with the mouse 

 arranged by dragging & dropping with the mouse 

Column selection A dialog for choosing the columns which shall be displayed is opened 

Column format Opens the dialog for formating the columns. 

Display command tag Selection of the command parameters which should be displayed. 

Possible selection by activating the checkboxes: 

 Changeable in the master recipe:  

Only command parameters for which the changeable in the 

recipe option has been set in the Editor are displayed. 

 Changeable in the control recipe:  

Only command parameters for which the changeable in the 

recipe option has been set in the master recipe are displayed. 

 Changeable in the current recipe type:  

Only command parameters that can be changed in the current recipe type 

are displayed.  

 Cannot be changed in the master recipe:  

Only command parameters for which the Changeable in the 

recipe option has not been set in the Editor are displayed. 

 Cannot be changed in the control recipe:  

Only command parameters for which the Changeable in the 

recipe option has not been set in the master recipe are displayed. 

 Cannot be changed in the current recipe type:  

Only command parameters that cannot be changed in the current recipe 

type are displayed. 

As many connections as desired can be configured. Activating all 

checkboxes leads to all command parameters being displayed.  

Display return TAG Active: Return parameters are displayed: 

Variable for Displays the maximum number of entries that is possible with the 
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displaying the number 

of entries 

current pre-filtering of the screen filter. It is independent of the 

filtering in the columns and groupings. 

A click on button ... opens the dialog for selecting variables. 

Tag list 2 Parameter list 2 with identical configuration possibilities to Parameter 

list 1. 

OK Applies all changes in all tabs and closes the dialog. 

Cancel Discards all changes in all tabs and closes the dialog. 

Help Opens online help. 

The parameter lists are recreated in Runtime if: 

 The phase was edited 

 The recipe was saved (even if the client has saved it)    

  Information 

Backward compatibility for displaying command parameters:  

The option was expanded with version 7.11 and changed from radio buttons to 

checkboxes. For backward compatibility, this means: 

Backward compatible writing is possible if: 

Only one checkbox is set for the changeable parameters 

or the combination of all checkboxes lets all parameters through 

If the combination of the checkboxes results in a setting that was not previously 

configurable with zenon 7.10 or earlier, no parameters are displayed in the list. 

 

 

8.12 zenon functions 

With zenon functions, control commands can be sent to the batch execution and pre-defined control 

recipes can be created: 

 Execute recipe command or mode switch (à la page 106): sends control commands to batch 

execution 
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 Create control recipe function (à la page 111): creates, in Runtime, a recipe that has been 

pre-defined in the Editor 
 

8.12.1 Execute recipe command change or mode change 

You can send control commands to the batch execution with this function. To create the function: 

1. In the zenon Editor, navigate to the Functions node 

2. select New Function  

3. Go to the Batch Control in the function selections 

4. select Execute recipe command change/mode change  

5. the dialog for configuring functions is opened 
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Parameters Description 

Action Selection of the action to be executed: 

 Command 

 Mode 

Command Selection of the command to be executed from 

drop-down list: 

 Ignore  

 Start recipe 

 Pause recipe  

 Resume recipe  

 Recipe holding  

 Restart recipe  

 Stop recipe  

 Recipe aborting 

Mode Selection of the mode to which the recipe is to be 

switched: 

 Ignore 

 Automatic   

 Semi-automatic 

 Manual 

Use recipe filter for Selection of what the recipe filter is applied to: 

 Master recipe 

 Control recipe  

The filter is processed from top to bottom For 

example, version is only applied to the recipes 

found in the master recipe filter. 

Master recipe Active: It is filtered on Master recipes. 

Control recipe Active : le filtrage est effectué sur la base des recettes 
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de contrôle.  

 les recettes principales associées doivent 

également être sélectionnées. Si aucune recette 

principale n'a été sélectionnée pour la recette de 

contrôle, le filtre ne pourra pas trouver la recette 

recherchée dans le Runtime. 

 Si la recette principale n'est pas connue, il est 

recommandé de filtrer toutes les recettes principales 

avec un opérateur. 

Recipe filter Configuration of the recipe filter 

Master recipe Paramètres de sélection de la recette principale. 

Sélectionnez dans la liste déroulante :  

 Nom avec caractères génériques :  

Un nom contenant un opérateur peut être saisi dans le 

champ de saisie. Un filtrage est effectué en fonction du 

nom. 

 Nom issu de la variable :  

Le nom de la recette principale est défini par une variable 

dans le Runtime. Cliquez sur le bouton ... Ouvre la boîte 

de dialogue de sélection de variables. 

 Identifiant issu d'une variable :  

L'identifiant de la recette principale est défini par une 

variable dans le Runtime. Cliquez sur le bouton ... Ouvre 

la boîte de dialogue de sélection de variables. 

Version Sélectionnez la version (à la page 199) souhaitée 

dans la liste déroulante. 

 Tout :  

La version indiquée n'est pas prise en compte et chaque 

version trouvée est utilisée.   

 Version fixe :  

Ce paramètre effectue un filtrage en fonction des versions 

indiquées dans ce champ.  

Version maximale possible : 4294967295 

 Version issue d'une variable :  

Le filtrage est effectué en fonction de la recette présente 

dans les variables liées lors de l'exécution. Cliquez sur le 
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bouton ... pour ouvrir la boîte de dialogue de sélection 

de variables.   

 Uniquement la version la plus 

ancienne :  

Seule la recette comportant le numéro de version le plus 

ancien est utilisée. 

 Uniquement la version la plus 

récente :  

Seule la recette comportant le numéro de version le plus 

récent est utilisée. 
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State master recipe Status of the master recipe. Select from drop-down list.  

When selecting master recipes for recipe filters: 

 All  

 Test mode 

 Test in execution 

When selecting control recipes for recipe filters: 

 Released or outdated  

 Released 

 Outdated 

Apply to found recipes Definition of which master recipes the filter is applied to. 

Select from drop-down list: 

 All 

 Only oldest ID  

 Only newest ID 

Control recipe Paramètres de sélection de la recette de contrôle.  

Sélectionnez dans la liste déroulante :  

 Nom avec caractères génériques :  

Un nom contenant un opérateur peut être saisi dans le 

champ de saisie. Un filtrage est effectué en fonction du 

nom. 

 Nom issu de la variable :  

Le nom de la recette de contrôle est défini par une variable 

dans le Runtime. Cliquez sur le bouton ... Ouvre la boîte 

de dialogue de sélection de variables. 

 Identifiant issu d'une variable :  

L'identifiant de la recette principale est défini par une 

variable dans le Runtime. Cliquez sur le bouton ... Ouvre 

la boîte de dialogue de sélection de variables.  

Une recette peut être identifiée avec précision si la valeur 

de la variable à l'heure de l'exécution est un identifiant 

valide d'une recette de contrôle. 
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 Identifiant de tâche issu d'une 

variable :  

Identifie les recettes de contrôle appartenant aux recettes 

principales déjà trouvées et possédant l'identifiant de 

tâche spécifié. Tout type de variable pouvant être lié. La 

valeur est automatiquement convertie en variable STRING. 

State control recipe Definition of which recipe status the filter is applied to. 

Select from drop-down list: 

 All  

 Prepared 

 Running 

Apply to found recipes Definition of which control recipes the filter is applied to. 

Select from drop-down list: 

 All 

 Only oldest ID  

 Only newest ID 

 Only the respective IDs are taken into 

account for master recipes and control recipes. The 

search for control recipes can find several recipes 

with this filter. This filter must also be activated for 

the master recipes for a unique result.  

OK Abandonne les paramètres et ferme la boîte de dialogue. 

Cancel Annule toutes les modifications et ferme la boîte de 

dialogue.  

Help Ouvre l'aide en ligne. 

 

 

8.12.2 Create control recipe function 

With the help of the function Create control recipe, a pre-defined control recipe can be created in 

the Editor by means of a button in Runtime. To create the function: 
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1. In the zenon Editor, navigate to the Functions node 

2. select New Function  

3. Go to the Batch Control in the function selections 

4. Select Create control recipe 

5. the dialog for configuring functions is opened 
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Parameters Description 

Recipe filter Configuration of the recipe filter  

The filter is processed from top to bottom For 

example, version is only applied to the recipes 

found in the master recipe filter.  

Master recipe Paramètres de sélection de la recette principale. 

Sélectionnez dans la liste déroulante :  

 Nom avec caractères génériques :  

Un nom contenant un opérateur peut être saisi dans le 

champ de saisie. Un filtrage est effectué en fonction du 

nom. 

 Nom issu de la variable :  

Le nom de la recette principale est défini par une variable 

dans le Runtime. Cliquez sur le bouton ... Ouvre la boîte 

de dialogue de sélection de variables. 

 Identifiant issu d'une variable :  

L'identifiant de la recette principale est défini par une 

variable dans le Runtime. Cliquez sur le bouton ... Ouvre 

la boîte de dialogue de sélection de variables. 

Version  Sélectionnez la version (à la page 199) souhaitée 

dans la liste déroulante. 

 Tout :  

La version indiquée n'est pas prise en compte et chaque 

version trouvée est utilisée.   

 Version fixe :  

Ce paramètre effectue un filtrage en fonction des versions 

indiquées dans ce champ.  

Version maximale possible : 4294967295 

 Version issue d'une variable :  

Le filtrage est effectué en fonction de la recette présente 

dans les variables liées lors de l'exécution. Cliquez sur le 

bouton ... pour ouvrir la boîte de dialogue de sélection 

de variables.   

 Uniquement la version la plus 

ancienne :  
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Seule la recette comportant le numéro de version le plus 

ancien est utilisée. 

 Uniquement la version la plus 

récente :  

Seule la recette comportant le numéro de version le plus 

récent est utilisée. 
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Apply to found recipes Definition of which recipes the filter is applied to. 

Selection of ID from drop-down list: 

 All 

 Only oldest ID  

 Only newest ID 

Control recipe name Configuration of the name of the control recipe. 

Control recipe name Selection of the naming from the drop-down list: 

 Automatic name: Name is automatically issued on 

creation 

 Name from variable: Name is taken from a 

variable. Click on button ... in order to open the dialog for 

selecting a variable.  

If there is already a recipe with the name that has been 

transferred from the variable, no new control recipe is 

created.  

Job ID Configuration of the Job ID. 

Link individual job variable Active: A job variable (à la page 16) can be linked. The 

variable must already be configured. Selection of the 

variable from the drop-down list:  

Apply value from job variable at Definition of the time at which the job ID is transferred. 

During: 

 Starting control recipe 

 Creating control recipe 

OK Abandonne les paramètres et ferme la boîte de dialogue. 

Cancel Annule toutes les modifications et ferme la boîte de 

dialogue.  

The function is nevertheless created, however without a 

defined target. 

Help Ouvre l'aide en ligne. 

All filters always have an effect on a group of recipes with the same name. Depending on the 

configuration, more than one recipe can remain left over.  

 Recipes with the filter *Test are searched for. The result is 5 versions of Test_1 and 3 
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versions of Test_2. If filtering for the latest version is continued, then two control recipes are created, 

one each for the recipe with the highest version number per group.  

 Pour la 

sélection de variables en fonction de leur leur nom ou leur identifiant, il est possible de sélectionner des 

variables numériques ou string, respectivement. Les types de données sont convertis au format correct 

correspondant.  

 

8.13 Replacing links 

Linking of variables and functions can be replaced automatically in units, phases and reactions.  This 

process corresponds to the process for replacing linking for screen switching and  replacing 

linking in the Editor screen. The replacement can   

The following can be replaced:  

 Units: linked variables for Runtime information 

 Reactions: linked functions  

 Parameter: linked variables 

To replace elements:  

1. Select the Replace linking command in the context menu or the tool bar  
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2. The dialog for the replacement of links opens.  
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Propriété Description 

Source Saisissez l'expression partielle à rechercher. 

Les opérateurs * et ? peuvent être utilisés. Les opérateurs sont 

uniquement autorisés sous forme de préfixe ou de suffixe, par 

exemple : *xxx ou xxx*. 

Objectif Saisie de la chaîne partielle 

Nom Échange des informations dans des noms de variables de procédé. 

Identifiant Échange des informations dans l'identification. 

Tenir compte de la capitalisation Lors de l'échange, assurez-vous que l'utilisation des majuscules soit 

parfaitement identique. 

Valider Échange des chaînes cibles de la source avec celles définies dans la 

cible. 

Variable/Fonction Ouvre la liste de sélection des variables et fonctions correspondant à 

la ligne sélectionnée dans la liste. Cliquez sur la variable dans la liste 

pour définir de nouvelles variables cible. 

Alternatif : double-cliquez sur la variable source en question. 

REMPLACER 

 Sélectionnez dans la liste l'élément que vous souhaitez utiliser en tant que source. 

 Sélectionnez un élément cible en cliquant sur le bouton variable/fonction. 

 Le nouvel élément remplace le précédent. 

 Dans le champ de saisie source, définissez les paramètres correspondant à l'élément que vous 

souhaitez remplacer. 

 Définissez les paramètres de la nouvelle variable ou fonction dans le champ de saisie cible. 

 Spécifiez les éléments que vous souhaitez remplacer en cliquant sur Nom/Identification. 

 Cliquez sur Accepter. 
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  Information 

La variable cible ou la fonction cible peut également se trouver dans un projet différent 

de la variable source ou la fonction source. Dans ce cas, tous les projets concernés 

doivent être démarrés et disponibles sur le même ordinateur dans le Runtime.  

 

  Attention 

Lors du remplacement de variables, tenez compte du type et de la résolution du signal. Si 

vous remplacez une variable par une variable de type incompatible, cela peut entraîner 

des erreurs lors de l'exécution. Vous serez averti lors du remplacement, et ce dernier sera 

effectué malgré l'avertissement. 
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9. Configure and control in the Runtime 

The entire management, creation and processing of the recipes is done in the Runtime. Editing in the 

zenon Editor is not possible. 

 

Runtime files up to and including version 7.00 SP0 are not compatible with subsequent versions. 

Versions from version 7.10 and later are compatible.  

SYNCHRONIZATION 

When loading, opening, duplicating and approving a recipe or operation, a check is made to see if the 

configuration of units, phases etc. has been changed in the superordinate instance, such as the Editor. 

For details, see the Synchronization (à la page 219) chapter. 

SELECTION PROCEDURE IN LISTS: 

 Ctrl+A: selects all elements 

 Ctrl+mouse click: adds master recipe to the existing selection  
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 Key Shift+mouse click: Extends selection from the currently selected master recipe to the 

clicked master recipe 

SAVING OF RECIPES WHEN CLOSING RUNTIME 

If Runtime is closed and there are still recipes that have not been saved, you are asked if these recipes 

are to be saved. In order for this query to not prevent Runtime closing, Runtime is automatically closed 

after 15 seconds if nothing is entered. Unsaved recipes are then discarded.  

 

 

9.1 User interface 

The user interface of the editor in Runtime can be configured with tool bars and dockable windows. 

Example: User interface with list of the master recipes, list of the control recipe, list of the operation and 

PFC editor: 
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SWITCHING POSITIONS 

The position in the recipe is adapted depending on the recipe and status of the recipe: 

 When opening a currently-running recipe:  

It is centered on the first active element. The first active element is the one that is at the top. 

If there are several active elements in the same line, the element that is furthest to the left is 

selected. Elements with execution positions before or after this are handled the same as the 

active ones in this case.  

 When a recipe is first opened 

Centering is on the start of the recipe. In a PFC recipe, centering is on the start element. A 

matrix recipe is opened in such a way that the upper left corner is visible.  
 

9.1.1 Editor operating elements 

The following are available for the editor: 

 Tool bars (can be hidden)  

 Tabs (à la page 123)  

 Dockable windows (à la page 124)  

TOOLBARS  

There are independent toolbars available in the Editor for each type of recipe and the different status. 

For details, see the Matrix recipe toolbars (à la page 190) and Toolbars and PFC recipe context menu (à 

la page 150) chapters. All actions of the individual symbols can also be engineered using their own 

buttons in the screen. If the tool bars are thus not needed, they can be displayed or hidden using the 

settings in the zenon Editor.  

To show/hide tool bars: 

1. In the zenon Editor, highlight the Recipe editor comment area in the Batch Control screen  

2. go to property group Affichage\Affiche les éléments de contrôle de 

l'éditeur  

3. Activate or deactivate the Barres d'outils checkbox  
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Tabs in the Editor 

If several recipes are open in the editor, these are represented with tabs. Recipes can be displayed and 

opened in two groups next to each other or underneath each other. To open a recipe in a new group: 

1. Select, in the context menu of the recipe, the horizontal neighboring group or vertical 

neighboring group command 

2. Select the type of display: 

 Move 

 Open in parallel  

The control elements are always only applicable to the active recipe of the active group.  

 The active group is emphasized in color. 

 The active tab is emphasized with bold font. Information on the active tab is shown in the title 

bar of the editor. 

 Tabs can be moved and arranged by dragging & dropping, including between groups. 
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TAB CONTEXT MENU 

Parameters Description 

Save Saves changes in the recipe. 

Close Closes the recipe. 

Close all others  Closes all other open recipes. Only the recipe in which the 

context menu was activated remains open. 

Group horizontally Opens the recipe in a new group below the other 

recipes. 

 Move display: The recipe is moved and the upper group is 

removed.  

 Move display parallelly The recipe is displayed in parallel in 

both groups.  

Group vertically Opens the recipe in a new group to the right of the 

active group. 

 Move display: The recipe is moved and removed from the 

left group.  

 Open display in parallel: The recipe is displayed in parallel 

in both groups.  

 

 

Dockable windows 

In the recipe editor, three windows can be shown, positioned and docked as desired: 

 List of master recipes (à la page 144) 

 List of control recipes (à la page 212) 

 List of the operations (à la page 201) 

For details on the selection and positioning, see the Selection and positioning (à la page 127) chapter. 

The settings are saved individually for each computer and user. 
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SHOW/HIDE LIST 

The list of dockable windows can be displayed or hidden by means of settings in the zenon Editor.  

To show/hide the list: 

1. In the zenon Editor, highlight the Recipe editor comment area in the Batch Control screen  

2. go to property group Affichage\Affiche les éléments de contrôle de 

l'éditeur 

3. Activate or deactivate the Fenêtres ancrables checkbox 
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EXAMPLES 

Additional list of the operations shown in the Recipe Editor: 

 

Additional list of master recipes, control recipes and operations shown in the Recipe Editor: 
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Lists of master recipes, control recipes and operations shown in the Recipe Editor: 

 
 

Selection and positioning 

To show and dock the window in the Editor:  

 Select the desired window using the drop-down list of the Selection of dockable windows  

 move the window to the desired position  

 Locate this with the positioning aid  
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The Selection of dockable windows is located at the right edge of the status bar of the Editor. Clicking 

on the symbol opens the list of dockable windows. Selection is carried out by means of 

activation/deactivation of the checkboxes. 

 

AIDES AU POSITIONNEMENT 

Lors du déplacement de fenêtres depuis l'interface d'Editor, les aides au positionnement sont affichées. 

Celles-ci représentent les fenêtres ou leurs bordures.  

 

Cet élément représente la zone d'une fenêtre dans Editor. 

 

Cet élément représente la bordure d'une fenêtre dans Editor. 
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POSITIONNER LA FENÊTRE 

Pour positionner un élément en tant qu'élément ancré : 

1. A l'aide de la souris, déplacez l'élément vers la zone souhaitée... 

2. L'aide au positionnement est affichée. 

3. Ceci représente une fenêtre et ses zones : 

a) Centre : fenêtre entière 

b) Haut : moitié supérieure 

c) Bas : moitié inférieure 

d) Droite : moitié droite 

e) Gauche : moitié gauche 

...Ou vers le bord de la fenêtre d'Editor. 

4. Déplacez la souris vers l'aide au positionnement centrale ou vers une aide au positionnement 

située sur la bordure d'Editor, puis déplacez-la vers la zone souhaitée.  

5. La zone d'Editor dans laquelle l'élément a été placé lorsque le bouton de la souris a été relâché 

est colorée en bleu. 

6. Déplacez la souris dans l'aide au positionnement jusqu'à atteindre la zone souhaitée, affichée en 

bleu 

7. Relâchez le bouton de la souris pour placer l'élément. 

Si une fenêtre est placée sur une fenêtre existante, les deux fenêtres sont affichées au même 

emplacement, à l'aide d'onglets.  

You can read more about positioning in the chapter on the zenon Editor in the User 

interface/Positioning windows section.  

 

9.2 Commands and actions 

In the Runtime the following commands and actions are available: 

 Commands effect the recipe process. 

 Actions make it possible to edit recipes. 
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COMMANDS 

For a command to be accepted by the phase, the following requirements are necessary: 

 The REE must run. 

 The phase must be active. 

 The phase must be in a state in which the command is allowed.  

Via multi-selection the command can be sent to several phases in the same execution cycle. 
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Command Description 

Start recipe Starts the recipe process. 

Pause recipe Pauses the recipe process. 

Resume recipe Resumes a held or paused recipe. 

Hold recipe Holds the recipe process. 

Restart recipe Restarts the recipe.  

Stop recipe Stops the recipe. 

Recipe aborting Aborts the recipe. 

Pause phase Pauses the phase. 

Resume phase Resumes the phase. 

Hold phase Holds phase. 

Restart phase Restarts the phase. 

Switch to automatic mode Switches the REE to automatic mode. 

Switch to semi-automatic mode Switches the REE to semi-automatic mode. 

Switch to manual mode Switches the REE to manual mode. 

Continue recipe only on selected 

active elements 

Continues a recipe at the selected position. 

Continue recipe on all execution 

positions 

Continues a recipe on every available position. 

Skip active condition Skips an active condition.  

Only possible in the manual mode. 

Execution conditions apply to recipe commands and phase commands. For example, the control recipe 

can no longer be stopped if it has the status of Cancel.   
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The Reset command is not implemented in zenon Batch Control.  

 

 This overview has been taken from the ANSI/ISA-S88 standard (illustration 18). 

ACTION ON STOP COMMAND 

After a stop command, the phases, transitions and end simultaneous sequence immediately go to 

stopped status, even if other elements are still waiting for a condition for stopping. Further 

subsequent commands such as cancel are ignored. The stopped status remains displayed. 
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ACTIONS 

Action Description 

Check recipe for errors Checks the recipe for errors and displays error messages. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Graphical design Opens the dialog (à la page 134) to configure 

background colors, grid, and display of element ID.  

Duplicate Recipe Copies the selected recipe and adds it as copy to the list. 

Create control recipe Creates a control recipe on the basis of the approved 

master recipe. 

New master recipe Opens the dialog (à la page 144) for creating a new 

recipe. 

Save master recipe Saves all changes which were done since the last saving. 

Delete Deletes the selected element. 

Exchange phase Opens the dialog (à la page 160) for selecting a phase. 

The present phase is replaced by the newly selected 

phase. 

Edit mode Switches the mouse cursor from adding an element to 

edit mode. The switch back to the edit mode can also be 

achieved by pressing the Esc key. 

Insert phase Occupies the mouse cursor with a phase (à la page 157). 

It can be added to any allowed, free location via click. 

Insert transition Occupies the mouse cursor with a transition (à la page 

182). It can be added to any allowed, free location via 

click. 

Insert begin simultaneous 

sequence 

Occupies the mouse cursor with a begin simultaneous 

sequence (à la page 185). It can be added to any allowed, 

free location via click. 

Insert end simultaneous sequence Occupies the mouse cursor with an end simultaneous 

sequence (à la page 185). It can be added to any allowed, 

free location via click. 

Insert begin sequence selection Occupies the mouse cursor with a begin sequence 

selection (à la page 182). It can be added to any allowed, 

free location via click. 
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Insert end sequence selection Occupies the mouse cursor with an end sequence 

selection (à la page 182). It can be added to any allowed, 

free location via click. 

Insert unit allocation Occupies the mouse cursor with a unit allocation (à la 

page 155). It can be added to any allowed, free location 

via click. 

Insert jump target Occupies the mouse cursor with a jump target (à la page 

187). It can be added to any allowed, free location via 

click. 

Switch recipe to test mode Switches recipe to the test mode (à la page 196). 

Release recipe Releases (à la page 198) the recipe. With this a control 

recipe can be created. 

 
 

9.3 Graphical design 

Clicking on the symbol for the graphic design in the tool bar opens the dialog for configuring the colors, 

grid settings and display of the element ID. 
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Parameters Description 

Background color Defines the background color of the diagram. Click on the color in order to open 

the palette for selecting a color. 

Display grid  Active: Display the grid 

 Inactive: Grid is hidden.  

Can only be configured for PFC recipes.  

Grid color Defines the line color of the grid. Click on the color in order to open the palette 

for selecting a color. 

Display element 

ID 

Inactive: No element ID is shown in the recipe.  

 This setting is recommended for normal operation.  

Active: The ID of the elements is displayed in the recipe. The exception is 

lines. The display is in the upper left-hand corner of the element.  

 This setting is recommended for troubleshooting. 

OK Applies all settings and closes the dialog. 

Cancel Discards all changes and closes the dialog. 

 
 

9.4 Engineering rules for recipes 

At the engineering the rules defined in standard ANSI/ISA-S88 are generally true.   

Important principles: 

GENERAL 

 For all elements all connection points must be connected.  

Exception: Jump targets. Only two of the three input connection points need to be linked there. 

 The begin element is always present only once with PFC recipes and marks the beginning of the 

process. It is not visible with matrix recipes. 

 The end element is always present only once with PFC recipes and marks the end of the process. 

It is not visible with matrix recipes. 

 Phases can be inserted anywhere. You can also place several phases in succession. 
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 At least one active phase should be present in the recipe. 

TRANSITIONS 

 Transitions only exist in PFC recipes. 

 Two transitions may not lie one after the other. 

SEQUENCE SELECTION 

 Sequence selections only exist in PFC recipes.  

 The first element after an begin sequence selection must be a transition.  

 The individual sequence selections which start at begin sequence selection must all end in an 

end sequence selection never in an end simultaneous sequence. Any element can be placed 

between begin and end of a sequence selection even simultaneous sequences as long as they 

are closed before the end sequence selection element. And end sequence selection can be 

replaced with jump targets at any point, including within a simultaneous sequence. 

 It is not necessary to have an end sequence selection for each begin sequence selection. You 

can for example have two begin sequence selection elements ending in one end sequence 

selection or the other way round. 

 It is not necessary to have an end sequence selection for a begin sequence selection. It can 

simply end in a line. If for example you have a begin sequence selection element with two 

paths and one of the paths ends in a jump target, it does not make sense to have an end 

sequence selection. 

SIMULTANEOUS SEQUENCES 

 Each simultaneous sequence must contain at least one phase. 

 The first element after a Begin simultaneous sequence must no be a transition. 

 The individual sequence selections that start at a begin simultaneous sequence must all end in 

end simultaneous sequence, but must never end in a end sequence selection. You may use 

any elements between begin simultaneous sequence and end simultaneous sequence even 

sequence selections as long as they are closed before the end simultaneous sequence. 
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 Not all sequence selections which were started in a begin simultaneous sequence must end in 

an end simultaneous sequence. It is enough when all sequence selections converge over an end 

parallel objects. Equally sequence selections from different begin simultaneous sequence 

objects may converge in a single end simultaneous sequence.  

 Simultaneous sequences can be embedded in simultaneous sequence.  

In doing so: each embedded simultaneous sequence must recombine with the superordinate 

simultaneous sequence 

LINES IN THE PFC EDITOR 

 Lines may be used as connections between any objects. It is allowed to add any number of lines 

after another. 

 Lines must not be used to connect two equal connection points.  

For example: The both inputs of two phases must not be connected directly with a line. In the 

engineering this connection is allowed. It is however displayed in red (error) and in the validation 

(à la page 200) an error message is displayed. 

JUMP TARGETS 

 Jump targets only exist in PFC recipes.  

 Jump targets correspond to an end sequence selection. They are intended to  

 jump between sequence selections, 

 jump out of sequence selections,  

 engineer loops  

For this, the following applies: A path which ends in a jump target must have started with a 

begin sequence selection. Otherwise the end is not reached. 

 Jump targets consist of tree inputs and one output. At least two inputs and the output must 

always be connected. At this it makes no difference which input connection point is connected. 

 Jump targets can be switched consecutively if at least two input connection points are allocated. 

 Jumps are prohibited: 

 between simultaneous sequences  

 to jump out of a simultaneous sequence 

 to jump in a simultaneous sequence. 
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CONFIGURATION OF OBJECTS 

 Reactions can appear in each object state.  

 For each reaction type several reactions are possible. They are sorted at the triggering and are 

executed in accordance to their priority. At this 1 is the highest priority. 

 All variables of all parameters are signed in to the driver for reading. If a value is needed at a 

reaction but is not yet available or invalid, the alternate value is written. The writing of the value 

is done without write confirmation. 

 Some of the reactions are triggered only once in the process - e.g. time outs. If the phase is 

restarted, these reactions are also retriggered if necessary.  
 

9.5 Status Line 

The status line is automatically adapted to each recipe that contains the focus and initialized with its 

data. The the status line the following is displayed: 

 Mode of the recipe 

 Edit mode 

 Manual mode 

 Semi-automatic mode 

 Automatic mode 

 Status of the recipe: 

 Ready for start  

 Error: Currently there is an error in the recipe. The number of errors is also 

displayed.  

 Historical error: During the execution at least one error occurred. Currently not error 

exists.   

 No error: Until now the execution runs faultless. 

 Current status of the REE (à la page 238) during the execution  

 Mouse cursor position and changes such as moving the connection line  
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 Deleting, adding or selecting of elements 

 Approval of a recipe 

 Finished without errors  

 Zoom level of the current view; this can also be controlled here  

The global statuses of the main recipe are also displayed when executing operations. 

 

9.6 Recipe types and recipe states 

Batch Control distinguishes between the two following recipe types: 

 PFC recipes: For free, complex processes. These are created with the PFC editor (à la page 149). 

 Matrix recipes: For simple, sequential, parallel processes. They are created with the matrix 

editor (à la page 189). 

The following type of recipes are available: 

 Master recipes (à la page 144):  

Form the basis for the control recipes. The created in status Editable. If they are in status 

Released, they can no longer be modified.  

 Operations (à la page 201):  

Form a substructure that can be embedded in recipes. This can provide a better overview in 

complex recipes. Operations are created in a similar manner to matrix recipes or PFC recipes. 

The operations are created on the basis of templates and as an instance in existing matrix 

recipes or PFC recipes. 

 Control recipes (à la page 212):  

Are recipes which can be executed once. Each control recipe is based on a master recipe. Control 

recipes can be modified concerning the process. The process is defined by the master recipe. 

Changeable are only command tags for which option Changeable in control recipe was 

activated. 

Recipes are created and edited in Runtime. If a screen that contains recipes that have not been saved is 

closed, the user is asked if the recipes are to be saved. If there is no input from the user within 15 

seconds, the unsaved changes are discarded and the screen is closed.  
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STATUS FOR MASTER RECIPES 

Master recipes can have the following states: 

 Editable: In this state everything can be changed. Each new master recipe is created in this 

status. 

 Test mode (à la page 196): In this status the recipe behaves similar as a control recipe. As them 

the process cannot be modified. It can be executed and all commands, actions, modes, etc. are 

available. You can also change all command tags for which option Changeable in recipe 

was activated.  

Exception: If a phase is active at the moment, changes are not possible. Decisive for this is the 

status at clicking button OK. If the phase is active, the value changes are not taken over and an 

error message is displayed. 

In test mode recipes can be executed consecutively several times. This is not the case for control 

recipes. Changes from the Editor are taken over after a reload or after a Runtime restart. 

 Released (à la page 198): In this status no changes to the recipe are possible  

 Also changes to the phases or to the reactions in the Editor are not transferred to a 

master recipe. The status at the release are frozen.  

Exception: Changes to variable and function are not considered by these protection mechanisms. 

This can lead to a master recipe and all control recipes based on it becoming invalid. If e.g. the 

data type of a variable is changed from Bool to String, the validation function is no longer run 

through and the recipe can no longer be used as long as the error is not fixed in the Editor. 

Likewise the units themselves are not protected as they are used recipe-spanning. If a unit name 

is changed in the Editor, it immediately takes effect after reloading or a Runtime restart on all 

phases which are based on it. 

To be able to release a master recipe, the recipe must be validated without errors. The 

validation (à la page 200) is done automatically during the release and and cannot be 

avoided. Control recipes can only be created from released recipes. 

If a master recipe with status Release should be modified, you must create a copy of the 

master recipe via command duplicate. The copy gets status Editable.  

STATUS FOR CONTROL RECIPES 

Control recipes can have the following states: 
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 Prepared: A newly created control recipe has this status. In this status it can be started and 

command tags, for which option Changeable in control recipe was activated, can be 

changed. 

 In execution: The control recipe was started and is processed. It remains in this status until 

it is Completed, Stoppedor Canceled. Via the REE Status (à la page 238) you can learn the 

exact state of the recipe. 

In this status command parameters, for which option Changeable in control recipe 

was activated, can be changed.  

Exception: If a phase is active at the moment, changes are not possible. Decisive for this is the 

status at clicking button OK. If the phase is active, the value changes are not taken over and an 

error message is displayed. 

 Finished: The recipe reached its final state. It can no longer be restarted and it also cannot be 

changed. Changes to command tags are not possible. Finished control recipes can be duplicated 

and deleted. 
 

9.7 Control Strategy 

Control strategies can be selected in Runtime when configuring the phase in the PFC recipe (à la page 

157) or matrix recipe (à la page 194). They must have already been configured in the Editor (à la page 

50).  

Control strategies can only be changed: 

 In master recipes  

 In editing mode 

 Test mode  

 In operation templates:  

 In editing mode  

The control strategy cannot be changed In operation instances. 

COMMAND PARAMETERS IN THE PHASE 

If control strategies are activated for a phase (Stratégies de contrôle actives property in the 

Editor), all command parameters are initially removed when this phase is inserted into a recipe. 
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If the control strategy is changed in the dialog to edit a phase, then: 

 All parameters currently in this phase are removed 

 The linked parameters in the newly-selected control strategy are inserted 

These parameters are only initialized with the values that the parameter linkings currently 

have. The existing Runtime configuration of the parameters is lost in the process. . 

If a control strategy is selected for a phase, then the parameters to write to Numéro de stratégie 

de contrôle are inserted in addition to the linked parameters. This parameter gets the parameter 

number as a numerical value. It is not a recipe parameter. If the same parameter is already linked to the 

control strategy, the configuration of the linking is ignored!  

SYNCHRONIZATION OF CHANGES TO CONTROL STRATEGIES AND CONTROL STRATEGY 
ACTIVATION 

During synchronization (à la page 219), changes made in the Editor for control strategies are carried 

over for phases. For details, see the synchronization (à la page 219) chapter. 

DISPLAY OF THE CONTROL STRATEGY 

Selected control strategies are displayed: 

 In the tooltip of the phase (no display if no control strategy has been selected)  

 In the phase in the recipe. 

Matrix:  

  

PFC: 

  

 In the unit information for the active phases as an appendix  
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 In the report (à la page 261) for a phase   

CONTROL STRATEGIES AND VARIABLES 

If a phase is selected in the recipe, the variables for the control strategy are filled.  

Parameters Data type Description 

Control strategy name STRING Displays the Nom of the control strategy that is linked to 

the selected phase.  

Is empty if:  

 No phase is selected 

 The phase does not use any control strategies 

 There is no control strategy currently linked to the phase 

 With multiple selection 

Description of control 

strategies 
STRING Displays the Description of the control strategy 

that is linked to the selected phase.  

Is empty if:  

 No phase is selected 

 The phase does not use any control strategies 

 There is no control strategy currently linked to the phase 

 With multiple selection 

Control strategy number LINT Displays the Numéro de stratégie de 

contrôle of the control strategy that is linked to the 

selected phase.  

Is -1 if:  

 No phase is selected 

 The phase does not use any control strategies 

 There is no control strategy currently linked to the phase 

 With multiple selection 
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9.8 Master recipes 

Master recipe are the basis of control recipes. With the help of master recipes you define and test the 

recipe process.  After a master recipe is released, its content and structure can no longer be changed. 

For the creation of master recipes two editors are available: 

 Matrix editor 

 PFC editor 

Depending on the license, either just the matrix editor or both editors are available.  

 

9.8.1 Create master recipe 

A click on button Create master recipe opens the dialog Configuration master recipe. 
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Parameters Description 

Matrix recipe (à 

la page 188) 

Activate this radio button if you want to create a matrix recipe (à la page 188). 

 Only possible if the corresponding license is available. 

PFC recipe (à la 

page 148) 

Activate this radio button if you want to create a PFC recipe (à la page 148). 

 Only possible if the corresponding license is available. 

Name Unique name for the recipe. The name must not contain a dot (.), a question 

mark (?), a @ or an asterisk (*).  

Maximum length:  256 characters.  

Note: When you copy a recipe the existing name is complemented with the prefix 

"Copy of". If the maximum length is exceeded by this, the name is shortened to 

the allowed length starting from the last character.  

The uniqueness is checked in the entire network. Therefore it can happen that you 

cannot take over the name as another user on another computer in the zenon 

network already has used the same name and you do not see the recipe in the list 

of the master recipes yet. 

The recipe names can be changed later but only as long as the recipe is in status 

Editable. 

Description Optional description for the recipe which should be created. 

The description can be changed later but only as long as the recipe is in status 

Editable. To change the description select the symbol Rename master 

recipe. 

OK Applies all settings and created a new recipe. 

Cancel Closes the dialog without creating a recipe.  

 

 

9.8.2 Tool bar and context menu for master recipe list view 

TOOL BAR 
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Symbol Description 

New master recipe Opens the dialog for creating a new master recipe.  

Open master recipe in Editor Opens the selected recipe in the recipe editor.  

Create new version Creates a new version (à la page 199) of the selected master 

recipe. This must be approved or marked as obsolete.  

Rename master recipe Opens dialog to rename the selected recipe. 

Duplicate master recipe Creates a copy of the selected recipe and opens the dialog to 

rename the duplicate. 

Delete master recipe Deletes selected recipes.  

Switch master recipe to test mode Switches selected recipe to test mode after requesting 

confirmation.  

Switch master recipe to edit mode Switches selected recipe to edit mode after requesting 

confirmation.  

Release master recipe Approves selected recipe after requesting confirmation. 

New control recipe Opens the dialog for creating a new control recipe.  

Include running control recipes in 

the display 
Includes running control recipes in the display.  

Include prepared control recipes in 

the display 
Includes prepared control recipes in the display.  

Include finished control recipes in 

the display 
Includes finished control recipes in the display.  

Include outdated control recipes in 

the display 
Includes outdated control recipes in the display.  

Display list of attendant control 

recipes in control recipe list 
Shows all control recipes that belong to approved control 

recipes. 

Column selection Opens the dialog for selecting the columns which should be 

displayed. 

Column format Opens the dialog for configuring the column formats. 

 

CONTEXT MENU 

Command Description 



Configure and control in the Runtime 

 

 

147 

 

 

New master recipe Opens the dialog for creating a new master recipe.  

Open in Recipe Editor Opens the selected recipe in the recipe editor.  

Rename Opens dialog to rename the selected recipe. 

Duplicate Creates a copy of the selected recipe and opens the dialog to 

rename the duplicate. 

Delete Deletes selected recipes.  

Switch to edit mode  Switches selected recipe to edit mode after requesting 

confirmation.  

Switch to test mode Switches selected recipe to test mode after requesting 

confirmation.  

Release Approves selected recipe after requesting confirmation. 

Highlight as outdated Marks the selected recipe as outdated. 

New control recipe Opens the dialog for creating a new control recipe.  

Display associated control recipes 

in list 
Shows all control recipes that belong to selected approved 

control recipes. 
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9.8.3 PFC recipe 

If you selected PFC recipe in dialog Configuration master recipe and exited the dialog with OK, the 

newly created recipe opens on a new tab in the PFC editor (à la page 149). 

 

As each recipe needs a begin and an end element, these two elements already exist in the recipe and 

cannot be deleted from it. 

Add the desired phases, transitions, sequence selections, simultaneous sequences and unit allocations 

to your recipe. Fields which are unsuitable for adding an element turn red when you move the element 

above it.  
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PFC editor 

In the PFC editor you can create your recipes graphically. 

 

TECHNICAL DETAILS 

 Sheet size: 

 Default: 11 x 11 cells 

 Minimum: 5 x 5 cells 

 Maximum: 500 x 1000 cells  

 Cell size 

 Default: 155 x 111 pixels 

 Outside edge: 100 pixel 

 Grid: is displayed by default; can also be hidden 

 Scroll bar: Is displayed if the document is larger than the frame. 

 Scrolling via mouse wheel: up and down or if you press and hold Shift left and right. 

 Zooming: Ctrl + mouse wheel 

 Selecting elements: left mouse click 

 Multiple selection: Ctrl + mouse click 
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 Move symbol: Click element and move it over the diagram while holding the left mouse button 

pressed. Content can be dropped to cells with green background. If a cell turns red when you 

move over it, you cannot drop the content. 

 

Tool bar and context menu PFC recipe 

TOOL BAR PFC EDITOR: EDIT MODE 
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Parameters Description 

New master recipe... Opens the dialog for creating a new master recipe. 

Save master recipe Saves the master recipe which is open for editing. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Delete Deletes the selected elements from the diagram. 

Multiple selection via Ctrl+mouse click. 

Check recipe for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of the 

element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Replace phase/operation Opens dialog to select a phase or an operation and replaces 

the existing phase with the newly-selected one or the 

existing operation with a newly-selected one. Several phases 

or operations can be selected and replaced together. 

Shortcut: Shift+double click 

Edit mode Toggles between insert mode and edit mode. 

Insert phase Adds a phase.  

Insert transition Adds a transition.  

Insert begin simultaneous sequence Adds a begin simultaneous sequence.  

Insert end simultaneous sequence Adds an end simultaneous sequence. 

Insert begin sequence selection Adds a begin sequence selection.  

Insert end sequence selection Adds an end sequence selection.  

Insert unit allocation Adds a unit allocation.  

Insert jump target Adds a jump target.  

Insert operation Adds an operation (à la page 201). 

Switch recipe to test mode Switches recipe to the test mode. For this the recipe must be 

without errors. 
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Release recipe Releases the recipe. With this a control recipe can be 

created. 

Insertions remain active until you change to the edit mode using the Edit mode symbol, the Esc 

key or you change to another insert option via a symbol for adding a new element. 

TOOL BAR PFC RECIPE TEST MODE 
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Parameters Description 

Start recipe Starts the recipe process. 

Pause recipe Pauses the recipe.  

Resume recipe Resumes paused recipe. 

Hold recipe Holds recipe. 

Restart recipe Restarts held recipe. 

Stop recipe Stops the recipe. 

Recipe aborting Aborts the recipe process. 

Pause phase Pauses the phase. 

Resume phase Resumes the process of a paused phase. 

Hold phase Holds phase. 

Restart phase Restarts held phase. 

Escape phase Starts process to exit from the phase. 

Check recipe for errors Starts recipe validation (à la page 200). 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Graphical design Opens the dialog (à la page 134) to configure background colors, 

grid, and display of element ID.  

Switch to automatic mode Switches process to automatic mode. 

Switch to semi-automatic mode Switches process to semi-automatic mode. 

Switch to manual mode Switches process to manual mode. 

Continue recipe only on selected 

active elements 
Continues a recipe at the selected position. 

Continue recipe on all execution 

positions 
Continues a recipe on every available position. 

Skip active condition Skips an active condition.  

Only possible in the manual mode. 

Edit mode Switches from test mode to edit mode. 

Release recipe Releases the recipe. With this a control recipe can be created. 
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Parameters Description 

Check recipe for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of 

the element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

The dialog is opened in write-protected mode, because it is 

no longer possible to edit approved recipes. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Duplicate Recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of 

the copy, the version of the recipe saved on the hard disk 

is used. If the recipe is just edited in another computer and 

the changes have not yet been saved, the changes are not 

applied. The dialog for the input of a unique name and the 

description is opened.   

Create control recipe Creates a control recipe on the basis of the approved 

master recipe. 

  Information 

The functions of the individual symbols can also be configured using buttons and thus be 

made touch-operable. Tool bars can therefore also be hidden (à la page 122).  

 

 

Begin element 

First element in the process. It is automatically created in the editor when a recipe is created and it 

cannot be deleted.  
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Allocate and configure unit 

To allocate a unit: 

1. in the tool bar select the symbol for Insert unit allocation  

2. move the mouse to the desired position  

3. place the unit 

4. the unit is added 

To configure the unit allocation: 

1. double click the unit 

2. The dialog for configuration is opened 

CONFIGURATION 

In a configuration dialog you can select the units which exist in the batch recipe for the Runtime. It is 

distinguished between allocation and release.  Releases can be set selectively and globally. Units which 

were selected before and no longer exist in the recipe, are displayed with an appropriate note.  

If the dialog is opened in an approved recipe, then it is displayed as "read only". All entries can be 

viewed but not changed.  
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Parameters Description 

List units Displays existing units and their assigned actions. 

Action Assigns an action to the unit selected in the list. 

Allocation of the unit. Allocates the unit. 

Release of the unit. Releases the unit: 

 Release of the last allocation: The last allocation is released. 

 Recipe-spanning release: All allocations in the recipe are released. 

OK Applies settings and closes the dialog. 

Cancel Discards changes and closes the dialog. 

ALLOCATE AND RELEASE UNITS 

The allocation of a unit by element unit allocation or by a phase is only possible if the unit is not yet 

allocated or only in the same recipe. Allocation and release of units is always done in a cycle. It is always 

waited until all units which should be allocated are released. Then all allocations and releases are down 

at the same time. Phases which are located in front of an element unit allocation remain active until the 

allocation was successful.  

Unit allocations remain in place as long as the phase is active. When the recipe is finished and there are 

still allocations of elements Unit allocation active, they are released implicitly. 

 A phase with the paused or held status does not attempt to allocate the unit. This also applies 

if the phase is switched to paused or held whilst waiting. An attempt to allocate the unit is only made 

after a restart. But: In manual mode you can force the allocation of a unit by another recipe. The recipe 

with the first allocation keeps the control and takes priority at the execution. If this recipe withdraws its 

main allocation, the recipe with the longest active forced allocation takes over the main allocation. 

ACTIONS 

For each unit which is used in the recipe, you can define an action: 

 no action 

 allocate  

 release 
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TOOL TIP 

In the tool tip of element Unit allocation all units are displayed which are marked for allocation or 

release. During the execution the Execution duration (à la page 49) is stated and all units for which you 

must wait are color-coded. You must wait for units if they are allocated in another recipe.  

 

Add and configure phase 

To add a phase: 

1. in the tool bar select the symbol for Insert phase  

2. move the mouse to the desired position  

3. locate the phase 

4. the dialog for selecting a phase (à la page 160) is opened 

5. select the desired phase 

To configure a phase: 

1. double click the phase 

2. The dialog for configuration is opened  

(if an element has not yet been assigned a phase, double-clicking opens the dialog to select a 

phase) 

The shift key plus a double click always opens the dialog to select a phase. 
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CONFIGURATION 
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Parameters Description 

Phase active in this step Active: Phase is active in this step 

Name Name of the phase.  

Only display. 

Description Comment about the phase.  

Only display. 

Unit Unit on which the phase is carried out. 

Only display. 

Control strategy Selection of a control strategy (à la page 141) from a drop-down list. 

Only available if control strategies have been configured (à la page 

50) for this phase.  

Default: no Control strategy linked  

Description of control 

strategies 

Description of the selected control strategy.  

Display of the description entered in the Editor only. 

General Tab for configuration of general properties. 

Parameters Tab for configuration of parameters. 

OK Applies all changes on all tabs and closes the dialog. 

Cancel Discards all changes on all tabs and closes the dialog. 

Configuration of the tabs see chapter:  

 General (à la page 161): Display and configuration of the settings for the phase 

 Tag (à la page 166): Configuration of the tags 

The entry of a reason can be requested in order to make changes. To do this, either the 

Justification de la modification de valeur nécessaire property must be activated 

in the Modifier tag node for the module in general, or the Justification de la 

modification de valeur nécessaire property in the Général group for individual functions. 

RULES FOR EDITING A PHASE 

A phase can be edited: 

 In a master recipe in edit mode: If the user has sufficient rights. 
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 In a master recipe in test mode: If the user has sufficient rights and the phase is not active.  

 In a control recipe with prepared status: If the user has sufficient rights and the 

Changeable in the control recipe option has been activated. 

 In a control recipe with running status: If the user has sufficient rights, the Changeable in 

the control recipe option has been activated and the phase is not active.  

The phase can no longer be edited in pre-configured control recipes and in approved master recipes.  

 

Selection phase 

If a phase is added, the dialog for selecting a phase is opened.  
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Parameters Description 

Project tree Displays the current project from which the phases can be 

selected. 

List field phases  In the list all phases engineered in the Editor are 

displayed.  

This list can be filtered. The filtering is case-sensitive. 

Placeholders * and ? can be used. 

Cursor keys Move selected phases up or down. 

No selection Deletes already selected phases from the element. 

OK Applies settings and closes the dialog. 

Cancel Discards all changes and closes the dialog. 

All settings of the dialog are saved user-specifically when the dialog is closed.   

 

General 

The properties of tab General are set in the Editor with the exception of Changeable in the 

control recipe. The values can changed in the master recipe. A symbol indicates whether the value 

in the dialog matches the value in the Editor. For different values you can again apply the value defined 

in the Editor. 

Meaning of the symbols next to the values: 
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Parameter
s 

Description 

 Value in the dialog and the value in the Editor match. 

 Value in the dialog and the value in the Editor do not match. 

 Only active if the values in the recipe and Editor do not match. Click on button to apply the 

value from the Editor. It overrides the value in the master recipe.  

 

For information on configuration of the basic data on these tabs, see the Add and configure phases (à la 

page 157) chapter. 
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Parameters Description 

Waiting period unit 

allocation 

Délai d'attente d'attribution de l'unité, exprimé en jours, 

heures, minutes et secondes. Le délai d'attente peut être 

modifié dans le Runtime, tant que la recette comporte l'état 

Éditable. 

En cas de dépassement de la période définie, l'événement 
Dépassement du délai d'attente d'attribution 

de l'unité est déclenché et l'élément est affiché en 

surbrillance. D'autres actions doivent être définies par 

l'ingénieur. Si aucune autre action n'a lieu, le délai d'attente se 

poursuit. 

Maximum : 9999T 23:59:59 

Par défaut : 0dj 00:00:00 

 Une unité peut uniquement être attribuée par une 

recette unique, avec l'état En cours d'exécution.   

Value is predefined in the Editor and can be changed here as long as 

the recipe is not released. 

Input interlocking Définit les conditions de verrouillage des entrées. Cliquez sur le 

bouton ... ou sur l'entrée pour ouvrir l'éditeur de formules (à la 

page 267) et définir une condition.  

Si un verrouillage d'entrée est configuré, la phase est uniquement 

exécutée dans le Runtime lorsque la condition du verrouillage de 

d'entrée est satisfaite. La formule peut comporter un ou plusieurs 

tags de commande et tags de retour de la phase. La valeur et l'état 

des variables peuvent être utilisés. Le résultat renvoyé par la formule 

est l'état TRUE ou FALSE. La condition peut être affichée dans le 

Runtime, mais ne peut pas y être modifiée.  

Le délai d'attente du verrouillage d'entrée peut être configuré à 

l'aide de la propriété Période d'attente entrée de 

verrouillage. 

Waiting period input 

interlocking 

Délai en jours, heures, minutes et secondes dans lequel la condition 

définie dans la propriété Condition de verrouillage doit 

renvoyer la valeur TRUE. Le délai d'attente début avec la 

vérification du verrouillage de l'entrée. Si la condition n'est pas 

satisfaite dans le délai d'attente, l'événement Dépassement du 

délai d'attente du verrouillage de l'entrée 

est déclenché et l'attente se poursuit. Si aucune réaction 

déclenchant un autre comportement n'a été définie pour 

l'événement, l'attente se poursuit jusqu'à ce que la condition soit 
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satisfaite.  

Si le délai d'attente est défini sur 0d 00:00:00, l'événement 

n'est pas déclenché. 

 Valeur minimale : 0dj 00:00:00 

 Valeur maximale : 9999d 23:59:59 

 Par défaut : 0dj 00:00:00 

Value is predefined in the Editor and can be changed here as long as 

the recipe is not released. 

Phase done condition Définit la condition de fin de phase. Cliquez sur le bouton ... ou sur 

l'entrée pour ouvrir l'éditeur de formules (à la page 267) et définir 

une condition. 

La condition peut être affichée dans le Runtime, mais ne peut pas y 

être modifiée. Le délai d'attente dans lequel la condition doit être 

satisfaite est défini par la propriété Durée d'exécution 

maximum.  

Maximum execution 

duration 

Délai en jours, heures, minutes et secondes dans lequel la 

condition définie dans la propriété Condition de phase 

terminée doit renvoyer la valeur TRUE. Le délai d'attente 

début lors de l'écriture du paramètre de commande. Si la 

condition n'est pas satisfaite à la fin du délai d'attente, 

l'événement Dépassement du délai d'attente 

maximum d'exécution est déclenché et l'attente se 

poursuit. Si aucune réaction déclenchant un autre 

comportement n'a été définie pour l'événement, l'attente se 

poursuit jusqu'à ce que la condition soit satisfaite. 

 le délai continue à s'écouler lorsque la recette/la 

phase est mise en pause. 

Si le délai d'attente est défini sur 0d 00:00:00, l'événement 

n'est pas déclenché. 

 Valeur minimale : 0dj 00:00:00 

 Valeur maximale : 9999d 23:59:59 

 Par défaut : 0dj 00:00:00 

Value is predefined in the Editor and can be changed here as long as 
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the recipe is not released. 

Makes only sense if property Condition de phase 

terminée was configured. 

Read more about execution duration in chapter Execution 

duration (à la page 49).  

Minimum execution 

duration 

Durée minimum d'exécution de la phase. 

 >0 : Délai minimum d'attente après l'écriture du tag de commande, 

indépendamment de la satisfaction de la condition de fin de phase. 

 0 : La durée d'exécution n'est pas vérifiée. 

La durée d'exécution minimum peut être supérieure à la valeur de la 

propriété Durée d'exécution maximum. Value is 

predefined in the Editor and can be changed here as long as the 

recipe is not released. 

Changeable in the control recipe if option Changeable in the 

control recipe was activated in the master recipe. 

Read more about execution duration in chapter Execution duration 

(à la page 49).   

Changeable in the control 

recipe 

Active: Property can be changed in the control recipe. 

Waiting period following 

conditions 

Délai d'attente de désactivation de la phase, exprimé en jours, 

heures, minutes et secondes. Le délai d'attente commence 

lorsque la condition de fin de phase est satisfaite. Si la 

condition n'est pas satisfaite à la fin de la période d'attente, 

l'événement Dépassement du délai d'attente 

après condition est déclenché et l'attente se poursuit. Si 

aucune réaction déclenchant un autre comportement n'a été 

définie pour l'événement, l'attente se poursuit jusqu'à ce que 

la condition soit satisfaite. 

Si le délai d'attente est défini sur 0d 00:00:00, l'événement 

n'est pas déclenché. 

 Valeur minimale : 0dj 00:00:00 

 Valeur maximale : 9999d 23:59:59 

 Par défaut : 0dj 00:00:00 
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 L'existence de la condition suivante dépend de la 

structure de la recette. Par conséquent, la configuration d'un délai 

d'attente ne doit pas être réalisée dans Editor, mais dans le Runtime. 

Value is predefined in the Editor and can be changed here as long as 

the recipe is not released. 

For more information see chapters Times (à la page 29) and 

Following conditions (à la page 251). 

OK Applies all changes on all tabs and closes the dialog. 

Cancel Discards all changes on all tabs and closes the dialog. 

 

 

Parameters 

 

For information on configuration of the basic data on these tabs, see the Add and configure phases (à la 

page 157) chapter. 
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Parameters Description 

List tag Displays the tag configured in the Editor. Tags can be filtered and sorted 

according to columns.  

Click on symbol Edit tag, double click the tag, menu item in the context 

menu or press Return to open the dialog (à la page 167) for editing a tag. 

OK Applies all changes on all tabs and closes the dialog. 

Cancel Discards all changes on all tabs and closes the dialog. 

TOOL BAR 

 

Symbol Meaning 

Edit tag Opens the dialog (à la page 167) for editing the tag.  

Display all command tags Toggles between the display of the changeable tags and all 

tags.  

Display return tag In addition to the command tags also displays the return tags 

or hides them. 

Column selection Opens the dialog (à la page 178) for selecting the columns 

which should be displayed. 

Column format Opens the dialog (à la page 179) for formating the columns. 

 

 

Edit tag 

To edit a tag in the Runtime: 

1. in dialog Edit phase select tab Tag 

2. highlight the desired tag 

3. open the dialog for editing the tags via a click on symbol Edit tag, the context menu, a double 

click on the tag or press Return  

4. the dialog for editing is opened 

For each data type an own dialog is opened: 
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 Numerical 

 Binary 

 String 

 Duration 

The properties are normally configured in the Editor and only displayed in the Runtime. Exceptions are 

values of the data type. They can be adapted if property Modifiable dans la recette 

principale was activated in the Editor. 

NUMERIC TAG 
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Parameters Meaning 

Parameters Name of the TAG. Display only. 

Description Free description of the tag. Display only. 

Type Type of the tag: Command or Return. Display only. 

Data type Data type of the tag. Display only. 

Changeable in the control 

recipe 

Active: Value of the property can be changed in the control 

recipe.  

Only available if: 

 the tag is of type command 

 it was configured in the Editor that the tag can be changed in the 

Batch recipe (property: ). Modifiable dans la 

recette principale). 

Minimum Minimum value for the tag.  

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Minimum variable Allowed minimum value of the variable.  

Value Name of the tag.  

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Unit Unit of the value.  
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Maximum  Maximum value for the tag. Display only. 

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Maximum variable Allowed minimum value of the variable. Display only. 

Variable Variable which is linked to the tag. Display only. 

Data type variable  Data type of the variable. Display only. 

Drivers Driver of the variable. Display only. 

Driver name Description of the driver of the variable. Display only. 

Cursor keys Navigating through the tags. 

They are displayed in the order of the list. At this only tags are 

displayed which are visible with the current filter and grouping.  

If changes were done, there is a prompt before you can change 

to another tag whether the changes should be applied or 

discarded. If changes should be applied, the input is checked 

before advancing. 

Accept Applies all changes if the check of the changes was successful. 

The dialog remains open for further editing. 

OK Applies all changes and closes the dialog if the check of the 

changes was successful.  

Cancel Discards all changes which have not been taken over yet and 

closes the dialog. 

BINARY TAG 
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TAGs Meaning 

Parameters Name of the TAG. Display only. 

Description Free description of the tag. Display only. 

Type Type of the tag: Command or Return. Display only. 

Data type Data type of the tag. Display only. 

Changeable in the control 

recipe 

Active: Value of the property can be changed in the control 

recipe.  

Only available if: 

 the tag is of type command 

 it was configured in the Editor that the tag can be changed in the 

Batch recipe (property: ). Modifiable dans la 

recette principale). 

Off Status: Off. 

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

On Status: On. 

Toggle Toggles between the states. 

Variable Variable which is linked to the tag. Display only. 

Data type variable  Data type of the variable. Display only. 

Drivers Driver of the variable. Display only. 

Driver name Description of the driver of the variable. Display only. 

Cursor keys Navigating through the tags. 

They are displayed in the order of the list. At this only tags are 

displayed which are visible with the current filter and grouping.  

If changes were done, there is a prompt before you can change 
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to another tag whether the changes should be applied or 

discarded. If changes should be applied, the input is checked 

before advancing. 

Accept Applies all changes if the check of the changes was successful. 

The dialog remains open for further editing. 

OK Applies all changes and closes the dialog if the check of the 

changes was successful.  

Cancel Discards all changes which have not been taken over yet and 

closes the dialog. 

STRING TAG 
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Parameters Meaning 

TAGs Name of the TAG. Display only. 

Description Free description of the tag. Display only. 

Type Type of the tag: Command or Return. Display only. 

Data type Data type of the tag. Display only. 

Changeable in the control 

recipe 

Active: Value of the property can be changed in the control 

recipe.  

Only available if: 

 the tag is of type command 

 it was configured in the Editor that the tag can be changed in the 

Batch recipe (property: ). Modifiable dans la 

recette principale). 

String Alphanumeric character string. 

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Possible length is limited by the Longueur de la 

chaîne engineered in the variable. 

String length Defines possible length of the string. Display only. 

Variable Variable which is linked to the tag. Display only. 

Data type variable  Data type of the variable. Display only. 

Drivers Driver of the variable. Display only. 

Driver name Description of the driver of the variable. Display only. 

Cursor keys Navigating through the tags. 

They are displayed in the order of the list. At this only tags are 

displayed which are visible with the current filter and grouping.  
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If changes were done, there is a prompt before you can change 

to another tag whether the changes should be applied or 

discarded. If changes should be applied, the input is checked 

before advancing. 

Accept Applies all changes if the check of the changes was successful. 

The dialog remains open for further editing. 

OK Applies all changes and closes the dialog if the check of the 

changes was successful.  

Cancel Discards all changes which have not been taken over yet and 

closes the dialog. 

DURATION 
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TAGs Meaning 

TAG Name of the TAG. Display only. 

Description Free description of the tag. Display only. 

Type Type of the tag: Command or Return. Display only. 

Data type Data type of the tag. Display only. 

Changeable in the control 

recipe 

Active: Value of the property can be changed in the control 

recipe.  

Only available if: 

 the tag is of type command 

 it was configured in the Editor that the tag can be changed in the 

Batch recipe (property: ). Modifiable dans la 

recette principale). 

Minimum Minimum value for the tag in format: 
 d hh:mm:ss 

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Minimum variable Allowed minimum value of the variable.  

Duration Value of the parameter in the format: 
T hh:mm:ss. 

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  
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Unit Unit of the value.  

Maximum  Maximum value for the tag in format:  

d hh:mm:ss.  

Default from the Editor can be changed when property 

Modifiable dans la recette principale was 

activated in the Editor.  

If the value is changed, it is marked with the symbol (à la page 

161) on the right side of the value. Changed values can be 

overwritten with the default from the Editor with the help of 

the button right next to it. For control strategies, 

synchronization takes place with the values that were set in the 

control strategy when linking parameters.  

Maximum variable Allowed minimum value of the variable. Display only. 

Variable Variable which is linked to the tag. Display only. 

Data type variable  Data type of the variable. Display only. 

Drivers Driver of the variable. Display only. 

Driver name Description of the driver of the variable. Display only. 

Cursor keys Navigating through the tags. 

They are displayed in the order of the list. At this only tags are 

displayed which are visible with the current filter and grouping.  

If changes were done, there is a prompt before you can change 

to another tag whether the changes should be applied or 

discarded. If changes should be applied, the input is checked 

before advancing. 

Accept Applies all changes if the check of the changes was successful. 

The dialog remains open for further editing. 

OK Applies all changes and closes the dialog if the check of the 

changes was successful.  

Cancel Discards all changes which have not been taken over yet and 

closes the dialog. 
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Column selection 

 

Bouton Fonction 

Ajouter Déplace la colonne sélectionnée des colonnes disponibles vers les éléments 

sélectionnés. Lorsque vous confirmez la boîte de dialogue en cliquant sur OK, ces 

colonnes sont affichées dans la vue de détail. 

Ajouter tout Déplace toutes les colonnes disponibles vers les colonnes sélectionnées. 

Supprimer Supprime les colonnes marquées des éléments sélectionnés et les affiche dans la liste 

des colonnes disponibles. Lorsque vous confirmez la boîte de dialogue en cliquant sur 

OK, ces colonnes sont supprimées de la vue de détail. 

Supprimer tout Toutes les colonnes sont supprimées de la liste des colonnes sélectionnées. 

Vers le haut Déplace l'entrée sélectionnée vers le haut. Cette fonction est uniquement disponible 

pour les entrées uniques ; les sélections multiples ne sont pas autorisées dans ce cas. 

Descendre Déplace l'entrée sélectionnée vers le bas. Cette fonction est uniquement disponible 

pour les entrées uniques ; les sélections multiples ne sont pas autorisées dans ce cas. 

OK Abandonne les paramètres et ferme la boîte de dialogue. 

Annuler Abandonne les paramètres et ferme la boîte de dialogue. 

Aide Ouvre l'aide en ligne. 
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Column format 

 

Parameters Description 

Available columns List of columns available using Column selection. The column selected 

here is configured using the settings in the Parameters section. 

Parameters Settings for selected column. 

Labeling Name for column title. The column title is online language switchable. For this 

you must enter the @ character in front of the name. 

Width Width of the column in characters.  

Calculation: Number times average character width of the selected font. 

Alignment Alignment.  

Possible settings: 

 Left-justified: Text is justified on the left edge of the column. 

 Centered: Text is displayed centered in the column. 

 Right Text is justified on the right edge of the column. 

OK Applies settings and closes the dialog. 

Cancel Discards settings and closes the dialog. 

 

 

Insert operation 

To insert an operation: 
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1. in the tool bar select the symbol for Insert operation  

2. move the mouse to the desired position  

3. place the operation 

4. the dialog for selecting a template (à la page 208) for the operation is opened 

5. select the desired operation  

6. The operation is inserted 
 

Lines 

Lines connect elements via free connection points. To connect connection points with each other: 

1. Activate a point with the help of the mouse: 

The connection point turns green. Red means that the connection point is already taken.  

 

2. Drag a line to another connection point: 

A yellow arrow shows the direction of the line.. Green fields can be crossed. Red fields may not 

be crossed by the line. 

 



Configure and control in the Runtime 

 

 

181 

 

 

3. As soon as the yellow tip of the line touches the next connection point, the line is created. 

 

USING TREND CURVES 

Lines: 

 are dragged with the mouse 

 can be moved (press and hold key Ctrl) 

At this all existing connections are separated and it is tried to reconnect the line if there are 

objects with connections points in the right direction at the target. 

If several lines are highlighted, the line, in whose cell the mouse cursor is, is moved.  

 can be deleted by highlighting them an pressing Del 

 are deleted when re-dragging them from beginning to end 

 have a tool tip displaying its ID. 

If a line reaches a connection point of an object, the connection point becomes active. If a connection is 

possible, it turns green otherwise red. Connections connecting two connections points of the same type 

- two inputs, two outputs, etc. - are not allowed. The line can be added in any case. Not allowed 

connections are displayed in red and trigger a corresponding error message at testing.  

The connection points of the elements are always displayed in the edit mode even if the connection 

point in question is connected. In status "Release" no connection points are displayed.  

Properties connection point: 

 connected: highlighted red; connection is separated when the line is dragged and a new 

connection point can be chosen 

 open: highlighted green; at dragging a new line is created 
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Transition 

Transitions are used after phases in order to ensure a defined transition from one phase to another. 

Transitions display their internal status during the process and inform via a tool tip about status and 

process duration. 

For details about transitions see section Engineering in the Editor (à la page 16) in chapter Transitions (à 

la page 27). 

 

Sequence selections 

Recipes can branch (à la page 184) and run in simultaneous sequences (à la page 185). 

Branches and simultaneous sequences consist of: 

 single/double horizontal lines 

 Connection pieces (consisting of connection line and connection point) 

 

CREATE A SEQUENCE SELECTION 

To create a sequence selection: 

1. select the symbol Insert begin sequence selection  

2. put the sequence selection on the desired location 

3. connect the input connection point with a output connection point of the preceding object 

4. connect both output connection points with the desired following objects 

5. close a sequence selection with object Insert end sequence selection 

 

INSERT SIMULTANEOUS SEQUENCE 

To create a simultaneous sequence: 
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1. select the symbol Insert begin simultaneous sequence  

2. put the sequence selection on the desired location 

3. connect the input connection point with a output connection point of the preceding object 

4. connect both output connection points with the desired following objects 

5. close a simultaneous sequence with object Insert end simultaneous sequence 

 

MODIFY AND MOVE  

Branches and simultaneous sequences can be moved and changed in size.  

MOVE 

To move an object: 

1. click on the object 

2. keep the mouse button pressed 

3. move the object to the desired position  

CHANGE SIZE 

In this way object Begin/end sequence selection/simultaneous sequence can be extended and 

shortened. To change their size: 

1. move the mouse cursor over the object until it turns into a double arrow 

2. press and hold the left mouse button and move the mouse in the desired direction: 

 away from the object to extend it 

 into the object to shorten it 

3. at extending a new connection piece is added;  

 all fields which are concerned by the extension are marked green 

 to add several need connection pieces the process must be repeated 
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4. at shortening all corresponding connection pieces are deleted  

 

 

Sequence selection 

A branch offers the possibility to execute one of several possible ways. For this it is necessary that the 

first element at the beginning of a branch is a transition. This means that Begin sequence selection 

can only be followed by a transitions (à la page 27). 

Procedure: 

 The path is chosen for which the transition is TRUE first.  

 Then it is waited until all transitions have a value. 

 If several transitions are TRUE at the same time, always the leftmost path for which the 

transition is TRUE is selected. 

For begin and end the following is true: If there is a phase in front of the element and a transition 

behind, the phase remains active until the transition was completed. 

In a sequence selection the objects are processed sequentially. Each sequence selection processes its 

objects independent of other branches. 
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Simultaneous sequences 

At the parallel branch an execution path parts into several execution paths which are executed in 

parallel during the process.  For the activation of the different elements within a parallel branch you 

cannot define a certain order.  

In the process the respective intermediate area of the end parallel branch is also colored. The color 

matches the coloring (à la page 231) of the phase.  

Phase completed is displayed as active as soon as the first previous element has been completed. This 

means that a phase is Finished or a transition is passed. Transitions are marked as completed as soon 

as they are passed. Phases wait at Phase completed until the end parallel branch is completed. 

Completed means that either the following phase is active or the following transition is inactive. 

During the execution the status is color-coded.  

 

Split up and combine sequence selection 

For simultaneous sequences the sequence selection splits up a Begin simultaneous sequence and 

combines the single sequence selections at End simultaneous sequence. The paths of the parallel 

objects are independent branches. Only at End simultaneous sequence all branches are synchronized.  

The possible branches are defined by the engineering. If the separate branches are allocated or 

released, arises in the Runtime. A branch is active as long as an object on it is active. 

The object types Begin sequence selection, End sequence selection and Jump target do not allocate and 

release branches as these objects are processed in the same branch. Combining branches is not allowed. 
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END SIMULTANEOUS SEQUENCES

An End simultaneous sequence combines the branches of the connected paths. The object after End 

simultaneous sequence is activated when all paths reaches End simultaneous sequence with their 

process.  

 

The left path is ready. Therefore End simultaneous sequence is already active. The transition after End 

simultaneous sequence is not yet active as the right branch is not yet completed. 

When the right branch is also completed: 

 

The transition after End simultaneous sequence is activated. All objects which were active before are 

still active. Instead of the transition there could also be another End simultaneous sequence. 
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The areas highlighted in green are a branch. 

END SIMULTANEOUS SEQUENCE

 

The areas highlighted in green are a branch.  

 

Jump target 

Adds a jump target. 

Jump targets make it possible to 
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 jump between branches 

 jump out of branches  

 engineer loops 

Jump targets consist of tree inputs and one output. At this the output is always at the bottom and the 

inputs are located at the top and the sides. You can connect any input connection points. A path which 

ends in a jump target must have started with a begin sequence selection. Otherwise the end is not 

reached. Jump targets are not allowed for simultaneous sequences.  

During the editing all connection points are visible. In the checking mode only the connection points 

which are connected are displayed.  

 

End element 

Last element in the process. It is automatically created in the editor when a recipe is created and it 

cannot be deleted.  

 

9.8.4 Matrix recipe 

If you selected matrix recipe in dialog Configuration master recipe and exited the dialog with OK, the 

newly created recipe opens on a new tab in the matrix editor (à la page 189). 
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Matrix editor 

In the matrix editor you can create your recipes and operations in a matrix. 

 

TECHNICAL DETAILS 

 Matrix: 

 Columns contain phases (à la page 194) and operations (à la page 196): 

Phases are inserted by clicking on the symbol above the diagonal 

Phases are inserted by clicking on the symbol below the diagonal 

 Lines contain steps with active/inactive phases. 

 Insert column/row  

Clicking on the plus sign inserts a new line or column with a phase or operation into the matrix. 

 Delete column/row Press Del to delete the highlighted line or column. 

 Move lines/columns: Lines and columns can be moved via drag & drop with the help of the 

mouse. Individual labels of steps remain; the step number is adapted automatically. 

 Border cells: 
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 Double click on phase: opens the dialog (à la page 194) for configuring the 

phase. 

 Double click on step: opens the dialog for labeling (à la page 193) the step.  

 Selection of lines/columns: 

 left mouse click in border cell: selects a line/column. 

 Ctrl+mouse click in border cell:  selects additional lines/columns. 

 Cells: 

 left mouse click: selects empty cell. 

 Shift + click: activates/deactivates phase. 

 Ctrl+click: selects several cells. 

 Double click on cell: opens the dialog for configuring (à la page 194) the phase. 

 Scroll bar: Is displayed if the document is larger than the frame. 

 Scrolling via mouse wheel: up and down or if you press and hold Shift left and right.  

 

 

Tool bars matrix recipe 

TOOL BARS MATRIX RECIPE: EDIT MODE 
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New master recipe... Opens the dialog for creating a new master recipe. 

Save master recipe Saves the master recipe which is open for editing. 

If another recipe is opened, the current recipe is saved 

automatically.  

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Delete Deletes the selected elements from the diagram. 

Multiple selection via Ctrl+mouse click. 

Check recipe for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of 

the element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Activate selected phase Activates the selected phase. 

Deactivate selected phase Deactivates the selected phase. 

Move selected column to the left or 

selected step up 
Moves the selected column to the left by one position or 

moves selected step up by one position. 

Move selected column to the right or 

selected step down 
Moves the selected column to the right by one position or 

moves selected step down by one position. 

Switch recipe to test mode Switches recipe to the test mode. For this the recipe must 

be without errors. 

Release recipe Releases the recipe. With this a control recipe can be 

created. 

TOOL BARS MATRIX RECIPE: TEST MODE 

 



Configure and control in the Runtime 

 

 

192 

 

 

Parameters Description 

Start recipe Starts the recipe process. 

Pause recipe Pauses the recipe.  

Resume recipe Resumes paused recipe. 

Hold recipe Holds recipe. 

Restart recipe Restarts held recipe. 

Stop recipe Stops the recipe. 

Abort recipe Aborts the recipe process. 

Pause phase Pauses the phase. 

Resume phase Resumes the process of a paused phase. 

Hold phase Holds phase. 

Restart phase Restarts held phase. 

Escape phase Starts process to exit from the phase. 

Check recipe for errors Starts recipe validation (à la page 200). 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Graphical design Opens the dialog (à la page 134) to configure background colors, 

grid, and display of element ID.  

Switch to automatic mode Switches process to automatic mode. 

Switch to semi-automatic mode Switches process to semi-automatic mode. 

Switch to manual mode Switches process to manual mode. 

Continue recipe only on selected 

active elements 
Continues a recipe at the selected position. 

Continue recipe on all execution 

positions 
Continues a recipe on every available position. 

Skip active condition Skips an active condition.  

Only possible in the manual mode. 

Edit mode Switches from test mode to edit mode. 

Release recipe Releases the recipe. With this a control recipe can be created. 
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MATRIX RECIPE TOOL BAR: APPROVED 

 

Parameters Description 

Check recipe for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of 

the element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Duplicate Recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of 

the copy, the version of the recipe saved on the hard disk 

is used. If the recipe is just edited in another computer and 

the changes have not yet been saved, the changes are not 

applied. The dialog for the input of a unique name and the 

description is opened.   

Create control recipe Creates a control recipe on the basis of the approved 

master recipe. 

  Information 

The functions of the individual symbols can also be configured using buttons and thus be 

made touch-operable. Tool bars can therefore also be hidden (à la page 122).  

 

 

Name steps 

Steps in the matrix editor can be named individually. Double click on the cell to open the dialog for 

entering an individual name. 
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The name can have up to 100 characters and is language switchable is preceded by a @.  

 

Add and configure phase 

To add a phase: 

1. Click on the plus sign above the diagonal in the last column of the matrix 

2. the dialog for selecting a phase is opened 

3. select the desired phase 

To configure a phase: 

1. double click the matrix filed with the desired phase 

2. The dialog for configuration is opened 

CONFIGURATION 
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Parameters Description 

Phase active in this step Active: Phase is active in this step 

Name Name of the phase.  

Only display. 

Description Comment about the phase.  

Only display. 

Unit Unit on which the phase is carried out. 

Only display. 

Control strategy Selection of a control strategy (à la page 141) from a drop-down list. 

Only available if control strategies have been configured (à la page 

50) for this phase.  

Default: no Control strategy linked  

Description of control 

strategies 

Description of the selected control strategy.  

Display of the description entered in the Editor only. 

General Tab for configuration of general properties. 

Parameters Tab for configuration of parameters. 

OK Applies all changes on all tabs and closes the dialog. 

Cancel Discards all changes on all tabs and closes the dialog. 

Configuration of the tabs see section PFC editor (à la page 149)/chapter: 

 General (à la page 161): Display and configuration of the settings for the phase 

 Tag (à la page 166): Configuration of the tags 

RULES FOR EDITING A PHASE 

A phase can be edited: 

 In a master recipe in edit mode: If the user has sufficient rights. 

 In a master recipe in test mode: If the user has sufficient rights and the phase is not active.  

 In a control recipe with prepared status: If the user has sufficient rights and the 

Changeable in the control recipe option has been activated. 
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 In a control recipe with running status: If the user has sufficient rights, the Changeable in 

the control recipe option has been activated and the phase is not active.  

The phase can no longer be edited in pre-configured control recipes and in approved master recipes.  

 

Insert operation 

To insert an operation (à la page 201): 

1. Click on the plus sign below the diagonal in the last column of the matrix 

2. the dialog for selecting a template (à la page 208) for operation is opened 

3. select the desired templates 

4. A new operation is inserted  

 

 

9.8.5 Master recipe - test mode 

The test mode is used to test master recipes without releasing it and creating control recipes. In addition 

in the test mode changes in the Editor can be applied directly via reloading the Runtime.  

During the execution of a recipe, the reloading of a recipe is delayed. Not until the recipe is 

finished, stopped or aborted, the reloading process is executed. 

In test mode you cannot can the principle recipe process. You can only change values of the command 

tags. Changes are directly saved in the master recipe. It is not necessary to save explicitly. 
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Parameters Description 

Start recipe Starts the recipe process. 

Pause recipe Pauses the recipe.  

Resume recipe Resumes paused recipe. 

Hold recipe Holds recipe. 

Restart recipe Restarts held recipe. 

Stop recipe Stops the recipe. 

Abort recipe Aborts the recipe process. 

Pause phase Pauses the phase. 

Resume phase Resumes the process of a paused phase. 

Hold phase Holds phase. 

Restart phase Restarts held phase. 

Check recipe for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of the 

element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Switch to automatic mode Switches process to automatic mode. 

Switch to semi-automatic mode Switches process to semi-automatic mode. 

Switch to manual mode Switches process to manual mode. 

Continue recipe only on selected 

active elements 
Continues a recipe at the selected position. 

Continue recipe on all execution 

positions 
Continues a recipe on every available position. 

Skip active condition Skips an active condition.  

Only possible in the manual mode. 
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Switch recipe to edit mode Switches from test mode to edit mode.  

Release recipe Releases the recipe. With this a control recipe can be 

created. 

 

 

 

9.8.6 Release master recipe 

You can release a master recipe by selecting it and clicking button Release master recipe. Several 

recipes can also be selected and approved together. Approval must be confirmed by means of a dialog. 

As soon as a recipe has been approved, the dialog to allocate the unit can no longer be opened. All 

information about the unit is displayed in the tooltip. Dialogs for transitions and phases can continue to 

be opened as write-protected. 

  Information 

Only master recipes without errors can be released. A released master recipe can no 

longer be edited.  

For each recipe you can create a copy of the released master recipe by clicking on 

button Duplicate recipe. This copy can then be edited. 

Recipes can only be approved if all operations contained therein have also been 

approved. 

 

 

9.8.7 Highlight recipe as outdated 

Recipes that are no longer valid but have not been deleted should be marked as outdated. If a recipe is 

set to this status, it can no longer be edited or approved. No control recipe can be created on the basis 

of this recipe either. The recipe can however be duplicated and thus be used as the basis for new master 

recipes.  

Only recipes that have the status approved can be marked as outdated. The following applies for 

attendant control recipes: 
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 Control recipes that are currently being executed continue to be executed 

 Control recipes with the prepared status can no longer be executed  
 

9.8.8 Versioning for master recipes 

Master recipes can also be versioned. In doing so, a copy of an approved or obsolete report is created. 

This copy is in edit mode and contains a unique version number. The new recipe can be edited, but not 

renamed. Individual versions, including the source recipe itself, can be deleted.  

CREATING A VERSION 

To use versioning in Runtime: 

1. In the Editor, navigate to the Général/Gestion de version properties group in the Batch 

Control node.  

2. Activate the Gestion de version active property.  

3. Versioning is switched on and used in Runtime.  

To create a new version of a recipe in Runtime: 

1. Select the desired master recipe.  

Note: The recipe must be approved or obsolete.  

2. Select, in the context menu or on the tool bar, Create new version or click on the corresponding 

button in the screen. 

3. A new recipe is created.  

RULES FOR VERSIONING 

The following applies to versioning: 

 A new version of a recipe contains the same name as the source recipe. 

 New versions of a recipe cannot be renamed. Not even if the version is in editing mode and it is 

the only remaining version.   

 The description can be changed for each version.  
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 Each version contains a unique version number that is issued on a serial basis. Version numbers 

of deleted recipes remain blocked and are not reissued.  

 The version number of the new recipe and the version number of the source recipe are 

displayed in their own columns in the list of master recipes. 

 Version numbers are also displayed in the title bar of the recipe editor and in the tab of the 

recipe as well as in the list of the control recipes and in tooltips.  

ONLY APPROVE ONE VERSION 

It is possible to only allow one version of each master recipe to be approved. To do this, activate the 

Valider une version seulement property in the Editor. Only one version of each master recipe 

can be approved in Runtime. If a different version is approved, the one that was approved before must 

first be deleted or marked as obsolete. 

 

9.9 Validate recipe 

Recipes can be checked for error during the engineering. To validate a recipe, click on the corresponding 

symbol in the tool bar of the recipe editor in Runtime (green tick - Check recipe for errors). With this 

the recipe is checked for functionality according to internal rules. The following is especially checked: 

 Syntax (all lines connected, processable from begin to end, etc.) 

 Variables 

 Data types 

 Control Strategy: Linking of control strategies and value of the linked control strategy parameter 

to limits of the variable 

The result of the check is displayed as pop-up in plain text. Found errors are also saved in the log file 

which can be analyzed with the Diagnosis Viewer.  

Rules which must be adhered to during the engineering can be found in chapter Engineering rules for 

recipes (à la page 135).  

  Attention 

Operations that are not connected at the time of validation are ignored during 

validation. Their content and processes are not checked.  
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9.10 Operations 

Operations form a substructure that can be embedded in recipes. This can provide a better overview in 

complex recipes. Operations are created in a similar manner to matrix recipes or PFC recipes. The 

operations are created on the basis of templates (à la page 208) and as an instance in existing matrix 

recipes or PFC recipes.  

CREATING AN OPERATION 

To create a new operation: 

1. In the Recipe Editor (à la page 121) switch the list of operations to visible (activate checkbox) 

2. Select, in the tool bar or context menu (à la page 204) of the list, the New operation command 

3. The dialog for configuring an operation is opened 
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Parameters Description 

Matrix recipe Activate this radio button if you would like to create an operation on the basis of a 

matrix recipe (à la page 188). 

 Only possible if the corresponding license is available. 

PFC recipe Activate this radio button if you would like to create an operation on the basis of a 

PFC recipe (à la page 148). 

 Only possible if the corresponding license is available. 

Name Unique name for the operation. The name must not contain a dot (.), a question 

mark (?), a @ or an asterisk (*).  

Maximum length:  256 characters.  

 When you copy an operation the existing name is complemented with the 

prefix "Copy of". If the maximum length is exceeded by this, the name is 

shortened to the allowed length starting from the last character.  

The uniqueness is checked in the entire network. Therefore it can happen that you 

cannot take over the name as another user on another computer in the zenon 

network already has used the same name and you do not see the recipe in the list 

of the operations yet. 

The recipe names can be changed later but only as long as the recipe has the 

status editable. 

Description Optional description for the operation which should be created. 

The description can be changed later but only as long as the operation has the 

status editable. To change the description select the symbol Rename 

operation. 

OK Applies all settings and created a new operation. 

Cancel Closes the dialog without creating an operation.  

Configuration in the Recipe Editor is similar to the creation and configuration of PFC recipes (à la page 

148) and Matrix recipes (à la page 188). 

changes to operations are only visible for the user in the operation instance if the operation instance has 

been saved.  

OPENING OPERATIONS 

Existing operations can be opened by: 
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 Double-clicking on an operation in the list of the operations  

 The Open in Recipe Editor command in the context menu of an operation 

 Clicking on the Open symbol in the tool bar 

USING OPERATIONS 

Operations can be inserted in recipes in the matrix editor or in the PFC editor and used as part of the 

recipe there. 

You insert operations: 

 In the PFC editor using the Insert operation (à la page 179) symbol 

 In the matrix recipe using the Add operation (à la page 196) symbol  

Phases and commands can be executed within operations. The position of the object in the recipe is also 

given in the CEL when a command is executed.  

When inserting an operation into a recipe, the currently-saved version is always inserted. If the 

operation is open for editing, all unsaved changes are thus also not part of the inserted instance.  

SAVING OPERATIONS 

Operations are, as instances, always part of the master recipe in which they are integrated. If an 

operation is saved, the attendant master recipe is also saved automatically.  

TOOL TIP 

Operations have a tooltip. The following are displayed as soon as they have been executed once: 

 Execution status:  

Contains current status and original status (status from which the operation comes). The original 

status is evident from the visual coloring and does not always correspond to the actual last 

status. 

 Execution counter  

 Error: 

Shows the number of objects that currently have an error status and the number of objects that 

have had an error status. Each object is always only used for one error. 
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 Exit from phase: 

Number of objects that are being exited from or have been exited from 

 Overall duration with time when it was deactivated and deactivated   

 Information about the status of the internal objects: Number of objects with the respective 

status (except idle)  
 

9.10.1 Toolbar and context menu operations 

TOOL BAR LIST 
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Parameters Description 

New operation Creates a new operation. 

Open operation in Editor Opens the selected operation in the recipe editor. 

Rename the operation Opens the dialog to name a recipe. 

Duplicate operation Duplicates the selected operation. 

Delete operation Deletes the selected operation. 

Release operation Checks the selected operation and approves it if no errors 

were found.  

Column selection Opens the dialog to select a column (à la page 75). 

Column format Opens the dialog to format a column (à la page 78). 

CONTEXT MENU 

Parameters Description 

New operation Creates a new operation. 

Rename Opens the dialog to name a recipe. 

Duplicate Duplicates the selected operation. 

Delete Deletes the selected operation. 

Open in Editor Opens the selected operation in the recipe editor. 

Release Checks the selected operation and approves it if no errors were found.  

 

TOOL BAR PFC EDITOR: EDIT MODE 
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Parameters Description 

New operation... Opens the dialog for creating a new operation. 

Save operation Saves the master recipe which is open for editing. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Delete Deletes the selected elements from the diagram. 

Multiple selection via Ctrl+mouse click. 

Check operation for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of the 

element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

Phase Opens dialog for selecting a phase and replaces the existing 

phase by the newly selected phase. Several phases can be 

selected and replaced together 

Shortcut: Shift+double click 

Edit mode Toggles between insert mode and edit mode. 

Insert phase Adds a phase.  

Insert transition Adds a transition.  

Insert begin simultaneous sequence Adds a begin simultaneous sequence.  

Insert end simultaneous sequence Adds an end simultaneous sequence. 

Insert begin sequence selection Adds a begin sequence selection.  

Insert end sequence selection Adds an end sequence selection.  

Insert unit allocation Adds a unit allocation.  

Insert jump target Adds a jump target.  

Release operation Releases the operation. With this a control recipe can be 

created. 
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Insertions remain active until you change to the edit mode using the Edit mode symbol, the Esc 

key or you change to another insert option via a symbol for adding a new element. 

 

Parameters Description 

Check operation template for errors Checks recipe for errors and displays found errors in an 

information window. For several errors the first errors are 

displayed. 

The error message contains the error number, the ID of 

the element, its location and a message in plain text. 

Edit element Opens the corresponding dialog for editing the selected 

element. 

The dialog is opened in write-protected mode, because it 

is no longer possible to edit approved recipes. 

Graphical design Opens the dialog (à la page 134) to configure background 

colors, grid, and display of element ID.  

Duplicate operation Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of 

the copy, the version of the recipe saved on the hard disk 

is used. If the recipe is just edited in another computer 

and the changes have not yet been saved, the changes 

are not applied. The dialog for the input of a unique name 

and the description is opened.   
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9.10.2 Selection of the template for an operation 

Operations can be inserted into recipes as an instance.  When inserting an operation into a matrix 

recipe (à la page 196) or a PFC recipe (à la page 179), the dialog to select a template for an operation is 

opened. This contains all previously-configured (à la page 201) operations: 
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Parameters Description 

List workspace In the standard dialog to display the projects present in the 

workspace. No function in Batch Control, because operations can 

always be selected from the respective active project. 

 Drag this area down to the minimum size. It is then only 

displayed as minimized* in the future. 

Operation list Contains all operations that have been created. Any desired 

operations (matrix or PFC) can be selected for both editors (matrix 

and PFC).  

Entries can:  

 be sorted by clicking on the column title; another click inverts the 

sorting 

 be filtered into filter rows by alphanumeric entries (wildcards can be 

used) 

Cursor keys Move the selection: 

 Up 

 Down 

Status Line Display: 

 Number of entries 

 Number of filtered entries displayed  

 Number of selected entries 

No selection Cancels existing selection for existing operation and closes the 

dialog. 

OK Accepts selection, closes dialog and inserts operation. 

Cancel Discards selection and closes dialog without selecting or amending a 

template. 

*workspace minimized: 
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9.10.3 Status operation 

The status shown for an operation always represents the status of the object with the highest priority in 

the operation.  

The following applies to the colored identification: 

 Non-transient status: the whole operation is colored 

 Transient status: Original status and target status are displayed 

 Holding as original status: Running (green) is always displayed 

PRIORITY  

Priority of the objects in an operation, starting with the highest priority: 

1. ABORTING   

2. ABORTED    

3. STOPPING   
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4. STOPPED    

5. RESTARTING 

6. HOLDING    

7. HELD       

8. PAUSING    

9. PAUSED     

10. RUNNING    

11. COMPLETE   

12. IDLE       
 

9.10.4 Symbol for execution 

The symbols correspond to the symbols (à la page 231) generally used the REE. Operations are 

symbolized in the REE by triangles in the left and right corner. 

Symbol Description Tool tip 

No symbol Idle:  

No object is active in the operation. 

Idle 

 
In execution: 

A symbol is always displayed whilst an operation is 

running.  

If objects are still running in the operation, the progress 

symbol is shown. 

Execution of the 

internal objects. 

 
Phase finished: 

If objects are already active after the operation, the 

symbol for following condition is displayed. 

Waiting for 

Following 

conditions. 

 
If an object has a different status within the operation, 

then a symbol is also displayed on the right. 

There is a different status if an object has an empty status 

within the operation that does not correspond to the 
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status of the operation and is not idle or complete. 

 
 

9.11 Control recipe 

Control recipes control the progress of a recipe in the Runtime.  

 

9.11.1 Create control recipe 

You can create control recipes only based on released master recipes. Select the released master recipe 

in the list of the master recipes, which should serve as basis for your control recipe and click on button 

New control recipe.... 
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Parameters Description 

Matrix recipe Active: A matrix control recipe is created. 

Only display.  

PFC recipe Active: A PFC control recipe is created. 

Only display. 

Job ID The job ID provided by the job variables (à la page 16).  

Name Unique name for the control recipe. The name must not contain a dot (.), a question 

mark (?), a @ or an asterisk (*).  

The uniqueness is checked in the entire network. Therefore it can happen that a 

name is not accepted as another user already used the same name on another 

computer in the zenon network at the same time. 

You can change the name afterwards as long as the recipe has status Prepared. 

Description Optional description of the recipe. 

OK Applies configuration and closes the dialog. 

Cancel Discards entries and closes the dialog. 

If the control recipe was created using the symbol in the toolbar, then it is automatically opened in a 

new tab in the recipe editor provided this has been configured in the screen. If the control recipe has 

been created using the context menu, it is not opened in the recipe editor. 

The newly created recipe is also displayed in the list of control recipes even if it does not match the set 

filter criteria.  

 

9.11.2 Tool bar and context menu for control recipe list view 

TOOL BAR 
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Symbol Description 

Open control recipe in Editor Opens the selected recipe in the recipe editor.  

Rename control recipe Opens dialog to rename the selected recipe. 

Duplicate control recipe Creates a copy of the selected recipe and opens the dialog to 

rename the duplicate. 

Delete control recipe Deletes selected recipes.  

Start control recipe Starts selected control recipe.  

Column selection Opens the dialog for selecting the columns which should be 

displayed. 

Column format Opens the dialog for configuring the column formats. 

CONTEXT MENU 

Command Description 

Open in Recipe Editor Opens the selected recipe in the Editor.  

Rename Opens dialog to rename the selected recipe. 

Duplicate Creates a copy of the selected recipe and opens the dialog to 

rename the duplicate. 

Delete Deletes selected recipes.  

Starting Starts selected control recipe.  

 
 

9.11.3 Control recipe edit mode tool bar 
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Parameters Type Description 

Start recipe Command Starts the recipe process. 

Pause recipe Command Pauses the recipe.  

Resume recipe Command Resumes paused recipe. 

Hold recipe Command Holds recipe. 

Restart recipe Command Restarts held recipe. 

Stop recipe Command Stops the recipe. 

Abort recipe Command Aborts the recipe process. 

Pause phase Command Pauses the phase. 

Resume phase Command Resumes the process of a paused phase. 

Hold phase Command Holds phase. 

Restart phase Command Restarts held phase. 

Escape phase Command Starts process to exit (à la page 252) from the 

phase. 

Check recipe for errors. Action Starts recipe validation (à la page 200). 

Edit element Action Opens the corresponding dialog for editing the 

selected element. 

Graphical design Action Opens the dialog (à la page 134) to configure 

background colors, grid, and display of element 

ID.  

Switch to automatic mode Command Switches process to automatic mode. 

Switch to semi-automatic mode Command Switches process to semi-automatic 

mode. 

Switch to manual mode Command Switches process to manual mode. 

Continue recipe only on selected 

active elements 
Command Continues a recipe at the selected position. 

Continue recipe on all execution 

positions 
Command Continues a recipe on every available position. 

Skip active condition Command Skips an active condition.  

Only possible in the manual mode. 
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Duplicate Recipe Action Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the 

creation of the copy, the version of the recipe 

saved on the hard disk is used. If the recipe is 

just edited in another computer and the 

changes have not yet been saved, the changes 

are not applied. The dialog for the input of a 

unique name and the description is opened.   

The copy of the recipe automatically gets the 

status Prepared and can therefore be edited 

and started. The REE status (à la page 238) of 

the duplicate is set to automatic. 

When duplicating a recipe, a CEL entry is 

created. 

 

 
 

9.11.4 Execute control recipe 

  Control recipes can be started: 

 after selecting a control recipe in the list of the control recipes: 

 via click on button Start control recipe 

 via click on menu item Start in the context menu 

 via click on symbol Start control recipe in the tool bar if the control recipe is opened 
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PFC control recipe: 

 

Matrix control recipe: 

 

CHANGE VALUES 

If in the master recipe property Changeable in the control recipe was activated, certain 

values can be adapted in the control recipe as long as the phase i snot active yet. In this case a button 

for synchronization is displayed next to the value. A click on this button take over the defined value from 

the master recipe. 

No more values can be changed in control recipes that have already been executed.  
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Symbol Description 

 Value in the control recipe and in the master recipe match. 

 Value in the control recipe and in the master recipe are different. 

 Click on button to apply the value from the master recipe. It overrides the value in the control 

recipe.  

Only active if the values in the control recipe and the master recipe do not match. 

TOOL TIP 

A tool tip informs you about the current and historical events of an element. 

 

The following is displayed: 

 Element name 

 General information about status and number of executions. 

Note: The counter becomes active if the phase is reactivated, including if the status is 

restarting, but the restart condition has not yet been run through. 

 Errors 

 Total duration including times in status Paused.  

 Timing 
 



Configure and control in the Runtime 

 

 

219 

 

 

9.12 Synchronization  

CHECKING FOR CHANGES IN THE EDITOR 

When loading, opening, duplicating or approving a recipe, a check is made to see if the configuration of 

the unit, phase, etc. was changed in the Editor. If a change is detected, it is taken over in the object to 

which the function concerned is assigned. Settings that were overwritten in Runtime are retained. When 

the recipe was changed, it is shown via an asterisk (*). 

At reloading the recipe is also checked. 

  Information 

Only recipes in edit mode or test mode are updated. Recipes in test mode that are 

currently running are only updated after execution has ended. 

If a changed recipe should be release which was not yet saved, a prompt is displayed with the following 

possibilities: 

 to approve the current recipe 

 to approve the saved recipe 

 cancel the release process 

  Attention 

Changes to phases in the Editor are taken over without warning message when the 

recipe is releases in the Runtime. For all data which are not overwritten in the Runtime, 

the Editor is the leading system. 

SYNCHRONIZATION OF PHASES 

Editing of phases and their parameters is possible at the four following levels: 

 in the zenon Editor 

 In the template of the operation 

 in the master recipe  

 in the control recipe  
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When instancing, the data form the level above is always used. Synchronization and comparison in the 

editing dialogs also always relates to the previous level. 

ORIGIN OF DATA FOR COMPARISON OR SYNCHRONIZATION: 

Position of phase Phase that provides comparison data 

in the zenon Editor No data to compare. 

in the master recipe Phase configured in the zenon Editor. 

in the control recipe The phase from the master recipe. 

In the template of the operation Phase configured in the zenon Editor. 

In the instance of the operation in the 

master recipe 

The phase from the template of the operation. 

In the instance of the operation in the 

control recipe 

The phase from the instance of the operation in the master recipe. 

You can find information on the origin of the comparison data in the tooltips of the control elements for 

synchronization. 

RECIPES AND OPERATIONS 

The following is always the case when synchronizing operations: 

 Master recipes are always synchronized with the editor data 

 Then the instances of operations are synchronized with the data from their templates  

Synchronization is carried out if: 

 A recipe is opened,  

 loaded, 

 An operation template is saved and a recipe is opened that has an instance of this template 

Values in phases and parameters correspond to the values in the templates as standard and can be 

overwritten locally.  
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CHANGES TO CONTROL STRATEGIES AND CONTROL STRATEGY ACTIVATION 

The following applies for control strategies (à la page 141) during synchronization: 

 When synchronizing recipes, phases with active control strategies are updated with the 

amended information (name change, new tags added, etc.). 

 If control strategies were activated for a phase in the Editor, the phase in Runtime is set to the 

status where no control strategy is active. It contains only return parameters.  

 If control strategies are deactivated for a phase in the Editor, the phase contains the complete 

current configuration of the phase after synchronization. With this switch, all changes that have 

been made to the phase in the recipe are discarded.  
 

9.13 Manage recipes 

The entire recipe management is done in the Runtime with the help of one or several screens of type 

Batch Control. Due to suitable filter settings you can achieve already filtered views for master 

recipes and/or control recipes. 

In the screen different control elements (buttons, lists, editors) are available for different tasks. The 

screen is separated in three main areas which can be used and engineered in part completely 

independent of each other: 

 Area master recipes (à la page 222): Consists of a list and buttons for managing. The area can be 

used completely independently. 

 Area control recipe (à la page 226): Consists of a list and buttons for managing. The area can be 

used only together with the list of the master recipes as a master recipe must be selected 

first before the appertaining control recipes are displayed in the list. 

 Recipe editors: Depending on the set recipe type the PFC editor (à la page 149) or the matrix 

editor (à la page 189) is used. The recipe editor needs either List master recipe or both lists 

for a recipe to be opened in it. 
 



Configure and control in the Runtime 

 

 

222 

 

 

9.13.1 Manage master recipes 

LIST AND LIST FORMATING 

List/action Description 

List master recipes In this list all master recipes can be displayed. The display can be 

limited by filters to an individual selection.   

The filtering can be preset in the zenon Editor in the screen switch 

function (à la page 68). Online filtering is also possible. These filters 

are discarded when the screen is called up again. A permanent 

definition is only possible in the zenon Editor. 

All commands are also possible in the context menu of the list. The 

commands for list management can be called from the header of the 

list. The commands for recipe management can be called at editing 

one or more recipes.  

The recipes in the list cannot be edited directly in the list. Renaming, 

changing the description or changing the recipe status is only possible 

with the corresponding commands. 

 

The list can be designed diversely concerning content and look:  

  The displayed columns (à la page 75) can be selected, the column 

format (à la page 78) (column width, alignment, label) can be changed and you 

can define filters (à la page 80). These settings can be edited in Editor and 

Runtime. 

 At the settings of the list in the Editor you can find diverse setting 

possibilities in areas Affichage, Ascenceurs and Couleur. With 

these properties you can even design the list ready for touch operation. 
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ACTIONS FOR LIST MANAGEMENT 

Action Description 

Column selection master 

recipe... 
Opens a dialog in order to determine which columns should be displayed 

(à la page 75).  

 These changes are discarded when the screen is called up 

again. A permanent definition is only possible in the zenon Editor. 

Format columns master 

recipe... 
Opens a dialog to edit the column settings (à la page 78). 

These changes are discarded when the screen is called up 

again. A permanent definition is only possible in the zenon Editor. 

ACTIONS FOR RECIPE MANAGEMENT 

Action Description 

New master recipe... Creates a new and completely empty master recipe in status 

Editable. The dialog (à la page 144) for entering a unique name and a 

free description is displayed. The uniqueness of a name is also checked in 

the zenon network. 

Depending on the licensing, there may also be the possibility to select the 

recipe type: Matrix recipe (à la page 188) or PFC recipe (à la page 148). If 

only one of these recipe types is licensed, the licensed recipe type is 

fixedly set. The selected recipe type cannot be changed afterwards. 

When creating a master recipe, a CEL entry is created. 

Duplicate master recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of the copy, the 

version of the recipe saved on the hard disk is used. If the recipe is just 

edited in another computer and the changes have not yet been saved, 

the changes are not applied. The dialog for the input of a unique name 

and the description is opened.   

The copy of the recipe automatically receives status Editable and can 

be edited further. 

When duplicating a recipe, a CEL entry is created.  

Delete master recipe Deletes the selected recipes irrevocably. If the recipe is opened on 

another computer for editing, it is automatically closed there. 

Deleting is only possible if there are no control recipes which are based 

on the master recipe. First you must delete all control recipes. 

Recipes which are currently executed in test mode (master recipe status: 

Test in execution) cannot be deleted. First they must be finished, 

stopped or canceled. 

If recipes must not be deleted - e.g. FDA regimented environment - we 
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recommend not to engineer this button or to give it an appropriated 

Niveau d'autorisation.  

When deleting a recipe, a CEL entry is created. 

Rename master recipe Only active if exactly one master recipe was selected. 

The dialog for the input of a unique name and the description is opened. 

Recipes can only be renamed if they are in status Editable. 

Also use this function in order to changed the description of the control 

recipe. 

When renaming a recipe, a CEL entry is created. 

Open master recipe Opens the selected master recipe in the recipe editor if screen element 

Recipe editor exists in the screen. Each selected master recipe is 

opened in a separate tab of the recipe editor. 

Release master recipe Changes the master recipe status of the selected recipes to Released. 

Only recipes without errors can be released. If error occur during the 

validation (à la page 200), you must first fix them. 

Only recipes in status Test mode and Editable can be released. 

Released recipes can no longer be edited. Control recipes can only be 

created from released recipes.  

For details about the states see chapter Recipe types and recipe states (à 

la page 139). 

When releasing a recipe, a CEL entry is created. 

Test master recipe Changes the master recipe status of the selected recipe to Test mode. 

Only faultless recipes can be switched to test mode. If error occur during 

the validation (à la page 200), you must first fix them. 

Recipes in the test mode can be executed but no longer reengineered. 

For details about the states see chapter Recipe types and recipe states (à 

la page 139). 

Edit master recipe Changes the master recipe status of the selected recipes to Editable. 

In this status, recipes can again be edited completely. 

Only recipes in Test mode can be set back to Editable. 

Highlight master recipe as 

outdated 
Changes the status of the recipe to outdated. The recipe can no 

longer be edited or approved. No control recipe can be created on the 

basis of this recipe.  

New control recipe... Opens the dialog (à la page 212) for entering a unique name and a 

description for the control recipe. The uniqueness of the name is also 

checked in the zenon network. The name must only be unique within the 

master recipes. Control recipes which are based on other master recipes 

may have the same name. The uniqueness within module Batch Control 
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is achieved by always referencing the master recipe name and the control 

recipe name. 

When creating a control recipe, a CEL entry is created. 

ACTIONS FOR FILLING THE CONTROL RECIPE LIST 

As each control recipe can be executed only once, we assume that there are very many control recipes. 

As during the loading of the list of the control recipes each control recipe is opened on the hard disk, it 

makes sense to not display all control recipes. Therefore control recipes cannot be opened 

automatically. They must be called up manually and via filters: 

1. Provide the fitting filter options. 

2. Select the desired master recipes.  

3. Click on button Display associated control recipes in list. 

4. All control elements complying with the filters and the selection are displayed in the list of the 

control recipes. 

Action/filter Description 

currently executed control 

recipes 
Opens only control recipes that are currently being executed. Control 

recipe status: Running 

prepared control recipes Opens only control recipes which are prepared for execution. Control 

recipe status: Prepared 

completed control recipes Opens only control recipes which have already been executed. Control 

recipe status: Finished 

Display associated control 

recipes in list 
Displays all control recipes that are based on the selected master recipe 

and that comply with the set filter criteria. 
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9.13.2 Manage control recipes 

LIST AND LIST FORMATING 

List/action Description 

List control recipes In this list all control recipes can be displayed. The display can be 

limited by filters to an individual selection.   

Per default the list is empty. For filling the list you must: 

 select master recipes  

 Set the currently-executed control recipes,  

prepared control recipes and  

completed control recipes  

 filters 

 click button display associated control recipes in list  

In addition to the filters mentioned above, you can filter the list itself. 

The filtering can be preset in the zenon Editor in the screen switch 

function (à la page 68). Online filtering is also possible. These filters 

are discarded when the screen is called up again. A permanent 

definition is only possible in the zenon Editor. 

All commands are also possible in the context menu of the list. The 

commands for list management can be called from the header of the 

list. The commands for recipe management can be called at editing 

one or more recipes.  

The recipes in the list cannot be edited directly in the list. Renaming, 

changing the description or starting the recipes is only possible with 

the corresponding commands. 

 

The list can be designed diversely concerning content and look:  

  The displayed columns (à la page 75) can be selected, the column 

format (à la page 78) (column width, alignment, label) can be changed and you 

can define filters (à la page 80). These settings can be edited in Editor and 

Runtime. 

 At the settings of the list in the Editor you can find diverse setting 

possibilities in areas Affichage, Ascenceurs and Couleur. With 
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these properties you can even design the list ready for touch operation. 
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ACTIONS FOR LIST MANAGEMENT 

Action Description 

Column selection master 

recipe... 
Opens a dialog in order to determine which columns should be displayed 

(à la page 75).  

 These changes are discarded when the screen is called up 

again. A permanent definition is only possible in the zenon Editor. 

Format columns master 

recipe... 
Opens a dialog to edit the column settings (à la page 78). 

These changes are discarded when the screen is called up 

again. A permanent definition is only possible in the zenon Editor. 

ACTIONS FOR RECIPE MANAGEMENT 

Action Description 

Duplicate control recipe Only active if precisely one recipe was selected. 

Creates a copy of the selected recipe. At the creation of the copy, the 

version of the recipe saved on the hard disk is used. If the recipe is just 

edited in another computer and the changes have not yet been saved, 

the changes are not applied. The dialog for the input of a unique name 

and the description is opened.   

The copy of the recipe automatically gets the status Prepared and can 

therefore be edited and started. The REE status (à la page 238) of the 

duplicate is set to automatic. 

When duplicating a recipe, a CEL entry is created. 

Delete control recipe Deletes the selected recipes irrevocably. If the recipe is opened on 

another computer for editing, it is automatically closed there. 

Deleting is only possible if all selected recipes are not executed (control 

recipe status: In execution). In execution: First they must be 

finished, stopped or canceled. 

If recipes must not be deleted - e.g. FDA regimented environment - we 

recommend not to engineer this button or to give it an appropriated 

Niveau d'autorisation.  

When deleting a recipe, a CEL entry is created. 

Rename control recipe Only active if exactly one control recipe was selected. 

The dialog for the input of a unique name and the description is opened. 

Recipes can only be renamed if they are in status Prepared. 

Also use this function in order to changed the description of the control 

recipe. 

Open control recipe Opens the selected control recipe in the recipe editor if screen element 
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Recipe editor exists in the screen. Each selected control recipe is 

opened in a separate tab of the recipe editor. 

Start control recipe Starts the selected control recipe in the defined REE mode. The recipes 

are executed invisibly at the Server. It is not necessary that the recipe is 

opened in the recipe editor. 

 
 

9.13.3 Saving on the hard disk and backup scenarios 

MASTER RECIPES 

Each master recipe has a unique ID under which it is saved on the hard disk with file extension .MR; e.g. 

9.MR 

Each recipe conforms to one file. The ID of the recipe can be read from the list of the master recipes. For 

this column Master recipe ID must be visible. 

The folder for the master recipes is a sub folder of Dossier du Runtime: 

\RT\FILES\zenon\system\BatchRecipes 

For the recipe management file Recipe.unique is responsible which is located in the same folder. It 

makes sure that the recipe names are unique.  

 If you delete a recipe manually via the file explorer and therefore outside of the Runtime and the 

module Batch Control, you must delete file Recipe.unique for its content to be correct again. For 

example if you delete a control recipe manually, you cannot delete the respective master recipe in 

module Batch Control as the control recipe still exists according to module Batch Control. Only after a 

reinitialization of file Recipe.unique the master recipe can be deleted. 

The .MR files - and with this all master recipes - can be backed up at any time. For example you can use 

function File operations.  

The restoring should only be done if absolutely necessary as more current data is overwritten. Proceed 

as follows: 

1. Exit the Runtime. 
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2. Save all existing master recipes. 

3. Rename file Recipe.unique or delete it. It automatically re-created at the Runtime start 

from the .MR files. 

4. Restore the .MR files from an earlier backup. 

5. Restart the Runtime. 

CONTROL RECIPE 

Each control recipe has a unique ID under which it is saved on the hard disk with file extension .CR; e.g. 

9.CR 

Each recipe conforms to one file. The ID of the recipe can be read from the list of the control recipes. For 

this column Control recipe ID must be visible. Control recipes are always based on a master recipe 

and are therefore always assigned to it. The ID number circles are therefore only unique with regards to 

the underlying master recipe. 

 The master recipe with ID 9 has the control recipes with IDs 1 and 2. The master recipe with 

ID 10 has the control recipes with IDs 1 and 2. 

Therefore each master recipe has a sub folder in which the control recipes are saved. The name of the 

folder is always: <Master recipe ID>.crd. In our example there is the folder 9.crd with files 

1.CR and 2.CR and the folder 10.crd with files 1.CR and 2.CR. 

The folder for the command recipes are sub folder of Dossier du Runtime: 

\RT\FILES\zenon\system\BatchRecipes\. In this folder the individual control recipe folders 

have been created. In each control recipe folder there is the file Recipe.unique. It makes sure that 

the recipe names are unique.  

Proceed in the same was as for the master recipes only that you now need to backup all .CR files and 

the appertaining folder structure. At restoring you must delete all Recipe.unique files. They are also 

restored automatically. 

 

9.14 Recipe Execution Engine (REE) 

The REE (Recipe Execution Engine) executes recipes in the Runtime. You can start any number of 

recipes.  
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9.14.1 Symbols and Color 

The states during the process of a phase are displayed with the help of different symbols. Some symbols 

are also used for transitions and end simultaneous sequence. 

SYMBOLS AND WHAT THEY MEAN: 

Symbol Meaning 

 Phase starts. 

 Waiting for unit allocation. The unit of the phase is already being used in another recipe. 

 Whilst waiting for the input interlocking. 

  During the execution of a phase and the waiting for Reaction finished. 

 With transitions: Whilst running and waiting for transition condition. 

 With end simultaneous sequence: Waiting for all branches combined. 

 In preparation for start. After a restart when waiting for the restart conditions.  

  Reaction finished recognized; waiting for Reaction completed. 

 With transitions: Waiting for transition condition met. 

 With end simultaneous sequence: Waiting for simultaneous sequence finished and waiting for following 

condition. 

 Waiting for Durée d'exécution minimum procedure. 

 Waiting for exclusive execution. 

 Time out for unit allocation expired. 

 Time out for input lock expired. 

 Waiting too long for value for writing. 

 Time out for Reaction completed expired. 

 Time out for Reaction ended expired. 

If an error occurs during a phase, the phase is marked as faulty until it is restarted. 
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STATUS 

The execution status (à la page 238) of phases, transitions and end simultaneous sequence  is 

signaled in color: 
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Status Color 

Idle: White 

Running: Green 

Finished: blue 

Stopping: Two colors:  

 yellow 

 Original color 

Stopped: yellow 

Pausing: Two colors:  

 orange 

 Original color 

Paused: orange 

Holding: Two colors:  

 gray  

 Original color 

Held: gray 

Aborting: Two colors:  

 red 

 Original color 

Aborted: red 

Restarting: Two colors:  

 green 

 Original color 

Force:  

(phases or transitions 

only) 

Violet border 
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Timeout: red border 

ACTION ON STOP COMMAND 

After a stop command, the phases, transitions and end simultaneous sequence immediately go to 

stopped status, even if other elements are still waiting for a condition for stopping. Further 

subsequent commands such as cancel are ignored. The stopped status remains displayed. 

 

9.14.2 Create image 

Different images of the recipes and status can be saved during Batch operation: 

 When Runtime is closed, an image file Image of the recipe that is running is created 

automatically.   

 Cyclical: in a freely-definable time period between 30 and 4294967295 seconds, an optional 

image is written 

 When activating a phase: if a phase is activated, an optional image is written 

These methods can also be combined as desired. It can thus be ensured that Batch operation can also be 

continued correctly at any time in the event of errors.  

ENDING THE IMAGE IN RUNTIME 

If the Trigger end of Runtime event is triggered, the ending of Runtime is prevented until the 

Batch Control module has backed up all data. A process screen is created that represents the initial 

status for the restart. Likewise, it is ensured that the parameters of the Write set value action 

arrive at the control unit securely. Internally the phase is paused only when the writing confirmation 

from the driver ensued. This image contains the images of the REEs, the order of the allocation and all 

reactions which are needed for the restart. Find out more information in the chapter Exit and restart 

Runtime.  

CYCLIC IMAGE WRITING 

An image can also be written cyclically during Runtime. As soon as Activer écriture cyclique is 

activated, an image is created in the given cycle. 

To activate cyclical writing: 
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1. Go, in the properties of the Batch Control module, to the Recette d'image de procédé 

group.  

2. Activate the  property Activer écriture cyclique  

3. In the Temps de cycle [s] property, create the time period for the writing of the image; the 

minimum time period is 30 seconds 

Note: If the cycle time is changed and reloaded, then the next time to which an image is written 

is recalculated. 

With cyclical writing, the last two image files are always retained. Older ones are deleted. Writing is a 

two-stage process:  

1. The image is written to the TemporaryImg.REE file. 

2. If this was successful, the next version number is issued and the temporary file is renamed to the 

new version. 

With cyclically-created images, all recipes that are currently running are saved in the image. This ensures 

that the recipe is appropriate to the execution status on restarting. To do this, the recipe from the image 

overwrites the recipe in Runtime when restarting. It is only possible to restart if the recipe in question 

still exists and is still in an execution status. The recipe is not restarted if the recipe has already ended 

after the image has been created. 

IMAGE WHEN ACTIVATING A PHASE 

An image can also be created when activating a phase. To create an image each time a phase is 

activated: 

1. Go, in the properties of the Batch Control module, to the Recette d'image de procédé 

group. 

2. Activate the  property Écrire l'image lors de l'activation d'une phase  

An image is written in Runtime each time a phase is activated. 

SAVING AND RESTORING   

REE images are stored in the project folder with the following naming convention: 
Batch[Version-Hex].REE 
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With the file extension .REE, image files are read in when Runtime is started and the most recent version 

is identified. The most recent version is the image to be loaded and remains as a file after restarting. All 

other files with the extension .REE are deleted. 

 

9.14.3 Behavior of elements in Runtime 

General rules: Phases and all elements that follow them (transition, end simultaneous sequence, start 

simultaneous sequence, allocation) remain active until the next phase becomes active. (Exception: a 

manual skip is carried out.)  

PHASES 

PAUSED

In manual mode, it is possible to assign all phases the status paused.   

 The branch continues to be gone through before the end simultaneous sequence 

after the end of this. The active element is thus after the end simultaneous sequence and before 

the next phase. All phases before the end simultaneous sequence have the status paused. 

These phases are now only set to hold and then to restart. The other phases remain paused. If the 

restarted phase is ended, there is only one active element. If this is activated with the next step, then no 

active element is present any more. The end simultaneous sequence element remains paused 

however and does not switch through. 

 Continuation of the paused phases. 

The following applies to pausing and resuming: 

 Pausing and resuming with active element: A paused phase that is active for an active element is 

not continued.  

 Switching from manual REE mode to automatic: All phases that are active for an active element 

are resumed. 

 If a phase is paused in manual mode and the REE is switched to automatic, the phase 

remains paused. Global continuation would also not put this phase back to the status of 

continue, because the phase was paused in manual mode.  
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 A Pause phase command, followed by a global pause and a global resumption, sets 

phases that were paused using the Pause phase command to the status resume.  

 Phases that were paused in manual mode can be set to the status of resume with 

the Resume phase command.  

 The recipe status changes to running after global pausing and resumption. However phases 

with active elements remain paused and the active element remains unchanged. 

 The recipe status remains as running after local pausing and resumption. The recipe is 

resumed at the active elements. This also applies if the active element has been moved.  

SEQUENCE SELECTIONS 

The following applies in branchings: 

 As long as the left transition does not have a value, the right transition is ignored.  

 If the transition condition is met for both transitions, the left branch is selected.  

STOPPING ELEMENTS 

If an end simultaneous sequence is stopped, it becomes inactive immediately and does not react to any 

more REE commands such as cancel. Therefore is also does not change to the status aborted after a 

cancel command. The same applies to transitions. In contrast, phases may wait after stopping for 

further conditions to be met.  

TRANSITIONS  

 A transition before an end simultaneous sequence remains active, including the phase before 

the transition after it has been run through, if the transition is active after the end simultaneous 

sequence but has not yet been run through. 

 In sequence selection, impulses for a transition are ignored for as long as the transition to the 

left of the transition concerned does not have a valid value. 

 Transitions are deactivated with hold and restart. The active element is activated again in 

manual or semi-automatic mode. 
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9.14.4 Mode and mode change 

The REE can run in three modes: 

 Automatic: The recipe runs entirely automatically. 

 Semi-automatic: The recipe is executed manually. Conditions cannot be jumped. 

 Manual: Each step in the recipe or operation is executed manually; conditions that are being 

waited for can be skipped (forced).  

To execute a recipe manually or semi-automatically, the operation types (à la page 240) Step-by-step 

execution of the recipe and Jump can be used.  

When switching to automatic mode, all execution positions are removed. Global commands are only executed 

in branches that have no execution positions.  

  Information 

To react on serious events, you can change the mode during the running process via 

reaction type (à la page 41) influencing the recipe. 

 
 

9.14.5 The REE states 

The following states are possible: 
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Status Description 

Idle The REE is in idle state. 

Running When starting a control recipe, it changes to the status running. 

Finished As soon as the execution is finished, the recipe changes to status Finished. In 

this status execution is not possible. 

Pausing The recipe changes to status Paused. 

Paused Within the phase the process stops at: 

 Waiting for Finished 

 Waiting for Allocation 

 Waiting for Interlocking condition 

 Waiting for Phase finished 

 Check for parallel execution 

Holding The object changes to Held and does not carry out any allocations 

anymore. When restarted, the object is restarted and changes to 

running. 

Stopped Within the phase the process stops at: 

 Waiting for Finished 

 Waiting for Allocation 

 Waiting for Interlocking condition 

 Waiting for Phase finished 

 Check for parallel execution 

Restarting Phase is restarting. 

Restarted Phase is completely restarted. 

Stopping Stops the process and changes to Stopped. 

Stopped The object was stopped. 

Aborting Aborts the process and changes to Aborted. 

Aborted Recipe process was aborted. 
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If a recipe cannot be restarted in the image at the restart, its status automatically 

changes to Aborted. 

Prepared  Prepared for execution.  

ACTIVE ELEMENT AND JUMP TARGETS 

Status Description 

Continue If an object is paused and an active element is located after it, continue has the 

same effect as Next step. This also includes jumps. 

At a phase command the command only effects a jump in the same branch. 

Held Removed  

 With phase: execution positions in the branches 

 With global: all execution positions 

Pause Has now effects for jump targets. Already defined targets remain. 

Others Always causes the deletion of the jumps. 

For a phase command only the jump in the area of the phase is deleted. 

 

 

9.14.6 Step-by-step execution of a recipe and jumps in the recipe 

STEP-BY-STEP EXECUTION OF A RECIPE 

A recipe can be executed step-by-step if: 

 The recipe is in either semi-automatic or manual mode 

and  

 The status of the recipe is running.  

For the step-by-step execution the execution is held as soon as an element is finished with its execution. 

The holding is done via command Pause to the concerned execution path. As soon as all active 

elements in this path have reached the status of paused, the active element is marked by an red 

arrow. Operations are treated like all other objects of a recipe. 



Configure and control in the Runtime 

 

 

241 

 

 

The execution is resumed with: 

 a selective step: selection of the corresponding arrow (green) 

 a global step:  all positions with arrows for possible resuming are started 

If an communication error occurs with a phase whilst this is waiting for an active element, the active 

element is no longer displayed until the problem is rectified. However, if in the meantime, the execution 

is switched to automatic mode, then the phase is no longer paused and must be continued. This also 

applies if a switch to manual or semi-automatic mode is made again. 

COMMANDS  

For global commands all execution positions are deleted as the execution cannot be resumed from 

there.  

 Pause and Resume. The execution positions remain as they are.  

 Hold for a phase  The active element is deleted from the execution path of the phase. 

 Resume: If there is an active element, a selective next step is executed in this execution path. 
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HOLD RESTART

 

If you hold in this example (images from left to right) a simultaneous sequence and restart it, then you 

will reach after a step-by-step execution the already paused end simultaneous sequence.  To resume 

the execution from here, the left phase must receive command Resume.  

 

If, in a simultaneous sequence with a phase before, only one path is executed completely and waiting is 

taking place in one of the other simultaneous sequences (phase before is running), no active element 

is displayed in the simultaneous sequence. To get them in the other path, the phase must be paused 

with a phase command. After that it is possible to execute the path completely.  

However, if the simultaneous sequence with the active element continues to be executed, the phase 

before the simultaneous sequence is deactivated. The left path thus remains paused and without an 

active element. As there is not active phase, the execution can only be resumed with a global Pause 

and Resume. 
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JUMP 

Jump means to move from one position to another, distant position during execution in order to 

continue the execution there. 

To jump: 

1. Select an active element with the mouse cursor  

2. move it to one of the offered targets  

3. execute the next step 

All active elements in front of the source pointer are deactivated and the object after the target is 

activated. 

If a jump is registered for which source and target are analogously the same (jumps over lines, jump 

targets or end sequence selection objects), this jump is ignored and a simple step is executed.  

If, in parallel sequences, a jump is made in first simultaneous sequence via the phase, then the first 

phase before the simultaneous sequence is deactivated. Therefore no phase is active.  Phases cannot 

be skipped if this means that no phase would be active in the recipe. The following behavior when 

skipping leads to an error: 

 Recipe with simultaneous sequence 
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 A global step activates the phase before begin parallel sequence.   

 

 After the next step, the active element is before the phase in the simultaneous sequence. 
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 The active element is moved behind this phase. 

 

Objects before a begin parallel sequence become inactive as soon as 

objects become active after this. 

Thus the first phase becomes inactive when jumping. The skipped phase in the 

simultaneous sequence never became active, nor did the following phases. 

Thus no phase is still active in the recipe:  
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9.14.7 Process of a phase in detail 

A phase is always processed sequentially after the same pattern. To break down the exact process, you 

also need a following condition. For this display we use a transition as following condition. We give the 

phase the name Phase 1. You can find additional special process behavior with following condition in 

chapter Following condition (à la page 251). 
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Phase Transition Event 

Phase is activated 

 

 Phase activated 

All variables of the phase are 

registered at the drivers. 

  

Unit allocation is started 

and Waiting period unit 

allocation is started. 

 

 If the unit allocation was not 

successful in the first try: Unit 

allocation not possible 

Optional: Unit allocation possible 

within the waiting period. 

 

 Waiting period unit 

allocation exceeded 

Check is started whether phase isn't 

already executed. This can happen if 

the phase is already active in a 

simultaneous sequence or if the unit 

allocation was skipped manually and 

the phase is already executed in 

another recipe. 

 

 Phase started multiple 

times 

Start phase  Phase started 

Check of the input interlocking is 

started and Waiting period 

input interlocking is 

started. 

 If the checking of the input 

interlocking was not successful 

in the first try: Input 

interlocking blocked 
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Optional: Condition of the input 

interlocking not TRUE within the 

waiting period. 

 

 Waiting period input 

interlocking exceeded 

Writing the command tag 

 

 When all command tags were 

written: Finished writing 

command tags 

Checking of the phase-done 

condition is started and time for 

Minimum execution 

duration and Maximum 

execution duration is 

started. 

 

  

Optional: Phase-don condition 

fulfilled but Minimum 

execution duration not 

reached. 

 

  

Optional: Condition of the 

Phase-done condition not 

TRUE within the Maximum 

execution duration. 

 

 Maximum execution 

period exceeded 
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Optional: Waiting for restart of the 

whole execution. If the execution is 

still restarting (for other phases in 

the recipe the restart condition is 

not yet fulfilled), it is waited here. 

This guarantees that the following 

element is activated after the recipe 

changes to running. 

 

  

Phase-done condition is 

TRUE and minimum execution 

duration is reached or exceeded. 

 
Waiting period following  condition 

is started. 

Transition is activated Phase finished 

 All variables of the transition 

are registered at the drivers. 

Waiting period 

following condition 

exceeded 
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Optional: Following 

condition not within waiting 

period TRUE 

 

The transition condition is 

checked. 

 

The next phase is activated. The 

following condition can be 

composed from several objects (e.g. 

transition + unit allocation). No till 

the next phase is reached (or the 

end of the recipe), the following 

condition counts as fulfilled. 

  

Phase is informed that the following 

condition is fulfilled. 

 

Transition condition is TRUE. Phase deactivated 

All events of the phase are 

deactivated. 

  

All variables of the phase are signed 

off from the drivers. 

All variables of the transitions 

are signed off from the drivers. 

 

The phase is deactivated. The transition is deactivated.  

RULE FOR VALUES OF TRANSITIONS 

If a transition has value TRUE for the phase-done condition during the waiting period, it is marked as 

finished. If its value should later change to FALSE, the execution of the recipe is not influenced.   

GLOBAL PAUSING AND CONTINUATION IF THERE IS A COMMUNICATION ERROR 

If a phase is paused and there is a communication error, this cannot be simply continued.  Phase 

commands are prevented, recipe commands are circumvented. If the recipe is paused, a Continue 

recipe recipe command can be sent. As a result of this, the recipe changes to the status running, 

but the execution path of the phase concerned remains unaffected.  

 



Configure and control in the Runtime 

 

 

251 

 

 

Following condition 

A phase is active as long as the following condition is fulfilled. Only once the following condition is 

fulfilled is the phase is deactivated. The phase completed event is triggered and the phase is 

deactivated. Before it is deactivated, the event reactions are executed. Se also Process of a phase in 

detail (à la page 246) 

The following condition can be very different. Here some examples: 

 Phase 1 followed by a phase 2:  

As soon as the phase done condition (and optional the Minimum execution duration) is 

fulfilled for phase 1, phase 1 is completed and phase 2 is activated. 

 

 Phase 1 followed by a transition:  

Only when the transition condition is fulfilled, phase 1 is completed. 

 

 Phase 1 and phase 2 parallel followed by an end simultaneous sequence:  

Not before the phase done condition (and optional the minimum execution duration) is 

fulfilled for both phases, both phases are completed.  

 

 Phase 1 and phase 2 parallel followed by an end simultaneous sequence followed by a transition:  

Only when the transition condition is fulfilled, both phases are completed. 
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9.14.8 Escape phase 

It is possible to exit a phase during execution. Execution after the phase is then continued without 

having to run through the outstanding steps of the phase. It is only possible to exit a phase in manual 

mode. In the Editor, it is also possible to configure a condition in the Condition des états 

transitoires/Condition de sortie (échap) property.  

It is also possible to exit if the phase is in this status: 

 Running  

 Pausing  

 Paused  

 Holding  

 Held  

 Restarting  

If the exit command has been reached, the current execution step is canceled and checking of the 

Condition de sortie (échap) starts immediately. If the condition exiting is met, all necessary 

steps are instigated so that the object changes back to the status of running:  

 Restarting: The normal procedure is continued from the Wait until the recipe has the status 

"running". That means: All steps between instigating the exit and Wait until the recipe has the 

status "running" are not executed. 

 Running:  The normal procedure continues to be executed after the phase or the phase waits 

for the pause condition to be met. 

No more transient conditions are checked from the start of the check for the exit of a phase. Only after a 

switch to stopping or aborting is the checking of Condition de sortie (échap) 

interrupted. 

Behavior when exiting from the phase depending on the execution status: 

 Exit from the phase from holding or from held : 

A restart is only carried out internally when switching back to running. The execution data is 

retained with the object. This also applies if a restart is carried out during the checking 

Condition de sortie (échap). 

 Exit from the phase if the recipe status is not running or restarting:  

If there is a different recipe status, once the condition has been met, waiting continues until the 
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recipe status changes to running or restarting. This also makes it possible to exit with a 

different recipe status.  

For example: The recipe has the status held. The exit action is carried out for a phase. Then 

the end of the exit is only reached if the user executes a global restart command. This also 

makes it possible to exit if the recipe has the status held, without using the normal mechanism 

for a restart. 

  Information 

If an error occurs with communication to the PLC, the check of the exit conditions is 

postponed until the error has been rectified.  

SUPPRESSION OF REACTIONS WHEN EXITING  

Most events for the status change and mode change are suppressed whilst a phase is exited. The 

checking of the Condition de sortie (échap) has priority and the status change is also carried 

out without the condition being checked. Exceptions to this are stopping and aborting, as well as 

End Runtime triggered and Runtime restart, because these have a higher priority than 

Exit without phase. These events are triggered, as well as the event for Linked variable 

invalid. 

 

9.14.9 Restart phase 

Phases can be restarted. In doing so, all connected active objects are deactivated, including connected 

simultaneous sequences.  A phase always carries out a series of event for activation activation, 

start and finished, regardless of the number of restarts. Events that have already been carried out 

are skipped on restarting. Transient conditions are only checked after the start event.  

DEACTIVATION 

At the restart of a phase, all active objects are deactivated in principle, however only if they are linked. 

Isolated active objects are not deactivated. 

The deactivation starts from the object which has been active the longest. After the restart this object is 

also going to be activated. If this object is deactivated, it also deactivates all branches to which it can 

establish a connection via an active object.  
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A branch is isolated if it is not connected to another branch via an active object. The deactivation only 

takes place between connected branches. As long as an object does not have status Completed, there 

is not active connection to the following object.  

RESTART OF SELECTED PHASES 

One or more phases can be selected and restarted. For the selection of several phases, they must be in 

separate branches.  

The oldest object is restarted in the selected branch.  With this all active objects in the connected 

branches are deactivated. 

GLOBAL RESTART 

The global restart carries out a restart for all phases. The restart is done for the oldest active object and 

with this all connected, active objects are deactivated. All remaining active objects are in an isolated 

branch. Here also the oldest object is restarted until all active objects were dealt with.   

 

9.14.10 Secure writing of the command parameters 

The command parameters (initial parameters and value parameters) are written to the PLC securely. 

The waiting time can be configured in the Editor.  

PROCEDURE 

The following applies when writing command parameters: 

1. Waiting occurs until all parameters to be written as inverted have a value  

 If this is not possible within the configured waiting period, 3 attempts are made.  

 If there are still parameters with no value, no parameter is written, not even those 

with a value.  

2. Command parameters are written. 

3. The actual values are compared to the written values.  
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 After a positive write confirmation, waiting occurs until the variables to which they 

were written can be read again. All written values must be active at the same time. If 

the waiting period has expired, writing starts again. There is a maximum of 3 

repetitions. 

4. If all attempts have been unsuccessful, the Command parameter without value event is 

triggered. 

5. If secure writing is unsuccessful, a communication failure event is triggered. That means: 

 The error must be acknowledged. 

 The phase must be put back to the status "running".  

 Writing is restarted once continued.  

 The execution of the function is restarted in the event of a restart. 

6. The procedure can be paused, held etc. using commands whilst secure writing is being carried 

out. If the phase has the status paused and it is then continued, the writing is also restarted. In 

doing so, the values to be inverted are recalculated for a command parameter to be toggled.  

7. Writing of the command parameters can also be skipped. 

8. If Runtime is ended whilst writing the command parameters, these are rewritten when Runtime 

is started. Parameters to be toggled are recalculated. 

Duration, start time and end time of the writing are displayed in the tooltip of the phase.  

CONFIGURING THE WAITING PERIOD 

To configure the waiting period for secure writing:  

1. Navigate to the Général/Ecriture protégée group in the properties of the Batch Control 

module. 

2. Enter the desired waiting period in the Time out pour la protection d'écriture 

property  
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  Information 

The waiting period includes all waiting processes in the whole write process: 

 Waiting for values for all parameters to be written 

 Waiting for confirmation of the written parameters  

 Waiting for reading of the variables 

If the standard value of 20 seconds is used, all wait processes within 20 seconds must 

be concluded positively. If the waiting period has expired without a positive result, 

writing is started over. 

 

 

9.14.11 Exit and restart Runtime 

ACTIONS ON RESTARTING 

Actions can be predefined for restarting Runtime after closing. These can be defined for: 

 Redémarrage après arrêt normal 

 Redémarrage après défaillance du système 

One of the following actions can be selected for each of the two properties:  

 Hold recipe: The complete recipe is held after restarting.  

 Recipe pausing: The complete recipe is paused after restarting. 

 Retain recipe status: After restarting, the recipe is set to the same status as before 

closing. 

After restarting, an attempt is made to execute the configured status change. To do this, the 

corresponding command must also be executable. The status Restarting for recipes and phases is 

handled in the same way as in execution. That means: 

 Paused is set for: In execution, pausing and restarting.  
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 Held is set for: In execution, pausing, paused, holding and restarting. 

Transient conditions are not checked and events are not set. Therefore the status in the recipe can be 

brought in line with the status of the equipment, without sending events to the equipment for the 

status change. 

When restarting after Runtime has been restarted, the respective status is stored with the information 

in the recipes. For example: Paused after normal shutdown or Held after incorrect shutdown. 

The execution status is also displayed in the unit information. The execution status (numerical and text) 

in the unit information contains a number and text that corresponds to that of the variables in the 

screen. Including information on whether triggered by a restart, information on objects with a different 

status and objects that delay a status change. 

 The content of these variables is not compatible between zenon 7.10 and 7.11.  

IMAGE FILE 

At closing the Runtime an image file (à la page 234) of the running recipe is created. It contains the 

images of the REEs, the order of the allocation and all reactions which are needed for the restart.  

After the restart the allocations match the state before the finishing. It is saved who allocated a unit and 

who forced an allocation in which order.  If a recipe cannot be restarted (e.g. because of failed 

validation), the allocations for this recipe are removed. 

Reactions which were triggered by the process are also incorporated in the image if they are active. 

They are then executed after the REE is restarted. This guarantees that the reaction is always executed 

as a whole either before the image file is created or after the restart. 

The Exit Runtime reaction is always executed and can never be incorporated in the image.  
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SYNCHRONOUS WRITING 

The REE manages the confirmation for all variables whose write set value should be executed 

synchronously.  The time out for this is defined by the time within which the Runtime must be closed. 

For each write acknowledgment the time out is restarted. A time out is written in the log file.  

Variables which don't access a driver are always written without an acknowledgment even if an 

acknowledgment is requested. Internal drivers do not support acknowledgments.  

ALLOCATE TAG  

As during the start of the Runtime all drivers are also started, it is possible that they do not provide valid 

values if they are needed at the restart. During the restart it is not waited for the value update. This 

does not ensure that the value is written as expected. If no value is available, the alternate value is used. 

It is waited for the values of the internal driver if they are available within 2 cycles.  

CHECKING FOR A COMMUNICATION ERROR 

A check is also made for communication errors when restarted if this has been configured (à la page 

284).  

 

10. Behavior in the network 

Le module Batch Control est pleinement capable d'utiliser un réseau en termes de technologie 

Client/Serveur. Cela signifie que les recettes de batch peuvent être créés, dupliquées, modifiées, 

supprimées, etc. sur un système client. L'ensemble de la gestion de la recette, toutefois, est toujours 

effectuée sur le serveur. De même, l'ensemble du processus de contrôle (à l'image des commandes 

Démarrer la recette, Suspendre la recette, Arrêter la recette, etc.) peut être géré depuis le client. En 

outre, les changements de mode et les opérations manuelles telles que Saut sont possibles. 

  Attention 

Le module Batch Control n'est pas compatible avec la fonction de redondance. Aucune 

synchronisation n'est effectuée avec le Serveur redondant. En cas de défaillance du 

serveur, les recettes de batch exécutées ne se poursuivent pas automatiquement sur le 

Serveur redondant ! 

For using Batch Control in a network the following is true: 
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ALLOCATION 

 The forcing of allocations can be carried out be Server and Client. 

 FUNCTIONS 

Functions are always carried out at the Server.  

PHASES 

 Editing phases in the master recipe: 

 Edit mode: Changes are done locally at the Client. 

If during the editing the recipe is saved on another computer in the network, the 

current configuration is lost. An appropriate message is displayed and the editing 

dialog is closed. The new data from the server are displayed. 

 Test mode: Changes are done at the Server. 

 Control recipe: Changes are done at the Server. 

 If a recipe is saved in the network, all Clients using this recipe are updated. 

 If a recipe is opened on a client, the current version on the server is always displayed, even if it 

has not yet been saved there. 

 If a recipe is deleted on a computer, a message is displayed on all computer on which the recipe 

is opened that the recipe has been deleted.  

MODE 

 The mode (automatic, semi-automatic, manual) can be switched by the server and the client. 

 Jumps in the recipe and step-by-step progress of a recipe can be done from Server and Client. 

RECIPES 

 Recipes can be started and controlled by the zenon server and by zenon clients. 

 If parameters in a recipe are changed whilst the recipe is saved on a different zenon client, the 

change to the parameters is refused and not carried out.  



Behavior in the network 

 

 

260 

 

 

 A master recipe can be changed on the zenon client whilst it switches to test mode on the zenon 

server and is sent to the zenon client. The changes that were last saved are transferred. This 

means: If the zenon client saves last, the recipe is switched to editing mode again. If the zenon 

server saves last, the change to the zenon clients is discarded and the recipe is in test mode. 

 If a communication error occurs when deleting a recipe or an operation template, the deletion is 

refused with an error message. 

WEB CLIENT 

With a standard web client: 

 The settings for grid and color can be changed 

 No recipes can be created or edited 

 The size of the editing area cannot be changed  

 In the tool bar, all symbols that are not permitted are deactivated; it is not possible to select the 

corresponding objects. 

Web client PRO is not affected by these restrictions.  

 

10.1 Redundancy 

zenon Batch Control does not support redundancy. In networks that have been set up as redundant, this 

means: 

 If the server fails, the recipe is in an undefined status.  

It is not passed on to the standby server.  

 On the standby server, once it has stepped up to become the server: 

 Master recipes can be switched back to edit mode and deleted.  

These changes are carried over to the server once it is working again.  

 Control recipes cannot be edited or executed.  

 Starting, pausing or other commands are not possible on the Standby Server.  

 If the recipe is not edited in the Standby Server, it runs normally again as soon as the server is 

online again.   
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11. Reporting 

Reports for configuration of the recipes can be created with the Report Viewer integrated into zenon.  

When switching to a Report Viewer screen: 

 it is possible to filter for recipes (à la page 261)  

 Datasets for Batch Control reports can be created:  

 Master recipe 

 Control recipe 

 Recipe screens 

 Matrix cells 

 PFC structure 

 Phases 

 Parameters 

 Transitions  

 Unit allocations 

 Operation instance   
 

11.1 Filtre de recette du module Batch Control 

Lors de l'appel d'un synoptique de type Report Viewer, un filtre peut être défini pour les recettes 

provenant du module Batch Control. Pour filtrer en fonction des recettes : 

1. Ouvrez l'onglet Définition de rapport pour l'appel de synoptique  

2. Accédez à la section Filtre.  

3. Dans l'onglet Filtre spécifique au module, cliquez sur Batch Control: filtre de 

recette.  
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4. La boîte de dialogue de configuration du filtre s'affiche à l'écran. 

 



Reporting 

 

 

263 

 

 

Paramètres Description 

Utiliser le filtre de recette pour Sélection du type de recette appliqué au filtre : 

 Recette principale 

 Recette de contrôle 

Recette principale Active : le filtrage est effectué sur la base des recettes 

principales. 

Recette de contrôle Active : le filtrage est effectué sur la base des recettes de 

contrôle.  

 les recettes principales associées doivent 

également être sélectionnées. Si aucune recette principale n'a 

été sélectionnée pour la recette de contrôle, le filtre ne 

pourra pas trouver la recette recherchée dans le Runtime. 

 Si la recette principale n'est pas connue, il est 

recommandé de filtrer toutes les recettes principales avec un 

opérateur. 

Paramètres du filtre de recette Options du filtre de recette 

Appliquer la sélection de la 

liste de recettes du 

synoptique Batch Control 

effectuant l'appel 

Active : Dans le Runtime, la première recette sélectionnée 

sur l'écran de batch depuis lequel est appelé le synoptique 

Report Viewer est utilisée. Les paramètres individuels de cette 

boîte de dialogue sont alors indisponibles. 

Inactive : Les paramètres de filtre sont modifiés 

individuellement dans cette boîte de dialogue. 

Recette principale Paramètres de sélection de la recette principale. Sélectionnez 

dans la liste déroulante :  

 Nom avec caractères génériques :  

Un nom contenant un opérateur peut être saisi dans le champ 

de saisie. Un filtrage est effectué en fonction du nom. 

 Nom issu de la variable :  

Le nom de la recette principale est défini par une variable dans 

le Runtime. Cliquez sur le bouton ... Ouvre la boîte de 

dialogue de sélection de variables. 

 Identifiant issu d'une variable :  

L'identifiant de la recette principale est défini par une variable 

dans le Runtime. Cliquez sur le bouton ... Ouvre la boîte de 
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dialogue de sélection de variables. 
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Version Sélectionnez la version (à la page 199) souhaitée dans la 

liste déroulante. 

 Tout :  

La version indiquée n'est pas prise en compte et chaque version 

trouvée est utilisée.   

 Version fixe :  

Ce paramètre effectue un filtrage en fonction des versions 

indiquées dans ce champ.  

Version maximale possible : 4294967295 

 Version issue d'une variable :  

Le filtrage est effectué en fonction de la recette présente dans 

les variables liées lors de l'exécution. Cliquez sur le bouton ... 

pour ouvrir la boîte de dialogue de sélection de variables.   

 Uniquement la version la plus ancienne 

:  

Seule la recette comportant le numéro de version le plus ancien 

est utilisée. 

Uniquement la version la plus récente :  

Seule la recette comportant le numéro de version le plus 

récent est utilisée. 

État de la recette principale Sélectionnez l'état de la recette dans la liste déroulante : 

 Valide ou obsolète 

 Valide 

 Obsolète 

Filtrer les résultats pour Sélectionnez l'identifiant devant être sélectionné lors du 

filtrage de noms en choisissant l'une des options suivantes 

dans la liste déroulante : 

 Uniquement l'identifiant le plus ancien  

 Uniquement l'identifiant le plus récent 

Un rapport peut uniquement être utilisé pour une recette ; il 

est donc impossible de filtre « toutes les recettes ».  

Recette de contrôle Paramètres de sélection de la recette de contrôle.  

Sélectionnez dans la liste déroulante :  
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 Nom avec caractères génériques :  

Un nom contenant un opérateur peut être saisi dans le champ 

de saisie. Un filtrage est effectué en fonction du nom. 

 Nom issu de la variable :  

Le nom de la recette de contrôle est défini par une variable dans 

le Runtime. Cliquez sur le bouton ... Ouvre la boîte de 

dialogue de sélection de variables. 

 Identifiant issu d'une variable :  

L'identifiant de la recette principale est défini par une variable 

dans le Runtime. Cliquez sur le bouton ... Ouvre la boîte de 

dialogue de sélection de variables.  

Une recette peut être identifiée avec précision si la valeur de la 

variable à l'heure de l'exécution est un identifiant valide d'une 

recette de contrôle. 

 Identifiant de tâche issu d'une 

variable :  

Identifie les recettes de contrôle appartenant aux recettes 

principales déjà trouvées et possédant l'identifiant de tâche 

spécifié. Tout type de variable pouvant être lié. La valeur est 

automatiquement convertie en variable STRING. 

Si la variable ne comporte aucune valeur, aucune 

recette n'est transmise au module Report Viewer.  
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État de la recette de contrôle Sélectionnez l'état de la recette dans la liste déroulante : 

 Tous 

 Prête 

 En cours d'exécution 

 Exécution terminée  

 Terminée avec des erreurs  

 Obsolète 

Filtrer les résultats pour Sélectionnez l'identifiant devant être sélectionné lors du 

filtrage de noms ou de tâches en choisissant l'une des options 

suivantes dans la liste déroulante : 

 Uniquement l'identifiant le plus ancien  

 Uniquement l'identifiant le plus récent 

OK Applique toutes les modifications, crée le filtre et ferme la 

boîte de dialogue. 

Annuler Annule toutes les modifications effectuées sur tous les 

onglets, puis ferme la boîte de dialogue.  

Aide Ouvre l'aide en ligne.  

 Pour la 

sélection de variables en fonction de leur leur nom ou leur identifiant, il est possible de sélectionner des 

variables numériques ou string, respectivement. Les types de données sont convertis au format correct 

correspondant.  

 

12. Formula editor 

The formula editor is automatically opened if you need to enter or edit a formula. Above all: 

Editor: 

 Phases    

 Interlocking conditions 

 all conditions for transitions 
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 Phase done condition 

Runtime: 

 Phase done condition and interlocking when editing a phase 

 Editing transitions 

 

 If the phase referenced in the formula is removed and a new phase is added, the operands are 

reassigned in the case of operands. To do this, the same phase must be reinserted. Parameters from a 

different phase are not automatically linked. 

ENTER FORMULA 

The following input is accepted: 

 Constant as decimal number  

 Hexadecimal number if it is preceded by an x 

 Dot as decimal separator; the following is true: 

 Comma is automatically converted into a dot: 23,000 to 23.000 
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 Decimal places which are only zeros are removed: 23.000 to 23 
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Parameters Description 

Tag list List of the tags which can be used for the formula.  

Each entry contains of: 

 a basis node for the label 

 a value 

 a status 

 the bits for value and status 

A symbol at the first node displays whether it is a command or return 

tag. 

The short indetifier at the beginning of the name is used for the 

formula. 

Add Opens the dialog for adding a parameter (à la page 273). For this, the 

following applies: 

 The following can be added: numeric and binary tags and tags for time duration. 

Values for duration are converted to seconds 

 For conditions of the phase only the tags created for it can be added.  

 Tags can be added multiple times.  

Replace Makes it possible to replace a tag. Clicking on the button opens the 

dialog to add a parameter (à la page 273).  

 Selection of a new parameter replaces the highlighted parameter. 

 Clicking on the no selection button deletes the highlighted parameter from 

the list. 

The short identifier remains the same at replacing.  

Remove Removes the highlighted tag. For a tag to be deleted: 

 the formula must be correct 

 the selected tag must not be used in the formula 

Logical Operators Via the buttons for operators, operators are added to the formula. 
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AND logical 'AND' 

OR logical 'OR' 

XOR logical 'EXCLUSIVE OR' 

NOT Negation 

Syntax The operator buttons add the string shown on them to the formula. 

( Open parenthesis 

) Close parenthesis 

Bit by bit and 

comparison operators 
 

& And 

| Or 

> greater than 

>= Greater than or equal 

< less than 

<= Less then or equal 

= Equal 

<> less or greater 

Condition Configuration and display of the formula. 

Copy Copies the whole formula: 

 All configured tags from the tag tree 

 Formula from the field 

Paste   Pastes a formula from the clipboard. At this all already configured 

elements are deleted and replaced by the copied formula. 

When copying formulas between phases, it is tried to resolve the 

operands via their names. For tags which are not found invalid entries 

are created in the operands list. Their point of use in the formula 

remain the same. 

OK Applies formula and closes the dialog.  
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For this the formula must be correct.  

Cancel Discards all changes and closes the dialog. 

 

  Information 

You can link up to 99 tags in a formula. X01 to X99. The length of the formula must not 

exceed 4096 characters. 

Parameters Description 

value bits 32 value bits (von 0 -31) are available. They describe the tag value bit by bit. For 

binary tags only bit 0 is of importance, for SINT and USINT only the bits from 0 - 

7, etc.  

Status bits Here you find the most commonly used status bits. You find the exact definition 

and use of the status bits in the Status Bits List. 

Value and 

status 

In the formulas, all values (value bits and status bits) are treated as binary values 

and can be logically linked with AND, OR, etc.  

 The total value and overall status are an exception to this. In order to get a 

Boolean result this total value has to be ORed with a constant bitwise. For this, 

we use the operator &.  

For the result 0 (false) of this logical ORing we get the binary value 0 (false), 

otherwise 1 (true).  

Example: see chapter Example bit by bit ORing 

 

 Info 

The status bits NORM and N_NORM are only available in the formula editor and cannot 

be engineered via the status. 



Formula editor 

 

 

273 

 

 

  Information 

Les formules comportant des valeurs X binaires et des liens au niveau des bits peuvent être 

utilisées avec 2 valeurs binaires maximum. Si d'autres valeurs sont requises, la liaison doit être 

établie sans valeurs X binaires. 

Exemple : 

X01.Value & X02.Value -> fonctionne  

X01.Value & X02.Value & X03.Value -> ne fonctionne pas 

Toutefois : 

X01.00 AND X02.00 AND X03.00 AND X04.00 AND X05.00 -> fonctionne  

 

 

12.1 Adding parameters 

Clicking on the Add button in the formula editor (à la page 267) opens the dialog to select parameters 

that are to be used for a formula. 
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Parameters Description 

Project list Display of the active project. Only parameters that have been created in the 

active project for the phase to be configured can be selected.  

TAG list List of the parameters available for the selected phase. 

Multiple selection is possible. Apply by selecting and and clicking on the OK 

button or by double clicking on a parameter. 

No selection Deletes parameters already set. Only effective for replacement of parameters. 

If a parameter is highlighted in the formula editor and this dialog is opened by 

clicking on the Replace button, then clicking on the No selection button 

deletes the parameter from the list in the formula editor.  

The short identifier remains the same at replacing.  

OK Inserts selected parameters into the parameter list of the formula and closes 

the dialog. 

Cancel Discards selection and closes dialog. 

Help Opens online help. 
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12.2 List of status bits 

Numéro de 
bit  

Désignation 
abrégée 

Nom long  Intitulé zenon Logic 

0 M1 État utilisateur 1 _VSB_ST_M1 

1 M2 État utilisateur 2 _VSB_ST_M2 

2 M3 État utilisateur 3 _VSB_ST_M3 

3 M4 État utilisateur 4 _VSB_ST_M4 

4 M5 État utilisateur 5 _VSB_ST_M5 

5 M6 État utilisateur 6 _VSB_ST_M6 

6 M7 État utilisateur 7 _VSB_ST_M7 

7 M8 État utilisateur 8 _VSB_ST_M8 

8 NET_SEL Sélectionné dans le réseau _VSB_SELEC 

9 REVISION Révision _VSB_REV 

10 PROGRESS En fonctionnement _VSB_DIREC 

11 TIMEOUT Dépassement dans le Runtime _VSB_RTE 

12 MAN_VAL valeur manuelle _VSB_MVALUE 

13 M14 État utilisateur 14 _VSB_ST_14 

14 M15 État utilisateur 15 _VSB_ST_15 

15 M16 État utilisateur 16 _VSB_ST_16 

16 GI Interrogation générale _VSB_GR 

17 SPONT Spontané _VSB_SPONT 

18 INVALID Invalide _VSB_I_BIT 

19 T_CHG_A Annonce heure été/hiver _VSB_SUWI 

20 OFF Désactivé (non rafraîchi) _VSB_N_UPD 

21 T_EXTERN Horodatage en temps réel externe _VSB_RT_E 

22 T_INTERN Temps réel interne _VSB_RT_I 

23 N_SORTAB Non triable _VSB_NSORT 
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24 FM_TR Valeur de message de défaut du 

transformateur 

_VSB_DM_TR 

25 RM_TR Message de marche du 

transformateur 

_VSB_RM_TR 

26 INFO Informations de la variable _VSB_INFO 

27 ALT_VAL Valeur de substitution 

Si aucune valeur n'a été transférée, 

la valeur de remplacement définie 

est utilisée ; dans le cas contraire, la 

dernière valeur valide est utilisée.  

_VSB_AVALUE 

28 RES28 Réservé à une utilisation interne 

(clignotement d'alarme) 

_VSB_RES28 

29 N_UPDATE Non actualisé _VSB_ACTUAL 

30 T_STD HIVER;Heure d'hiver _VSB_WINTER 

31 RES31 Réservé à une utilisation interne 

(clignotement d'alarme) 

_VSB_RES31 

32 COT0 Cause de transmission bit 1 _VSB_TCB0 

33 COT1 Cause de transmission bit 2 _VSB_TCB1 

34 COT2 Cause de transmission bit 3 _VSB_TCB2 

35 COT3 Cause de transmission bit 4 _VSB_TCB3 

36 COT4 Cause de transmission bit 5 _VSB_TCB4 

37 COT5 Cause de transmission bit 6 _VSB_TCB5 

38 N_CONF Acceptation négative de la sélection 

par le périphérique (IEC60870 

[P/N]) 

_VSB_PN_BIT 

39 TEST Bit de test (IEC 60870 [T]) _VSB_T_BIT 

40 WR_ACK Écriture reconnue _VSB_WR_ACK 

41 WR_SUC Écriture OK _VSB_WR_SUC 

42 NORM État Normal _VSB_NORM 

43 N_NORM État déviation normale _VSB_ABNORM 

44 BL_870 État IEC 60870 : bloqué _VSB_BL_BIT 
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45 SB_870 État IEC 60870 : substitué _VSB_SP_BIT 

46 NT_870 État IEC 60870 : non topique _VSB_NT_BIT 

47 OV_870 État IEC 60870 : dépassement _VSB_OV_BIT 

48 SE_870 État IEC 60870 : sélectionné _VSB_SE_BIT 

49 T_INVAL Temps invalide non défini  

50 CB_TRIP Déclenchement disjoncteur détecté non défini 

51 CB_TR_I Détection déclenchement 

disjoncteur inactive 

non défini 

52 RES52 réservé non défini 

53 RES53 réservé non défini 

54 RES54 réservé non défini 

55 RES55 réservé non défini 

56 RES56 réservé non défini 

57 RES57 réservé non défini 

58 RES58 réservé non défini 

59 RES59 réservé non défini 

60 RES60 réservé non défini 

61 RES61 réservé non défini 

62 RES62 réservé non défini 

63 RES63 réservé non défini 

 

  Information 

Dans les formules, tous les bits d'état sont disponibles. La disponibilité peut être réduite 

dans le cadre d'autres utilisations. 

Pour plus de détails concernant la gestion des états, reportez-vous au chapitre Gestion d'états. 
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12.3 Logical Operators 

Liens logiques : seule la valeur logique '0' sera recherchée dans les variables ; si la valeur n'est pas égale 

à '0', elle sera considérée comme égale à '1'. 

Contrairement aux formules bit, la portée technique peut être modifiée au moyen d'un facteur 

d'étirement -> (différent de '0' ou '1'). 

Opérateur Signification 

ET ET logique 

NOT Négation 

OU OU logique 

XOR OU EXCLUSIF logique 

Les opérateurs possèdent la priorité suivante dans le calcul de la formule : 

Priorité Opérateur 

1 & (opérateur des formules bit)  

2 NOT 

3 ET 

4 XOR/OR 

 

Informations concernant  

Jusqu'à 99 variables peuvent être liées dans une formule. X01 à X99. 

 

Informations concernant  

Les bits d'état NORM et N_NORM sont uniquement disponibles dans l'éditeur de 

formules et ne peuvent pas être configurés par l'intermédiaire de l'état. 
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12.4 Bit formulas 

Les formules Bit comportent uniquement un état logique haut ou bas. Contrairement aux formules 

logiques, la valeur brute est déjà prédéfinie (0,1). 

Opérateur Description 

& ET 

| OU 

 
 

12.4.1 Example: ORing bitwise 

Vous voulez savoir si l'un des bits d'état utilisateur 1 à 8 (M1 ... M8) de la variable X01 est défini : 

FORMULE CLASSIQUE :  

X01.M1 OR X01.M2 OR X01.M3 OR X01.M4 OR X01.M5 OR X01.M6 OR X01.M7 OR X01.M8.  

Cette requête peut être considérablement simplifiée en utilisant la condition logique OR sur l'état 

général.  

INTERROGATION OR LOGIQUE :  

X01.Status & 0xFF  

La constante peut être saisie au format hexadécimal, comme ci-dessus. 

0xFF  en décimal vaut 256, et correspond aux huit premiers bits d'état (en binaire, 11111111). Si l'un 

de ces bits est défini sur 1, le résultat de l'application de la condition logique ORing au niveau des bits 

est 1 (True) ; dans le cas contraire, le résultat est 0 (False).  

Si, par exemple, tous les bits d'états utilisateur sont à tester sauf le bit M7, la formule binaire serait : 

10111111. Le bit 7 est sans intérêt, et est donc défini sur 0. Ceci correspond à 0xBF en hexadécimal. 

L'expression de la formule est alors : X01.Status & 0xBF. 

A la place d'une comparaison de bits avec OR à l'aide d'une constante, la valeur peut également être 

comparée directement à un nombre décimal. Si la comparaison est fausse, la valeur binaire sera égale à 

0 (False) ; dans le cas contraire, elle prendra la valeur 1 (True).    
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Si vous voulez savoir si la valeur est égale à la constante 202 : La formule est alors :   

X01.value = 202  

Si la valeur est égale à la constante 202, le résultat de la formule est 1 (True) ; dans le cas contraire, le 

résultat est 0 (False).  

 avec le caractère OR (|), la condition logique OR au niveau des bits fonctionne de la même 

manière que dans cet exemple. 

 

12.5 Comparison operators 

Les opérateurs de comparaison permettent de comparer directement deux valeurs numériques. Le 

résultat des comparaisons est une valeur binaire. "0" si la condition est fausse et "1" si la condition est 

vraie. 

Opérateur Description 

< inférieur  

> supérieur 

<= Inférieur ou égal à 

>= Supérieur ou égal à 

= Égal 

<> Différent de 

À gauche et à droite de l'opérateur de comparaison doivent se trouver des valeurs complètes ou des 

états complets ; des bits simples ne peuvent pas être utilisés. 

A droite d'un opérateur de comparaison, vous pouvez également utiliser une constante (les constantes 

ne peuvent être que des entiers. La comparaison avec un nombre réel flottant n'est pas possible).  

Ces constantes sont saisies sous forme de valeurs hexadécimales ou de valeurs décimales dans l'élément 

combiné. Les chiffres hexadécimaux sont automatiquement convertis en valeurs décimales lorsque vous 

cliquez sur OK (par exemple, 0x64 égale 100 en chiffres décimaux). 
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  Exemple 

X01.valeur >= X02.valeur  

Le résultat est 1, si la valeur de X01 est supérieure ou égale à la valeur de X02  

 

X01.valeur = 0x64  

Le résultat est 1, si la valeur de X01 est exactement égale à la valeur numérique 100 (= 

hex 0x64)  

 

(X01.valeur = 0x64) OR (X01.valeur = 0x65)  

Le résultat est 1, si la valeur de X01 est exactement égale à la valeur numérique 100 ou 

101 (= hex 0x64 ou hex 0x65) 

 

 

12.6 Examples for formulas 

LIAISON LOGIQUE AND SIMPLE ENTRE DEUX VALEURS DE BITS 

 Exemple 

Formule : X01.03 AND X02.03 

 Cette formule vaut TRUE si le bit 3 de la variable 1 et le bit 3 de la variable 2 sont tous deux égaux à 

1. 

COMPARAISON D'UNE VALEUR ANALOGIQUE OU DE L'ÉTAT D'UNE VARIABLE 

 Exemple 

(X01.Value > X02.Value) 
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COMPARAISON DE VALEURS ANALOGIQUES SUR UNE BASE LOGIQUE 

 Exemple 

(X01.Value> X02.Value) AND (X01.Value = X02.Value) 

COMPARAISON À L'AIDE DE BITS DE VALEUR ET DE BITS D'ÉTAT 

 Exemple 

(X01.Value> X02.Value) AND (X01.Value = X02.Value) OR (X01.03 = X02.03) 

COMPARAISON D'UNE VALEUR AVEC UNE VALEUR DÉCIMALE OU HEXADÉCIMALE 

 Exemple 

Formule : (X01.Value = 111) 

Formule : (X01.Value = 0x6F) 

Si une valeur hexadécimale est utilisée, cette dernière est convertie en valeur décimale lorsque vous 

cliquez sur OK. Si une valeur décimale est saisie et confirmée, la valeur reste affichée au format décimal 

après la réouverture. 

Informations concernant  

Il n'est pas possible d'utiliser une virgule ou un point lors de la saisie d'une valeur. 

 

 

13. CEL 

Messages, information and errors for recipes, units, commands, reactions, events etc. are saved and 

displayed in the Chronological Event List (CEL).  
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GROUPS AND CLASSES 

CEL information can be allocated to groups and classes. These correspond to the alarm/event groups 

and alarm/event classes created in the project. The respective group or class is also entered in the CEL 

and can be used for filtering and grouping.  

Groups and classes are allocated for actions for: 

 Recipes 

 Commands 

 Value changes 

 Jumping, forcing and step-by-step execution 

The set group or class is entered into the CEL for the following recipe actions: 

 Master recipes list 

 New 

 Create new version 

 Delete 

 Duplicate 

 Rename 

 Release 

 Highlight as outdated 

 New control recipe 

 List control recipes 

 Rename 

 Duplicate 

 Delete 

 Operation list 

 New 

 Rename 

 Duplicate 

 Delete 



Failure handling 

 

 

284 

 

 

 Release 

The set group or class is entered for all recipe commands, phase commands, mode switches and restart 

messages. 

The set group or class is entered in the event of value changes to parameters in master recipes in test 

mode and for control recipes. 

The set group or class is entered for all manual steps, when jumping steps and when executing steps. 

Groups and classes are allocated 

 In general: in the properties of the Batch Control node in the Groupes/classes 

d'événements group 

 Reactions: in the properties of the event of a reaction in the Réactions/Entrée dans la 

liste d'événements group  

 

 

 

14. Failure handling 

If communication failures or PLC errors occur, these can be detected in Runtime using a formula 

configured in the editor. In the event of a communication error, the phase concerned is paused or held 

(depending on configuration).  
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14.1 communication errors 

Detection of problems can be specially configured for each phase, because phases can also run on 

different PLCs. The reaction to a communication error is defined globally for all phases. In addition, a 

reaction to the communication error (à la page 33) event can be configured.  

To configure the detection of communication errors: 

1. highlight the desired phase 

2. Click, in the Perte de communication property group, on the Perte de 

communication property  

3. In the formula editor (à la page 267) that opens, define the condition for detecting 

communication errors 

4. click on property Erreur de communication acquittée  

5. Define the condition to detect the reestablishment of communication  

6. Navigate to the properties for the Batch Control module  

7. In the Général/Perte de communication group, open the Action pour la perte de 

communication property 

8. Select the desired reaction to a communication error from the drop-down list 

 Phase holding 

 Phase pausing 

CHECKING IN RUNTIME 

When starting a phase or when restarting Runtime, 60 seconds is waited for values for the formula to 

check communication. If no values are received within this waiting time, a communication error is 

assumed.  

Another check for communication errors is made if the phase is in a new step. 

When restarting Runtime, the waiting for values can be in many steps, because the communication is 

started again in the middle of the process. A check for communication failures is also made at areas 

where a check for faults is made.  



Failure handling 

 

 

286 

 

 

REESTABLISHMENT 

A loss of communication to the PLC is determined if the value of the formula for the Perte de 

communication property is TRUE.  Waiting is carried out until communication has been 

reestablished, i.e. the value of the formula is FALSE.  After this, waiting is continued until the value of 

the formula for the Erreur de communication acquittée property is TRUE or empty. The 

execution of the object can be continued from this time only. 

In the time between the loss of communication and reestablishment of communication: 

 No phase commands can be sent to the phase concerned 

 If the status is changed directly, transient conditions are not checked  

 No reactions are triggered for a status change 

 the procedure path of the phase concerned remains the same when a continue or restart 

global command is executed 

 The subsequent execution positions are offset until the communication to the phase has been 

reestablished 

In the event of a communication error, this can be skipped both whilst the error is active and whilst 

communication is being reestablished. In both cases, the communication is considered reestablished. All 

reactions to the skipped steps are triggered. The skipping is displayed in the tooltip. 

If a communication error has been skipped, then a new one cannot occur until the value of the formula 

for the Perte de communication property has not changed to FALSE.  

In the status line of the recipe editor, there is information about errors in the recipe available above the 

symbol of the error display and its tooltip. Only the information with the highest priority is shown. 

Active errors and historical errors are not shown at the same time. 

Prioritization and coding of the error display in the tooltip: 
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Priority Color Description 

1 red Currently x errors active. 

2 red Currently x communication errors not yet acknowledged. 

3 yellow Errors were present. 

4 green faultless 

 "Currently x errors active" counts both procedure errors and communication errors. 

 

14.2 PLC error 

The detection of PLC errors can be configured for each phase.  

To configure the detection of PLC errors in Runtime: 

1. Configure a variable that reports the PLC error in zenon  

2. Highlight the desired phase in the Editor in the Batch Control module.  

3. Click, in the Perte de communication property group, on the Erreur de l'automate 

property  

4. In the formula editor (à la page 267) that opens, define the condition for detecting PLC errors 

using the configured variables.  

Note: The formula can be displayed in the report (à la page 261).  

To display the number of active and rectified PLC errors in a screen: 

1. Select the unit for whose phases PLC error detection has been configured.  

2. Go to the property group Information runtime/Erreur.  

3. Configure the variables for the properties.  

 Nombre d'erreurs actives sur l'automate  

 Nombre d'erreurs résolues sur l'automate 

4. Configure the evaluation and display of variables in Runtime. 



Troubleshooting 

 

 

288 

 

 

CHECKING IN RUNTIME 

If a formula is linked for PLC errors, this is checked whilst the phase is active. Checking starts once 

communication with the PLC has been established and lasts until the phase has been deactivated.  The 

connection is considered established if all values for the formula for detecting communication problems 

have been received. 

If a communication error (à la page 285) occurs, the PLC error is not checked as long as the 

communication error has not been acknowledged. Once it has been acknowledged, checking continues 

with the currently-pending value. 

PLC errors and the rectification of these are displayed with their own symbol in the phase or in the 

operation and each displayed with an entry in the tooltip. 

If there is a PLC error when a phase is ended, this is amended to rectified. In contrast to a normal 

deactivation of a PLC error, a separate event is sent: PLC error rectified by deactivation 

of the phase. This only applies for the actual closing, but not for a restart. When restarting, no new 

event is sent for PLC errors that continue to be active.  

 

15. Troubleshooting 

Warnings and error messages are written in log files and can be analyzed with the Diagnosis Viewer. For 

this you must activate module Batch Control in the filter settings.  

SYSTEM DRIVER VARIABLE 

Batch Control provides the system driver SYSDRV with information via system driver variables. For 

information about there messages see manual SYSDRV (sysdrv.chm::/22853.htm) in chapter Topic - 

Batch Control (sysdrv.chm::/34270.htm). 

RECONSTRUCTION OF INDEX FILES  

If the index file is not read when Runtime is started or it does not exist, it is reconstructed upon starting. 

During this time, requests from clients that need an ID or are processing an ID cannot be processed. 

Modifications are rejected, queries are answered after the index has been created.   

 

sysdrv.chm::/22853.htm
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