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1 Welcome to COPA-DATA help

ZENON VIDEO-TUTORIALS

You can find practical examples for project configuration with zenon in our YouTube channel
(https://www.copadata.com/tutorial_menu). The tutorials are grouped according to topics and give an
initial insight into working with different zenon modules. All tutorials are available in English.

GENERAL HELP

If you cannot find any information you require in this help chapter or can think of anything that you
would like added, please send an email to documentation@copadata.com.

PROJECT SUPPORT

You can receive support for any real project you may have from our Support Team, who you can
contact via email at support@copadata.com.

LICENSES AND MODULES

If you find that you need other modules or licenses, our staff will be happy to help you. Email
sales@copadata.com.

2 User Administration

zenon supports user administration for the Editor and for the online operation (Runtime). The user
administration fulfills the guidelines of the FDA (Food and Drug Administration, 21 CFR Part 11). It is also
possible to administer Active Directory users (on page 197) in the Runtime.

BASICS

The COPA-DATA user administration makes a distinction between three user types:

»  User: Can carry out actions according to the authorization levels they have been assigned.
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P  Power user: Can also create and edit users.

»  Administrator: Can also carry out all other administration tasks such as canceling blocks,
resetting passwords, etc.

The concept of the user administration assumes that different users have different operating rights
(authorization levels (on page 18) and function authorizations (on page 28)). These rights are issued
regardless of user type. Users can be administered via zenon and the Windows Active Directory.

Each user can be assigned several different authorizations. A maximum of 128 (0 to 127) authorizations
can be configured. Users can be assigned to the individual authorization levels and the attendant
project-specific password design in relation to this can be created completely freely. Each user can have
any level allocated. Thus e.g. user 1 can have levels 0, 1, 5 and 6 assigned and user 2 can have levels 0, 1,
6, 8 and 10 assigned. Authorizations can only be issued if the administrator has those rights himself.

The user is logged into the Runtime using the login (on page 87) function and a login screen. If the user
is to be logged in automatically based on an event (e.g. position of a key known to the system), the
Login without password (on page 88) function is used. This function is projected with a limit value or a
Rema of the variable in the variable management, respectively. With multi-project administration, users
can automatically (on page 76) be logged into subprojects when they log in.

If during a defined period of time there is no operation, an automatic time-triggered logout can be
engineered. Users can log off from the system at any time using the logout (on page 93) function. The
user SYSTEM is thus logged in.

CREATING USERS AND ISSUING RIGHTS

In zenon, you can create and administer users in two ways:

1. zenon Editor and Runtime:
Users are created in the Editor and given rights. You can log on in the Runtime. Administrators
and power users can also create users and issue rights in the Runtime.

2. AD and AD LDS (on page 118):

Active Directory Lightweight Directory Services (on page 132)  (AD LDS) is a simplified version
of the Active Directory and is suitable for use on normal desktop operating systems; it is not
necessary to use a server operating system. Active Directory (on page 119) (AD) and AD LDS
can be used in zenon for the user administration in zenon Runtime. AD and AD LDS are not
available for the zenon Editor.

User groups that are created in AD or AD LDS receive authorizations in zenon (on page 188), if
user groups with the same name are created in zenon. A separate screen can be used to to
read AD and AD LDS from zenon Runtime and edit them. Users who are created here have
user rights for all zenon projects, regardless of the project from which they were created.
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DISPLAY OF DELETED USERS

AD users who are deleted during ongoing operation can no longer be displayed in lists with their
complete user names. If a user is not found in either the zenon user list or in the AD, the following

applies:
» From now on, Runtime no longer attempts to read the complete user name of the domain

controller. Another read only takes place if the cache is deleted. This happens is a user log on
or Runtime is restarted.

» The user identification is shown in the AML, CEL and report viewer lists for these entries in the
Complete User Name column.

Recommendation: Do not delete any AD user in the Runtime, simply deactivate the user.

3 Engineering in the zenon Editor

Users and user groups, passwords and authorizations are defined in the Editor. User settings can be
amended in Runtime (on page 69).

Not all changes to the user-related parameter settings in the Editor are applied with a simple reload (on
page 117) in the Runtime. Note the Runtime changeable data property when transferring Runtime files.
Here, it is specified whether the configuration of the user administration is transferred to Runtime and
overwrites the configuration in the Runtime. The contents of the user administration are not replaced by
default when transferred to Runtime.

3.1 Project manager context menu

CONTEXT MENU USER ADMINISTRATION

Editor profiles Opens the drop-down list with predefined editor profiles.

Help Opens online-help

CONTEXT MENU USER

New user Opens the dialog for creating a new user and adds the new
user to the list of the detail view.

Export all as XML Exports all entries as an XML file.
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Import XML Imports entries from an XML file.
Editor profile Opens the drop-down list with predefined editor profiles.
Help Opens online help.

CONTEXT MENU USER GROUP

New user group Opens the dialog for creating a new user group and adds the
new user group to the list of the detail view.

Export all as XML Exports all entries as an XML file.

Import XML Imports entries from an XML file.

Editor profiles Opens the drop-down list with predefined editor profiles.
Help Opens online help.

Context menu detail view: see also User administration detail view toolbar and context menu (on page
9)

3.2 Toolbar and context menu detail view

Bz aaxan syl

New user Opens the dialog for creating a new user and adds the
new user to the list of the detail view.

Jump back to starting element Jumps back to the initial position in the zenon Editor.
Note: This context menu entry is only available if a jump
to the current position has been made from another
position with the Linked elements context menu entry.

Copy Copies the selected entries to the clipboard.

Paste Pastes the content from the clipboard. If an entry with the
same name already exists, the content is pasted as "Copy
of...".

Delete Deletes selected entries after a confirmation from list.

Export selected as XML... Exports all selected entries as an XML file.
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Menu item/symbol

Import XML

Edit selected cell

Replace text in selected column
Remove all filters
Properties

Help

CONTEXT MENU USER GROUP

Imports entries from an XML file.

Opens the selected cell for editing. The binocular symbol
in the header shows which cell has been selected in a
highlighted line. Only cells that can be edited can be
selected.

Opens the dialog for searching and replacing texts.
Removes all filter settings.
Opens the Properties window.

Opens online help.

New user group

Copy

Paste

Delete
Export selected as XML...
Import XML

Edit selected cell

Remove all filters
Replace text in selected column
Properties

Help

Opens the dialog for creating a new user group and adds
the new user group to the list of the detail view.

Copies the selected entries to the clipboard.

Pastes the content from the clipboard. If an entry with the
same name already exists, the content is pasted as "Copy

of..".
Deletes selected entries after a confirmation from list.
Exports all selected entries as an XML file.

Imports entries from an XML file.

Opens the selected cell for editing. The binocular symbol in
the header shows which cell has been selected in a
highlighted line. Only cells that can be edited can be
selected.

Removes all filter settings.
Opens the dialog for searching and replacing texts.
Opens the Properties window.

Opens online help.
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3.3 Creating a user
To create a new user:
1. Navigate to node User administration/User.
2. select New user... in the context menu of the project manager, the detail view or in the toolbar .
The dialog for configuration is opened.
3. Inthe individual tabs define the settings for:
» User (on page 12)

Note: A user name can only be issued once. If an attempt is made to create a pre-existing
user once again, an error message is issued.

Password  (on page 15)
Message Control (on page 16)

Authorization levels (on page 18)

v v v WV

User Groups (on page 19)
* Information

Recommendation: As first user define an administrator. Only they can access all
functions and therefore reactivate users who were locked because they have
been blocked by the system.
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3.3.1 Users

Configuration of the user:

Create new user

Users  Change password Message Control  Authorization levels  User Groups
Users
User name Cancel
|| | Help
Complete name
| |
Login code
| |
User type
Users ~
Description
|
Power user can create/edit other power users
Acﬁve
[Locked
Options
Login profile
MNone ~
USER
User name Enter the username. The user logs in to the system with
his username.
Maximum length: 20 characters.
Note: This name must be unique and can only be issued
once. If an attempt is made to create a pre-existing user
again, an error message is issued.
Complete name Enter the full name of the user. With this you can allocate
a username to a real person.
Login code Entry of the login code for login without password.

The following is applicable for the login code:

»  Must be unique within the project.
Note: If the same login code is used for a user
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v v v Vv

in the local project and the global project, the
user from the global project is not transferred
when creating the Runtime files in the Editor.
Note the corresponding error message in the
output window. When the login code is changed
in the Runtime, it must not be the same as the
code of a user from the global project.

Can be empty.
It is thus deactivated for this user.

Maximum length: 7000 characters
Must not consist of spaces only.
Leading or closing spaces are not permitted.

All other characters are permitted.

Default: (empty)

If an invalid login code is entered, a corresponding error
message is shown when the dialog is closed.

For details, see the Login via login code (on page 90)

chapter.

User type Selection of the user type from a drop-down list:

4

User:
Can carry out actions according to the
authorization levels they have been assigned.

» Power user:
Can also create and edit users. Whether this is also
applicable for other power users is configured
using the Power user can create/edit other
power users option.

» Administrator:
Can create and edit all other users.

» Default: User

Description Text field to enter additional information

Power user can create/edit other Settings for the power users' detail rights:

power users >

4

Active: Can also create and edit other power users.

Inactive: Can only create and edit users.
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Default: inactive
Active Active: The user is active and can login in the Runtime.

Note: According to FDA 21 PART 11 regulations, a user
can never be deleted, so it is possible to trace who
carried out which action at any time. Therefore for
projects which adhere to these regulations, a user must
not be deleted but only deactivated.

To prevent the deletion of users, deactivate the User
Administration property in the Deleting users group in
the project properties.

Locked Active: The user is locked in the Runtime and cannot
login.

This option is set automatically if a user enters an
incorrect password more than is permitted.

OPTIONS
opon—————————Jowsrpton
Lock code Four-digit PIN code.
This code is used by the user in the command processing
to block areas or to unlock them.
Only available if zenon Energy Edition has been licensed.
Login profile Selection of the Runtime profile that is used for login

from a drop-down list:

» None
» Default
» Last

CLOSE DIALOG

opion———————Jowatpion

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.
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3.3.2 Change password

Defining or changing the password.

Passwords may have a maximum of 20 characters. The minimum length is defined in the project settings
in property Minimum password length in group User Administration (Default:

Create new user @
User | Change password | Message Control | Authorization levels | User groups

Cancel
New password ]
| Help

Confirm password

Old password Current password.
New password Enter new password. Input is automatically hidden.

For projects with multiple languages, note that it must be possible
to enter the characters with the respective keyboard in the
Runtime.

Confirm password Repeat the password. Input is automatically hidden.

Note: The function Copy and Paste is not available for entering information in the password field.

CLOSE DIALOG

o N = TR

oK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.
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3.3.3 Message Control

Options for using the users in module Message Control.

Create new user @

User | Change password | Message Control | Authorization levels | User groups

Cancel
Help

Telephone

Cell phone

E-mail

Substitute person

PIN code

NA code

Message Control User Active: The user is used by the module Message Control.

Telephone Number of the voice-compatible telephone device of the user.
Used for text to speech.

Enter numbers. In addition, the following are permitted:

» The prefix + as an abbreviation for 00 of the international
area code is permitted.

» The following separators are also permitted in AD user
administration: Minus (-), slash (/) and space
Note: When communicating between AD and Message
Control, separators are ignored as soon as the data from
the AD is mapped to a zenon object.

Cell phone Cellphone number of the user. Used for messages via GSM and
SMS (text messages).

Enter numbers. In addition, the following are permitted:

» The prefix + as an abbreviation for 00 of the international
area code is permitted.

» The following separators are also permitted in AD user
administration: Minus (-), slash (/) and space
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Parameter

Email

Substitute person

PIN code

NA code

CLOSE DIALOG

Note: When communicating between AD and Message
Control, separators are ignored as soon as the data from
the AD is mapped to a zenon object.

E-mail address of the user

If a user has not been reached or they do not accept the
message, a substitute person can be given. Click the ... button and
the dialog (on page 25) opens to select an user. Only users who
have been activated as Message Control users are offered for
selection.

PIN code with which the user confirms the receipt of the message.
The code consists of a four-digit number between 0000 and 9999.

PIN code with which the user rejects the receipt of the message
(not available). The message is then sent to the next user in the
list.

If there is no other user entered in the list, the message is entered
as "not successfully acknowledged". The function assigned to this is
executed. In addition, a "rejected by" CEL entry is created in each
case.

The code consists of a four-digit number between 0000 and 9999.

Note: You can find further information on the assignment of
functions in the Confirmation of receipt - confirmation of receipt
settings chapter.

I

OK
Cancel

Help

Applies all changes in all tabs and closes the dialog.
Discards all changes in all tabs and closes the dialog.

Opens online help.
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A Attention

The acknowledgment codes for PIN (confirmation) and NA (rejection) must differ

and should not be too similar.

If both codes are identical the code is interpreted as PIN and therefore as

confirmation of the message.

If an unknown code is received, a SMS and e--mail is sent to the substitute
person. The error message is played back for voice messages.

3.3.4 Authorization levels

Assignment of authorization levels to a user. 128 authorization levels (from 0 127) are available.

You assign authorization levels using the dialog to create a user or by using the Authorization levels

property.

DIALOG AUTHORIZATION LEVEL

Create new user

| User I Change password | Message Control | Authorization levels | User groups

Available authorization levels

Mumber

1
2
3
4
5
3
7
8

9

10
11
12
13
14
15
16

4

MName

1
2
3
4
5
3
7
8

9

10
11
12
13
14
15
16

M

m

Selected authorization levels
Mumber MName Cancel
a a -
Help

e ™

Parameter

Available authorization levels
Selected authorization levels

Button double arrow to the right

List of all available authorizations.
List of assigned authorizations.

Entries selected in the list Available authorization levels
are added to list Selected authorization levels.
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Button double arrow to the left Selected entries in list Selected authorization levels are
removed from the list.

Note: Each desired level must be assigned and dedicated to that. A selected level closes neither the
one above nor following levels.

CLOSE DIALOG

N

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

3.3.5 User groups

Assignment of the user to user groups.

Create new user @
User | Change password | Message Control | Authorization levels | User groups
Available user groups Selected user groups
MName MName W
user group -
Help

Available user groups List of all available user groups.
Selected user groups List of assigned user groups.
Button double arrow to the right Entries selected in the list Available user groups are

added to list Selected user groups.
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Button double arrow to the left Selected entries in list Selected user groups are removed
from the list.

CLOSE DIALOG

N

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

3.4 Create a user group

To create a user group:

1. Highlight the User Groups entry in the tree view of the Project Manager under the User
Administration entry.

2. Right-click on the detailed view area (Project Manager Detail View) or directly on the User
Groups entry

3. Select the New user group command in the context menu or alternatively click on the
corresponding symbol in the toolbar

The Create new user group dialog is opened.

4. Under Name (on page 21), define the naming of the user groups and the desired authorizations
under authorization levels (on page 22).
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¥ |nformation

Each user group must have an unambiguous name in a project.

It is possible to create user groups with the same name in the global project and
in the local project. If this is the case, the authorizations of the user group from
the local project are used in the event of a conflict. If the local user group is
deleted, the user again receives the rights from the group of the global project
after the Runtime files are compiled in the Editor.

Example:

A user group A is present in both the local project and in the global project. In
the global project it is allocated the authorization levels 7, 2, 3, 700 and 707, and
authorization levels 7 and 2 in the local project. In the Runtime, the rules from
the local project apply; only the authorization levels 7 and 2 are assigned. If user
group A is not present in the local project, members of group A have
authorization levels 7, 2, 3, 700 and 707 from the global project.

3.4.1 Name the user group

User group | Autharization levels

Cancel
Mame ]
| Help

Name Name of the new user group

Attention: @ is not a valid character for a user group.
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CLOSE DIALOG

o =

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

3.4.2 Authorization levels

Assignment of the authorization levels to a user group. 128 authorization levels (from 0 127) are
available.

You assign authorization levels using the dialog to create an user group or by using the Authorization
levels property.

DIALOG AUTHORIZATION LEVEL

(i g Asrzstioniess |
Available authorization levels Selected autharization levels
Mumber Mame i Mumber Mame Cancel
1 1 E u] u] -
2 2 i Help
A <
5 5
[} [}
7 7
g g
9 9
1n 1n
11 11
12 12
13 13
14 14
15 15
16 16 il
(’ = 10 [3
Parameter Description
Available authorization levels List of all available authorizations
Selected authorization levels List of assigned authorizations
Button double arrow to the right Entries selected in the list Available authorization levels
are added to list Selected authorization levels.
Button double arrow to the left Selected entries in list Selected authorization levels are

removed from the list.
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Note: Each desired level must be assigned and dedicated to that. A selected level closes neither the
one above nor following levels.

CLOSE DIALOG

o (= R

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

3.4.3 Order in Message Control

Defines the order of users within a group for the use of module Message Control.

User order for Message Control @
Sorting order
User
Cancel
Help
| up | | down |
Parameter Description
User List of all available users.
Up Moves selected user up one place.
Down Moves selected user down one place.
OK Applies settings and closes the dialog.
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Cancel Discards all changes and closes the dialog.

Help Opens online help.

3.5 Editing an user

A user is changed by selecting the user from the list in the detail view. As a result of this, the
corresponding properties are displayed in the properties window and can be changed here.

3.6 Changing a user group

A user group is changed by selecting the user group from the list in the detail view. The respective
parameters are displayed in the properties window as a result of this. You can change the Name and

Authorization levels parameters.
* |Information

If you rename a user group, all users that are linked to this user group lose this
link. The user group is displayed with (del).

If there is already a user group with the same name in the global project
however, all users previously linked to the group that has now been renamed
assume all authorization levels of this user group.
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3.7 Changing the names of the authorization levels

You can change the names of the authorization groups globally for your project. To do this, go to the
User Administration group in project properties and click on the Rename authorization levels
property there.

Rename authorization leveal -
Autharization levels

Mumber Mame = Rename

Ok

Cancel

|.m

Help

Open the editing field with a double click in the desired line of the Name column. Make the changes.
The input is closed as soon as the focus is no longer in the field or it has been confirmed with Enter. The
name is not changed if you press the Esc key or leave the edit field empty.

3.8 User selection: individual user
In the user selection dialog, you select a user in the Runtime for use in another module.
To select a user:
1. Highlight the desired driver in the list of existing users.
2. Confirm the settings with OK.
The user is added.
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USER SELECTION DIALOG

a':) User selection @

= dE Workspace: 70016) Usera... | Useridentification Complete name Password | Authorization levels User gr
oy GLOBALPROJEKT

MESSAGE I
i} John Doe

4 m 3
3 total /1 filtered / 0 selected

Mo selection [ OK ] | Cancel | | Help |
opon———————— Joepton
List workspace Display and selection of the projects from which users can
be selected.

List user Display of the users of the selected projects. The list can
be filtered.

No selection An already existing user is deselected.

CLOSE DIALOG

I

OK Applies settings and closes the dialog.
Cancel Discards all changes and closes the dialog.
Help Opens online help.

3.9 User selection: several users

In the user selection dialog, you select several users in Runtime for use in another module.

To select users:
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1. Highlight the desired users in the list of existing users.
2. Add the selection to the list of selected users with Add.
3. Confirm the settings with OK.

The users are added to the dialog that is called up.

USER SELECTION DIALOG

"4 User selection

= 'i Workspace Usera... | User name Complete name Login c..| Authorization levels #
i EQUIPMENTMODEL_FIL 7 7 7 7 &

John John Doe 0

Jane John Doe 0
Manager Manager 0,1,23,4567, .

Global Global User 1234 0

< >
< » | 4 total/4 filtered/0 selected
User name Complete user name
v
Add Remove Mo selection Cancel
Project list Contains the projects available for selection.

Note: Only the active project is available for shift

management.

List of existing users Displays all users available.

Arrow keys Allows navigation in the list with touch operation.

List of selected users Shows all users selected for use in the module.

Arrow keys Allows navigation in the list with touch operation.

Add Adds the users highlighted in the list of existing users to
the list of selected users.

Remove Removes all highlighted users from the list of selected
users.

No selection Removes the users who are already present in the list of
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selected users from the dialog.

CLOSE DIALOG

N

OK Applies settings and closes the dialog.

Cancel Discards all changes and closes the dialog.

3.10 Function authorizations

Function authorizations can be assigned in zenon. These function authorizations relate to functions in
the Runtime and the configuration of modules in the Editor. If a user does not have the function
authorization, then

» Inthe Runtime: the corresponding functions cannot be executed

» in the Editor: Toolbars and context menus of the corresponding module are grayed out

CONFIGURATION OF THE FUNCTION AUTHORIZATIONS

Function authorizations are configured in the zenon Editor (on page 29).

ASSIGNING THE FUNCTION AUTHORIZATIONS

This assignment is effected by means of:
» Function authorizations Runtime (on page 30)

» Function authorizations Editor (on page 38)

For global projects, the assignment is the same as for the Editor. In the process, the possibilities for
selection are determined by the node points present in a global project.

As soon as one or more authorization levels greater than 0 are used, a login dialog appears when the
project is loaded in the Editor. This dialog also appears if only one user was created in the project. This
means that projects can be protected in the Editor. When entering the user name and password, a
distinction is made between capital letter and small letters (case sensitivity).

IN GENERAL, THE FOLLOWING APPLIES:
»  All project configurations for DragOver and drag&drop take module rights into account.

»  For module rights that are not granted:
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» The respective menu and toolbars are grayed out in the zenon Editor.

» No change to the project configuration is possible in the nodes and sub-nodes of the detail
view.

» The corresponding key combinations are not active.

» The properties are grayed out in the properties window. As a result of this, further or "more
in-depth" project configurations cannot be reached (for example combined elements,
reaction matrix statuses, archive configuration etc.).

» If there are no module rights for the function authorization screen, editing of screens with
the mouse is also no longer possible.

A Attention

Therefore please note, even at the engineering stage, that at least one user is
assigned to the following three authorization levels:

» Load project
» Project

P User Administration

¥ |nformation

If, for the global project, an authorization level (on page 38) greater than O is
configured for the editing of screens and the logged-in user does not have this
authorization level, the adding of symbols into the symbol library of the global
project is not possible. Linked symbols from the global project also cannot be
edited in screens of the local project in this case.

3.10.1 Configuration of function authorizations

To issue a function authorization:
1. Select the User Administration property group in the project properties.
2. In the Function authorizations properties field, click on the ... button
The dialog for configuration is opened
3. Issue the function authorization for:

» The respective function in the Runtime
and/or

29 | 224



»  For the respective model in the Editor

4. Allocate the desired function authorization to an authorization level (on page 22).

To do this, it is necessary to have the respective licensing rights for the corresponding module. This is
not taken in to account when engineering the individual authorization levels.

Note on function authorizations for the Editor:

» Changes to the function authorizations are only effective once the Editor has been restarted or
the project has been reloaded.

» Ensure that at least one user has the required authorizations in order to edit user authorization
settings.

3.10.2 Function authorizations Runtime

If function authorizations have been issued for Runtime, users must log in and have the corresponding
authorization level in order for them to be able to execute this function.

CONFIGURATION OF FUNCTION AUTHORIZATIONS IN RUNTIME

.
Change function authorization

Function authorizations Runtime | Function authorizations Editor

o]

Function Authorization level Change...
Ackn. alarm via alarm status linefcontext menu Cancel
Acknowledge alarm via function

Acknowledge alarm via screen Alarm Message List

Batch Control: Control recipe - create, rename, duplicate

Batch Control: Control redpe - delete

Batch Control: Control redpe - edit phase

Batch Control: Control redipe (execution) - abbort recipe

Batch Control: Control redpe (execution) - execute, jump single steps
Batch Control: Control redpe (execution) - exit phase

Batch Control: Control redpe (execution) - hold phase

Batch Control: Control redpe (execution) - hold recpe

Batch Control: Control recipe (execution) - pause phase

Batch Control: Control recipe (execution) - pause recpe

Batch Control: Control redipe (execution) - restart phase

Batch Control: Control redipe (execution) - restart recipe

Batch Control: Control redipe (execution) - resume phase

Batch Control: Control redpe (execution) - resume recpe

Batch Control: Control redpe (execution) - skip active condition

Batch Control: Control redpe (execution) - start recipe

Batch Control: Control redpe (execution) - stop recipe

Batch Control: Control redpe (execution) - switch REE mode

Batch Control: Master recipe - create, edit, rename, duplicate, save
Batch Control: Master recipe - delete

Batch Control: Master recipe - release

Batch Control: Master recipe - Switch between test mode and edit mode
Batch Control: Master recipe (test mode) - abbort recipe

E g

Help

m

== = R R R = = T R O = = = T O = = R = = =]

%

For all actions, the user must be logged in and have the corresponding authorization levels.
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FUNCTION AUTHORIZATIONS, GENERAL

Edit Extended Trend

Return to last screen (PgUp)

Screen switch: Enable "Show this
dialog in Runtime"

Notepad: Open file

Notepad: Save file

Curves in Extended Trend can be edited in the
Runtime. The following control elements are not
available if the user does not have authorization:

» Diagram
» Curves
» Settings

» Cursor on/off
»  X-axis
Screen 'back' functions can be executed in Runtime.

The Screen switch function, with the Show this
dialog in Runtime option active, can only be executed
if the user who is logged in meets authorization
requirements.

The function Open file in screen Notepad can only be
carried out if the logged in user has the appropriate
authorization level.

The function save in screenNotepad can only be
carried out if the logged in user has the appropriate
authorization level.

FUNCTION AUTHORIZATIONS FOR ALARMS

Change alarm comment

Enter alarm comment

Confirm alarm acknowledgement

Acknowledge alarm via alarm status
line / context menu

A comment necessary for acknowledgment can be
changed.

A comment necessary for acknowledgment can be
entered.

Alarms can be acknowledged in the Runtime.

Acknowledging an alarm via the alarm status line or
the context menu is only possible if there is an
authorization in the project of the alarm that is
currently displayed.

For multi-project administration: Acknowledging
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the system message in the alarm status line or via the
context menu is only possible if there is authorization in
the integration project.

Comment: System messages are messages that
appear in the alarm status line when a certain
(configurable) number of alarms has been reached.

Acknowledge alarm via screen Acknowledging via Alarm Message List screens is only
Alarm Message List possible with authorization in the project linked to the
variable (multi-project administration).
Note:lf there is no authorization, the flashing is
stopped but the alarm is not acknowledged.

Acknowledge alarm via function Acknowledging via a function is only possible if there is
an authorization for the selected alarms in the
respective projects.

Edit archive Archive data (Archive server) can be amended in the
Runtime.

You can set different authorization groups for each of these acknowledging methods. This allows you,
for example, to configure that a certain user group can only acknowledge via the alarm status line, not
in any other way.

¥ Info

Acknowledging an alarm is only possible if there is an authorization for the
selected alarms in the according projects.

FUNCTION AUTHORIZATION BATCH CONTROL

Batch Control: Import Recipes can only be imported as an XML file in the
recipe/operation Batch Control module if the user has the
corresponding rights.

Batch Control: Control recipe - Control recipes in the Batch Control module can only
create, rename, duplicate be created and administered if the user has the
corresponding rights.

Batch Control: Control recipe - edit ~ Settings in control recipes in the Batch Control module
control recipe can only be edited if the user has the corresponding
rights.
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Parameter

Batch Control: Control recipe -
Delete

Batch Control: Control recipe
(execution) - skip active condition

Batch Control: Control recipe
(execution) - exit phase

Batch Control: Control recipe
(execution) - switch execution mode

Batch Control: Control recipe
(execution) - execute, jump single
steps

Batch Control: Control recipe
(execution) - hold phase

Batch Control: Control recipe
(execution) - resume phase

Batch Control: Control recipe
(execution) - restart phase

Batch Control: Control recipe
(execution) - pause phase

Batch Control: Control recipe
(execution) - abort recipe

Batch Control: Control recipe
(execution) - hold recipe

Batch Control: Control recipe
(execution) - resume recipe

Control recipes in the Batch Control module can only
be deleted if the user has the corresponding rights.

When executing control recipes in the Batch Control
module, a phase can only be exited if the user has the
corresponding rights.

When executing control recipes in the Batch Control
module, pending conditions can only be skipped if the
user has the corresponding rights.

When executing control recipes in the Batch Control
module, the execution mode can only be switched if
the user has the corresponding rights.

When executing control recipes in the Batch Control
module, the execution of individual steps can only be
skipped if the user has the corresponding rights.

When executing control recipes in the Batch Control
module, a phase can only be stopped if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a phase can only be continued if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a phase can only be restarted if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a phase can only be paused if the user has the
corresponding rights.

When executing control recipes in the Batch Control
module, execution of the recipe can only be aborted if
the user has the corresponding rights.

When executing control recipes in the Batch Control
module, a recipe can only be stopped if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a recipe can only be continued if the user has
the corresponding rights.
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Parameter

Batch Control: Control recipe
(execution) - restart recipe

Batch Control: Control recipe
(execution) - pause recipe

Batch Control: Control recipe
(execution) - start recipe

Batch Control: Control recipe
(execution) - stop recipe

Batch Control: Operation: create,
edit, rename, duplicate, save

Batch Control: Operation: release

Batch Control: Operation: delete

Batch Control: Master recipe -
highlight as outdated

Batch Control: Master recipe -
create, edit, rename, duplicate, save

Batch Control: Master recipe -
release

Batch Control: Master recipe -
Delete

Batch Control: Master recipe -
Switch between test mode and edit
mode

Batch Control: Master recipe (test
mode) - skip active condition

When executing control recipes in the Batch Control
module, a recipe can only be restarted if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a recipe can only be paused if the user has the
corresponding rights.

When executing control recipes in the Batch Control
module, a recipe can only be restarted if the user has
the corresponding rights.

When executing control recipes in the Batch Control
module, a recipe can only be stopped if the user has
the corresponding rights.

Operations in the Batch Control module can only be
created, edited or administered if the user has the
corresponding rights.

Operations in the Batch Control module can only be
approved if the user has the corresponding rights.

Operations in the Batch Control module can only be
deleted if the user has the corresponding rights.

Master recipes in the Batch Control module can only
be marked as obsolete if the user has the
corresponding rights.

Master recipes in the Batch Control module can only
be created and administered if the user has the
corresponding rights.

Master recipes in the Batch Control module can only
be approved if the user has the corresponding rights.

Master recipes in the Batch Control module can only
be deleted if the user has the corresponding rights.

Switching between test mode and editing mode is only
possible for master recipes in the Batch Control
module if the user has the corresponding rights

In test mode, with master recipes in the Batch Control
module, it is only possible to skip a pending condition
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Parameter

Batch Control: Master recipe (test
mode) - escape phase

Batch Control: Master recipe (test
mode) - switch execution mode

Batch Control: Master recipe (test
mode) - execute, jump single step

Batch Control: Master recipe (test
mode) - hold phase

Batch Control: Master recipe (test
mode) - edit phase

Batch Control: Master recipe (test
mode) - resume phase

Batch Control: Master recipe (test
mode) - restart phase

Batch Control: Master recipe (test
mode) - pause phase

Batch Control: Master recipe (test
mode) - abort recipe

Batch Control: Master recipe (test
mode) - hold recipe

Batch Control: Master recipe (test
mode) - continue recipe

if the user has the corresponding rights.

In test mode, with master recipes in the Batch Control
module, it is only possible to exit a phase if the user
has the corresponding rights.

In test mode, with master recipes in the Batch Control
module, the execution mode can only be switched if
the user has the corresponding rights.

In test mode, with master recipes in the Batch Control
module, it is only possible to skip the execution of
individual steps if the user has the corresponding
rights.

In test mode, with master recipes in the Batch Control
module, a phase can only be stopped if the user has
the corresponding rights.

In test mode, with master recipes in the Batch Control
module, a phase can only be edited if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a phase can only be continued if the user has
the corresponding rights.

In test mode, with master recipes in the Batch Control
module, a phase can only be started if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a phase can only be paused if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be aborted if the user has
the corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be held if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be continued if the user has
the corresponding rights.
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Parameter

Batch Control: Master recipe (test
mode) - restart recipe

Batch Control: Master recipe (test
mode) - pause recipe

Batch Control: Master recipe (test
mode) - start recipe

Batch Control: Master recipe (test
mode) - stop recipe

In test mode, with master recipes in the Batch Control
module, a recipe can only be continued if the user has
the corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be paused if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be started if the user has the
corresponding rights.

In test mode, with master recipes in the Batch Control
module, a recipe can only be stopped if the user has
the corresponding rights.

COMMAND SEQUENCER FUNCTION AUTHORIZATIONS:

Command Sequencer: Cancel
execution

Command Sequencer: Continue
execution

Command Sequencer: Pause
execution

Command Sequencer: Start
execution

Command Sequencer: Switch
execution mode

Command Sequencer: Execute,
Jump single steps

When executing command sequences in the
Command Sequencer module, execution of the recipe
can only be aborted if the user has the corresponding
rights.

In the Command Sequencer module, a paused
command sequence can only be continued if the user
has the corresponding rights.

In the Command Sequencer module, a corresponding
command sequence can only be paused if the user has
the corresponding rights.

Starting a command sequence in the Command
Sequencer module is only possible if the user has the
corresponding rights.

When executing command sequences in the
Command Sequencer module, individual steps can
only be executed or the execution of individual steps
can only be skipped if the user has the corresponding
rights.

When executing command sequences in the
Command Sequencer module, individual steps can
only be executed or the execution of individual steps
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can only be skipped if the user has the corresponding
rights.

Command Sequencer: Create, edit, ~ The administration of command sequences in the

rename, duplicate, save Command Sequencer module - for example creation,
changing, editing, duplicating and saving - can only be
configured if the user has the corresponding rights.

Command Sequencer: Delete In the Command Sequencer module, configured
command sequences can only be deleted if the user
has the corresponding rights.

Command Sequencer: Import Command sequences can only be imported as an XML
command sequences file in the Command Sequencer module if the user has
the corresponding rights.

Command Sequencer: Switching Switching modes (edit mode and execution mode) is
between execution and edit mode only possible in the Command Sequencer module if
the user has the corresponding rights.

FUNCTION AUTHORIZATIONS FOR SHIFT MANAGEMENT:

Shift Management: create, edit or When configuring shifts in the Shift Management

delete shift module in the Runtime, a shift can only be created,
edited or deleted if the user has the corresponding
permissions.

Shift Management: create, edit or When configuring shift models in the Shift

delete shift model Management module in the Runtime, a shift can only
be created, edited or deleted if the user has the
corresponding permissions.

EDIT AUTHORIZATION LEVELS

Change Opens the dialog (on page 22) to select the authorization
levels. (The user group tab is hidden in the process)

The selected authorization level is set for all selected
functions.
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CLOSE DIALOG

o =

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

3.10.3 Function authorizations Editor

If a function authorization has been issued for at least one module, users must log in when opening the
Editor. To do this, a dialog is called up when the editor is started. This shows the current project name in
the header and allows login.

These function authorizations can only be amended again in this project. It is not possible to edit
function authorizations with users from the global project or other projects.

A Attention

Ensure that at least one user has the required authorizations in order to edit
settings for the user authorization in the Editor. If no user, or only users with
missing authorization levels, have been configured, this can lead to the project
no longer being editable.
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CONFIGURATION OF FUNCTION AUTHORIZATIONS IN THE EDITOR.

r ~
Change function authorization &J
Function authorizations Runtime | Function authorizations Editor
Module Authorization level Change...
Energy Management System
Fies

Functions

Historian

Interlockings

Language file

Load project

Menus

Message Control

Production & Fadlity Scheduler
Programming interfaces
Project

Recipes

Report Generator

SAP interface

Screens

Switch on/foff history of changes
Time control

User administration

Variables

zenon Logic

(= R I = R = T R O I = = O A = = = -

e

Switch on/off history of changes The history of changes can only be switched on or off in
the Editor,If the logged-in user is assigned to the
corresponding user level.

Equipment Modeling Only then is the Equipment modeling module available in
the Editor for editing and engineering, If the logged-in
user is assigned to the corresponding user level.

Historian Only then is the Historian module available in the Editor
for editing and engineering,If the logged-in user is
assigned to the corresponding user level.

Batch Control Only then is the Batch Control module available in the
Editor for editing and engineering,If the logged-in user is
assigned to the corresponding user level.

User Administration Only then can users (on page 12) and user groups (on
page 19) be edited or engineered in the Editor,If the
logged-in user is assigned to the corresponding user
level.

Comment: In order to not be blocked out of a project,
at least one user must be assigned to this function
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authorization.

Screens Only then is the Screens node available in the Editor for
editing and engineering, If the logged-in user is assigned
to the corresponding user level.

Files Only then is the Files node available in the Editor for
editing and engineering,If the logged-in user is assigned
to the corresponding user level.

Functions Only then can functions and scripts be edited or
engineered in the Editor,If the logged-in user is assigned
to the corresponding user level.

Load Management Only then is the Load management module available in
the Editor for editing and project configuration,If the
logged-in user is assigned to the corresponding user
level.

Menus Only then can menus be edited or engineered in the
Editor,If the logged-in user is assigned to the
corresponding user level.

Message Control Only then is the Message Control module available in the
Editor for editing and project configuration,If the
logged-in user is assigned to the corresponding user
level.

Production & Facility Scheduler Only then is the Production& Facility Scheduler module
available in the Editor for editing and engineering,If the
logged-in user is assigned to the corresponding user
level.

Programming Interfaces Only then is the Programming interfaces node available in
the Editor for editing and engineering,If the logged-in
user is assigned to the corresponding user level.

Project The project properties can only be amended in the
Editor,If the logged-in user is assigned to the
corresponding user level.

Comment: In order to not be blocked out of a project,
at least one user must be assigned to this function
authorization.

Load project The project can only be loaded in the Editor,If the
logged-in user is assigned to the corresponding user
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level.

Comment: In order to not be blocked out of a project,
at least one user must be assigned to this function
authorization.

Report Generator Only then is the Report Generator available in the Editor
for editing and engineering,If the logged-in user is
assigned to the corresponding user level.

Recipes Only then can Standard recipes and the Recipegroup
Manager be edited or engineered in the Editor,If the
logged-in user is assigned to the corresponding user
level.

SAP Interface Only then is the SAP interface module available in the
Editor for editing and engineering, If the logged-in user is
assigned to the corresponding user level.

Language File Only then can Language switching be edited or
engineered in the Editor,If the logged-in user is assigned
to the corresponding user level.

Styles Only then is the Styles module available in the Editor for
editing and engineering,If the logged-in user is assigned
to the corresponding user level.

Note: Styles are only avialable in the Global Project.

Variables Only then is the Variables node available in the Editor for
editing and engineering,If the logged-in user is assigned
to the corresponding user level.

Interlockings Only then can Interlockings be edited or engineered in
the Editor,If the logged-in user is assigned to the
corresponding user level.

Time Control Only then can Time Control be edited or engineered in
the Editor,If the logged-in user is assigned to the
corresponding user level.

zenon Logic Only then can zenon Logic projects be edited or
engineered in the Editor,If the logged-in user is assigned
to the corresponding user level.
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EDIT AUTHORIZATION LEVELS

Change Opens the dialog (on page 22) to select the authorization
levels. (The user group tab is hidden in the process)

The selected authorization level is set for all selected
functions.

CLOSE DIALOG

N

OK Applies all changes in all tabs and closes the dialog.
Cancel Discards all changes in all tabs and closes the dialog.
Help Opens online help.

* Info

You can select several entries at the same time with the keyboard shortcut
Ctrl+mouse click or Shift+mouse click.

» You can select a number of entries by pressing and holding the Ctrl key.

» By pressing and holding Shift and select two entriey, you select all entries
which lie between the two selected entries.

» By pressing and holding both Ctrl and Shift and selecting two entries, all
entries which lie between the selected entries are selected. The entries
which were selected beforehand remain selected.

3.11 Screen types, dialogs and functions for login and user
administration

LOGIN

It is possible to log in to the Runtime by means of:

» Alogin (on page 43) screen: Permanent login, temporary login or entry of a signature via
screen switching.

» Temporary login (on page 74) modal dialog: Is used for a temporary login if no login screen is
linked.
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» Login with dialog (on page 87) function: Login via a modal dialog or the login screen if this has
been linked.

» Login without password (on page 88) function: Logging in a user without entering a password
by means of direct linking or by chip identification system.

If a login screen is to be used for temporary login or the Login with dialog function is to be used, it
must be linked in the Screen for Login project property.

USER ADMINISTRATION

The following types of user are available:

»  User list (on page 46) screen: Lists all zenon users who have been created and makes it possible
to create, edit or delete these via the Edit user screen and to configure authorization levels.

»  User group list (on page 54) screen Lists all zenon user groups that have been created and
makes it possible to create new ones and configure authorization levels.

»  Edit user (on page 58) screen: Makes it possible to edit users and passwords in the Runtime.
» Change user (on page 93) function: Opens a dialog to edit users and user groups.

» Change password (on page 116) function: Opens a dialog to edit your own password.
3.11.1 Creating a screen of the type Login

CREATING A SCREEN OF THE TYPE LOGIN

ENGINEERING

Two procedures are available to create a screen:
» The use of the screen creation dialog

» The creation of a screen using the properties

Steps to create the screen using the properties if the screen creation dialog has been deactivated in the
menu bar under Tools, Settings and Use assistant:

1. Create a new screen.

To do this, select the New screen command in the tool bar or in the context menu of the
Screens node.

2. Change the properties of the screen:
a) Name the screen in the Name property.

b) Select Login in the Screen type property.
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C) Select the desired frame in the Frame property.

3. Configure the content of the screen:

a) Select the Elements (screen type) menu item from the menu bar.

b) Select Insert template in the drop-down list.
The dialog to select pre-defined layouts is opened. Certain control elements are inserted
into the screen at predefined positions.

C) Remove elements that are not required from the screen.

d) If necessary, select additional elements in the Elements drop-down list. Place these at the

desired position in the screen.

4. Create a screen switch function.

SCREEN OF TYPE LOGIN

Login

User name Password

Signature

[7“\
Cancel
Control element Description

Insert template

Opens the dialog for selecting a template for the
screen type.

Templates are shipped together with zenon and can
also be created by the user.

Templates add pre-defined control elements to
pre-defined position in the screen. Elements that are
not necessary can also be removed individually once
they have been created. Additional elements are
selected from the drop-down list and placed in the
zenon screen. Elements can be moved on the screen
and arranged individually.
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Control element

Current user (Display)

User name

Password

Signature

OK

Cancel

Apply

COMPATIBLE ELEMENTS

Display of the currently logged in user

Note: Element of the type Dynamic text.
Functionality is assigned using the Screen type
specific action property.

Input area for username.

Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.
Input field for password.

Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.
Input field for signature.

Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.

Button to close the screen after login.

Cancels the login process.

Applies all changes and leaves the dialog open.

Exception: The window is closed if the maximum
number of invalid login attempts has been set to 0
using the Max. user error property.

Compatible elements

Users

Current user (display)

Control elements that are replaced or removed by
newer versions and continue to be available for
compatibility reasons. These elements are not
taken into account with automatic insertion of
templates.

Properties for users.

Static Win32 control element. Was replaced by a
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dynamic text field. For the description, see current
element.

User name Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Password Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Signature Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Note: For dynamic text or switch control elements , the respective functionality is assigned using the
Screen type specific action property.

¥ |nformation

When logging in/out, the corresponding entries are created in the CEL all
projects concerned.

3.11.1.1Screen switch to login

With screen switching, you define which screen is opened in the Runtime for the login of users.

To create a screen switch to a login screen:
1. Create a function.
Select screen switching.

select the login screen.

oW

Link the function to a button.

3.11.2 Creating a user list screen

The user list screen lists all zenon users of the project who have been created and makes it possible to
call up the Edit user screen and thus create, edit or delete users and configure authorization levels. Users
from the global project are not displayed and cannot be administered.

If you want to edit the list directly using the monitor, activate the Multi-Touch functionality.
You can find detailed information in relation to this in the Configure interactions chapter.
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ENGINEERING

Two procedures are available to create a screen:

»
»

The use of the screen creation dialog

The creation of a screen using the properties

Steps to create the screen using the properties if the screen creation dialog has been deactivated in the
menu bar under Tools, Settings and Use assistant:

1.

Create a new screen.

To do this, select the New screen command in the tool bar or in the context menu of the
Screens node.

Change the properties of the screen:

a) Name the screen in the Name property.

b) Select User List in the Screen type property.

c) Select the desired frame in the Frame property.

Configure the content of the screen:

a) Select the Elements (screen type) menu item from the menu bar.

b) Select Insert template in the drop-down list.
The dialog to select pre-defined layouts is opened. Certain control elements are inserted
into the screen at predefined positions.

C) Remove elements that are not required from the screen.

d) If necessary, select additional elements in the Elements drop-down list. Place these at the
desired position in the screen.

4. Create a screen switch function.

Note: This screen type is not available under Windows CE.

DISPLAY OF LONGER TEXTS IN LISTS

Longer texts can also be displayed in the Runtime over several lines using the Automatic word wrap
property.

In the Editor, go to Representation in the properties of the respective list properties and activate the
checkbox of the Automatic word wrap property.
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The line height must be amended manually.

User

User List L |
Typ: STATIC —
ID: 53504 B

Edit...

Function
authorization

- |}

Insert template Opens the dialog for selecting a template for the screen
type.

Templates are shipped together with zenon and can also be
created by the user.

Templates add pre-defined control elements to pre-defined
position in the screen. Elements that are not necessary can
also be removed individually once they have been created.
Additional elements are selected from the drop-down list
and placed in the zenon screen. Elements can be moved on
the screen and arranged individually.

User List Displays the configured users.

New Opens the screen defined in screen switching to create a
new user.

Edit Opens the screen defined in screen switching to edit a new
user.

Delete Deletes the selected user after requesting confirmation.

Function authorizations Opens the dialog for issuing function authorizations.
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3.11.2.1 Screen switching to the user list

With screen switching, you define which screen is opened in the Runtime for the creation or editing of
users.

To create a screen switch to a user list screen:
1. Create a function.

Select screen switching.

Select user list screen.

The dialog for configuration is opened

Configure the screen switching.

Confirm the configuration by clicking on OK.

N W N

Link the function to a button.

USER LIST DIALOG
Filter...

User List

QK
Column settings

Benutzer aktiv | Benutzemame Vollstandiger Name Berechtigungsebenen | Benutzergruppen Cancel

Help
£ >

Column selection... Column format...

Linked screens

Screen for button Mew user...”

User edit

Screen for button "Edit user...”

User edit

Column settings Display and configuration of the columns.

Changing the order is carried out by moving the mouse
or with the column selection button.

The column width is set by moving the mouse or with the
column format button.

Column selection Opens the dialog for configuration (on page 50) of the

49| 224



Parameter

Column format

Linked screens

Screen for "New user" button

Screen for "Edit user" button

CLOSE DIALOG

columns.
Opens the dialog to format (on page 52) the columns..

Configuration of the screens that are opened in the
Runtime by clicking on the New and Edit buttons.

Opens the dialog to select a screen in order to select a
screen to create a new user in the Runtime. Only Edit
user screens can be selected.

Opens the dialog to select a screen in order to select a
screen to edit a user in the Runtime. Only Edit user
screens can be selected.

o i T

Applies settings and closes the dialog.

oK
Cancel

Help

Discards all changes and closes the dialog.

Opens online help.

3.11.2.1.1 Column selection

Configuration of the columns to be displayed:

Column selection

Available columns

Equipment groups

Column settings

Add all -

<-Remove all

Selected columns

User active

User identification
Complete name
Authorization levels
User groups
Administrator
Locked

Runtime profile
Message Control user
Substitute person
GSM

Telephone

E-mail

Cancel

Help
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o i

Available columns List of columns that can be displayed in the table.
Selected columns Columns that are displayed in the table.
Add -> Moves the selected column from the available ones to the

selected items. After you confirm the dialog with OK, they
are shown in the detail view.

Add all -> Moves all available columns to the selected columns.

<- Remove Removes the marked columns from the selected items
and shows them in the list of available columns. After you
confirm the dialog with OK, they are removed from the

detail view.

<- Remove all All columns are removed from the list of the selected
columns.

Up Moves the selected entry upward. This function is only
available for unique entries, multiple selection is not
possible.

Down Moves the selected entry downward. This function is only
available for unique entries, multiple selection is not
possible.

CLOSE DIALOG

optors———————Jowatpion

OK Applies settings and closes the dialog.
Cancel Discards all changes and closes the dialog.
Help Opens online help.
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3.11.2.1.2 Column Format

Configuration of the properties of the columns for configurable lists. The settings have an effect on the
respective list in the Editor or - when configuring screen switching - in Runtime.

Column properties

Format columns
]

Cancel

Available columns

Settings
Text

Width

100 Character

Alignment User-defined colors

@ Left [use user-defined colors

O centered Text color _l
L Background color _l

AVAILABLE COLUMNS

I

Available columns List of the available columns via Column selection. The
highlighted column is configured via the options in the
Settings area.

SETTINGS
N T
Settings Settings for selected column.
Labeling Name for column title.
The column title is online language switchable. To do this,
the @ character must be entered in front of the name.
Width Width of the column in characters.
Calculation: Number time average character width of the
selected font.
Alignment Alignment. Selection by means of radio buttons.

Possible settings:
» Left: Textis justified on the left edge of the column.

» Centered: Text is displayed centered in the
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N

column.

» Right: Text is justified on the right edge of the
column.

User-defined colors Properties in order to define user-defined colors for text
and background. The settings have an effect on the Editor
and Runtime.

Note:

» These settings are only available for configurable
lists.

» In addition, the respective focus in the list can be
signalized in the Runtime by means of different text
and background colors. These are configured using
the project properties.

User defined colors Active: User-defined colors are used.

Text color Color for text display. Clicking on the color opens the
color palette to select a color.

Background color Color for the display of the cell background. Clicking on
the color opens the color palette to select a color.

Lock column filter in the Runtime » Active: The filter for this column cannot be changed
in the Runtime.

Note: Only available for:
» Batch Control
» Extended Trend
» Filter screens
» Message Control

» Recipegroup Manager

v

Shift Management

» Context List
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CLOSE DIALOG

o =

OK
Cancel

Help

Applies all changes in all tabs and closes the dialog.
Discards all changes in all tabs and closes the dialog.

Opens online help.

3.11.3 Creating a user group list screen

CREATING A USER GROUP LIST SCREEN

The User Groups list screen lists all zenon user groups created in the project and makes it possible to
create new groups and assign authorization levels. User groups from the global project are not
displayed and cannot be administered.

ENGINEERING

Two procedures are available to create a screen:

»
4

The use of the screen creation dialog

The creation of a screen using the properties

Steps to create the screen using the properties if the screen creation dialog has been deactivated in the
menu bar under Tools, Settings and Use assistant:

1.

Create a new screen.

To do this, select the New screen command in the tool bar or in the context menu of the
Screens node.

Change the properties of the screen:

a) Name the screen in the Name property.

b) Select User Groups list in the Screen type property.

C) Select the desired frame in the Frame property.

Configure the content of the screen:

a) Select the Elements (screen type) menu item from the menu bar.

b) Select Insert template in the drop-down list.
The dialog to select pre-defined layouts is opened. Certain control elements are inserted
into the screen at predefined positions.

C) Remove elements that are not required from the screen.
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d) If necessary, select additional elements in the Elements drop-down list. Place these at the
desired position in the screen.

4. Create a screen switch function.

User Groups Authorization levels
Group List [ ] Available Selected
Typ: TouchBox List of available levels [~ | List of selected levels [
ID: 53505 B Typ: TouchBox n Typ: TouchBox m
ID: 53512 ID: 53517

==

e

Mew group Delete group - -

Properties

Group name

Insert template Opens the dialog for selecting a template for the
screen type.

Templates are shipped together with zenon and
can also be created by the user.

Templates add pre-defined control elements to
pre-defined position in the screen. Elements that
are not necessary can also be removed individually
once they have been created. Additional elements
are selected from the drop-down list and placed in
the zenon screen. Elements can be moved on the
screen and arranged individually.

GROUP LIST

Control elements for the display of the user groups.
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Previous group Goes to the previous group.

Group list List of available user groups.

Next group Goes to the next group.

New group Creates a new user group. The focus is set to the

group name control element for input. Clicking on
the OK button after input creates a new user

group.

Delete group Deletes selected group after a confirmation
message.

PROPERTIES

Issue of group names and confirmation/rejection of changes.

Group name Display or entry of a group name.

Note: Element of the type Dynamic text.
Functionality is assigned using the Screen type
specific action property.

oK Applies changes.
Cancel Discards all changes since the last acceptance with
OK.

AUTHORIZATION LEVELS

Configuration of the authorization levels.

Available authorization levels Display of the authorization levels available.
Previous available authorization level Goes to the previous level.

Listbox Display of the authorization levels.

Next available level Goes to the next level.

Apply level (>>) Moves selected level from available authorization

levels tO selected authorization levels.
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Remove level (<<) Moves selected level from selected authorization
levels to available authorization levels.

Selected authorization levels Display of the authorization levels selected for the
user group.

Previous selected level Goes to the previous level.

Listbox Display of the selected authorization levels.

Next selected level Goes to the next level.

COMPATIBLE ELEMENTS

Compatible elements Control elements that are replaced or removed by
newer versions and continue to be available for
compatibility reasons. These elements are not
taken into account with automatic insertion of
templates.

Group name Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Note: For dynamic text or switch control elements , the respective functionality is assigned using the
Screen type specific action property.

3.11.3.1 Screen switching to user group list

With screen switching, you also define which screen is opened in the Runtime for the creation or editing
of user groups.

To create a screen switch to a user group list screen:
1. Create a function.

Select screen switching.

Select the user group list screen

Confirm the configuration by clicking on OK.

v W

Link the function to a button.
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3.11.4 Create Edit user screen

This screen type allows the editing of users in the Runtime. Depending on the configuration of screen
switching, users can be created or edited and passwords can be changed. Users and user groups from
the global project cannot be administered.

Note: This screen type is not available under Windows CE.

ENGINEERING

Two procedures are available to create a screen:
»  The use of the screen creation dialog

» The creation of a screen using the properties

Steps to create the screen using the properties if the screen creation dialog has been deactivated in the
menu bar under Tools, Settings and Use assistant:

1. Create a new screen.

To do this, select the New screen command in the tool bar or in the context menu of the
Screens node.

2. Change the properties of the screen:
a) Name the screen in the Name property.
b) Select Edit User in the Screen type property.
c) Select the desired frame in the Frame property.
3. Configure the content of the screen:
a) Select the Elements (screen type) menu item from the menu bar.

b) Select Insert template in the drop-down list.
The dialog to select pre-defined layouts is opened. Certain control elements are inserted
into the screen at predefined positions.

C) Remove elements that are not required from the screen.

d) If necessary, select additional elements in the Elements drop-down list. Place these at the
desired position in the screen.

4. Create a screen switch function.
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CONTROL ELEMENTS

User Autherization levels Message Control

User name Available Selected r User

Available authorization lefeds | Selected authorization leels | —

Typ: TouchBox m Typ: TouchBaox -l elephone
Complete name ID: 53522 H: 1D: 53523 HE

Cell phone

User type =
User type _
Typ: COMBOBOX < et
IP=1003ive
[~ Locked Subsfiiute person
Lock code for Command Processing L | — —
Login profile User Groups NA code
Legin profile
Typ: COMBOBOX Available Selected
ID: 53510

Available user groups Selected user groups [ |
Typ: TouchBox Typ: TouchBox F
Change password ID: 53526 10: 53527

™ il

Old password

==

MNew password e

Confirm password :
| | |l Undo

Control element Description

Insert template Opens the dialog for selecting a template for the

screen type.

Templates are shipped together with zenon and
can also be created by the user.

Templates add pre-defined control elements to
pre-defined position in the screen. Elements that
are not necessary can also be removed individually
once they have been created. Additional elements
are selected from the drop-down list and placed in
the zenon screen. Elements can be moved on the
screen and arranged individually.

USER

Control element for user configuration.

User name Enter the username. The user logs in to the system
with his username.

Maximum length: 20 characters.
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Note: This name must be unigue and can only be
issued once. If an attempt is made to create a
pre-existing user again, an error message is issued.

Complete name Enter the full name of the user. With this you can
allocate a username to a real person.

Login code Entry of the login code for login without password.

The following is applicable for the login code:

»  Must be unique within the project.
Note: If the same login code is used for a
user in the local project and the global
project, the user from the global project is
not transferred when creating the Runtime
files in the Editor. Note the corresponding
error message in the output window.
When the login code is changed in the
Runtime, it must not be the same as the
code of a user from the global project.

» Canbeempty.
[t is thus deactivated for this user.

»  Maximum length: 7000 characters
»  Must not consist of spaces only.

» Leading or closing spaces are not
permitted.

» All other characters are permitted.
Default: (empty)

If an invalid login code is entered, a corresponding
error message is shown when the dialog is closed.

For details, see the Login via login code (on page
90) chapter.

User type Drop-down list for the selection of the user type:

»  User:
Can carry out actions according to the
authorization levels they have been
assigned.
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» Power user:
Can also create and edit users. Whether this
is also applicable for other power users is
configured using the Power user can
create/edit other power users option.

» Administrator:
Can create and edit all other users and
power users.

Active Checkbox.

Active: The user is active and can login in the
Runtime.

Note: According to FDA 21 PART 11 regulations, a
user can never be deleted, so it is possible to trace
who carried out which action at any time.
Therefore for projects which adhere to these
regulations, a user must not be deleted but only
deactivated.

To prevent the deletion of users, deactivate the
User Administration property in the Deleting
users group in the project properties.

Locked Checkbox.

Active: The user is locked in the Runtime and
cannot login.

This option is set automatically if a user enters an
incorrect password more than is permitted.

Power user can create/edit other power Checkbox.
users
Settings for the power users' detail rights:

» Active: Can also create and edit other power
users.

» Inactive: Can only create and edit users.

Default: inactive

Lock code for command processing Four-digit PIN code.
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This code is used by the user in the command
processing to block areas or to unlock them.
Only available if zenon Energy Edition has been
licensed.

Login profile Selection of the Runtime profile that is used for
login from a drop-down list:

» None
» Default
» Last

CHANGE PASSWORD

Control element for password configuration.

Old password Current password.
New password Enter new password. Input is automatically hidden.

For projects with multiple languages, note that it
must be possible to enter the characters with the
respective keyboard in the Runtime.

Confirm password Repeat the password. Input is automatically
hidden.

MESSAGE CONTROL

Control element for configuration of Message Control.

Message Control User Checkbox.

Active: The user is used by the module Message
Control.

Telephone Number of the voice-compatible telephone device
of the user. Used for text to speech.

Enter numbers. In addition, the following are
permitted:

» The prefix + as an abbreviation for 00 of the
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international area code is permitted.

The following separators are also permitted in AD
user administration: Minus (-), slash (/) and space
Note: When communicating between AD and
Message Control, separators are ignored as soon
as the data from the AD is mapped to a zenon
object.

Cell phone Cellphone number of the user. Used for messages
via GSM and SMS (text messages).

Enter numbers. In addition, the following are
permitted:

» The prefix + as an abbreviation for 00 of the
international area code is permitted.

The following separators are also permitted in AD
user administration: Minus (-), slash (/) and space
Note: When communicating between AD and
Message Control, separators are ignored as soon
as the data from the AD is mapped to a zenon

object.
Email E-mail address of the user
Substitute person If a user has not been reached or they do not

accept the message, a substitute person can be
given. Click the ... button and the dialog (on page
25) opens to select an user. Only users who have
been activated as Message Control users are
offered for selection.

Select substitute person Click on the ... button to open the dialog (on page
25) to select a substitute person.

PIN code PIN code with which the user confirms the receipt
of the message.
The code consists of a four-digit number between
0000 and 9999.

NA code PIN code with which the user rejects the receipt of
the message (not available). The message is then
sent to the next user in the list.

If there is no other user entered in the list, the
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message is entered as "not successfully
acknowledged". The function assigned to this is
executed. In addition, a "rejected by" CEL entry is
created in each case.

The code consists of a four-digit number between
0000 and 9999.

Note: You can find further information on the
assignment of functions in the Confirmation of
receipt - confirmation of receipt settings chapter.

AUTHORIZATION LEVELS

Control element to configure the authorization levels.

Available authorization levels List of all available authorizations.

Selected authorization levels List of all selected authorizations.

Apply authorization level (>>) Entries selected in the list Available authorization
levels are added to list Selected authorization
levels.

Remove authorization level (< <) Selected entries in list Selected authorization levels

are removed from the list.

USER GROUPS

Control element to configure the user groups.

Available user groups List of all available user groups.
Selected user groups List of assigned user groups.
Apply user group (>>) Entries selected in the list Available user groups are

added to list Selected user groups.

Remove user group (<<) Selected entries in list Selected user groups are
removed from the list.

TOUCH

Control element for navigation in list boxes, optimized for Touch operation.
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Available authorization level up Navigates one authorization level up in the
Available authorization levels list box.

Available authorization level down Navigates one authorization level down in the
Available authorization levels list box.

Selected authorization group up Navigates one authorization level up in the
Selected authorization levels list box.

Selected authorization group down Navigates one authorization level down in the
Selected authorization levels list box.

Available user groups up Navigates one authorization level up in the
Available user groups list box.

Available user groups down Navigates one authorization level down in the
Available user groups list box.

Selected user group up Navigates one authorization level up in the
Selected user groups list box.

Selected user group down Navigates one authorization level down in the
Selected user groups list box.

OK/CANCEL

Control element to confirm or discard changes.

oK Applies changes.
Cancel Discards all changes since the last acceptance with
OK.

COMPATIBLE ELEMENTS

Compatible elements Control elements that are replaced or removed by
newer versions and continue to be available for
compatibility reasons. These elements are not
taken into account with automatic insertion of
templates.

User Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
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Control element

User name

Complete name

Administrator [Button]

Administrator [Switch]

Active

Locked

Lock code for Command Processing

Change password

Old password

New password

Confirm password

Message Control

Message Control user

element.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Static Win32 control element. Was replaced by a
switch element. For the description, see new
element.

Switch element. Has been replaced with the user
type drop-down list.
For the description, see new element.

Static Win32 control element. Was replaced by a
switch element. For the description, see new
element.

Static Win32 control element. Was replaced by a
switch element. For the description, see new
element.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Properties for the password.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Properties for use in the Message Control module.

Static Win32 control element. Was replaced by a
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switch element. For the description, see new
element.

Telephone Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Cell phone Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Email Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Substitute person Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

PIN code Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

NA code Static Win32 control element. Was replaced by a
dynamic text field. For the description, see current
element.

Note: For dynamic text or switch control elements , the respective functionality is assigned using the
Screen type specific action property.

3.11.4.1 Screen switching for edit user
With the screen switching, you define how the edit user screen is called up. Depending on the
configuration, you can:
» Create a new user
»  Edit a user from the user list or from a string variable
» Change passwords
To create a screen switch to an edit user screen:
1. Create a function.
2. Select screen switching.

3. Select the edit user screen.
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The dialog for configuration is

~Noo s

Link the function to a button.

USER LIST DIALOG

Filter...

User

'Z§Z' Create new user
() apply user from calling screen

() Apply user from variable

() Change password of logged in user

[ show dialog in Runtime

Parameter

Create new user

Apply user from calling screen

Apply user from variable

Change password of logged in
user

Show dialog in the Runtime

opened

Configure the screen switching.

Confirm the configuration by clicking on OK.

The edit user screen is used to create a new user. The
corresponding control elements are activated.

If the call is from the user list screen, the edit user screen
that is selected in the user list is used to edit the user. The
corresponding control elements are activated.

Note: The editing user must have administrator rights in
the Runtime. At least one user must be selected in the list.

The edit user screen whose name is transferred form the
defined string variable is used to edit the user. The
corresponding control elements are activated.

Click on the ... button to open the dialog for selecting a
variable.

The edit user screen is only used to change the password
of the user who is currently logged on. The corresponding
control elements are activated.

Checkbox to select whether this dialog is shown in
Runtime:

» active: This dialog is called up during operation in
the Runtime on the current computer. In the
network, this dialog is called up on the computer
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that executes the function. As a result, changes to
existing parameter settings of an zenon Editor
configuration are possible during execution in
zenon Runtime.

» Inactive: This dialog is not shown in the Runtime
during operation. The function or the command is
immediately executed with the project
configuration created in the Editor.

CLOSE DIALOG

R === R

OK Applies settings and closes the dialog.
Cancel Discards all changes and closes the dialog.
Help Opens online help.

4 zenon login and user administration in the Runtime

Windows AD or AD LDS can also be used for user administration. Users can be logged in permanently
or temporarily and administered in the Runtime.

Note: It is not possible to rename user groups in the Runtime.

Values or functions can also be protected by means of a signature. To do this, the Signature necessary
property must be activated for the corresponding element. In this case, the user must enter their
password and signature again, even if they are logged in and have the appropriate rights. In doing so,
an additional entry is created in the Chronological Event List.

Note: The Signature necessary property can also be used for changes to Recipegroup Manager
variables.
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A Attention

Settings for users who are changed in the editor can only be applied if the
Runtime changeable data project property (General group) allows overwriting
of user properties when writing Runtime files.

Settings changed in Runtime can be applied using the Import Runtime files
command (Runtime files toolbar) in the Editor. To do this, decompiling must be
permitted in the Runtime changeable data property. This is the case if the
checkbox in the Do not decompile column is not activated in the User
Administration row.

4.1 Login process and administration

The current user SYSTEM will be logged in with the approved user level LEVEL O after Runtime is started.
In multi-project administration, users can also be automatically (on page 76) be logged into all
subprojects.

RULES FOR LOGIN IN THE RUNTIME.

Logging in in the Runtime has the following safety precautions:
» Password
Note that different conditions are applicable for the password length:
» Local users: a maximum password length of 20 characters is permitted
» AD users: a maximum password length of 255 characters is permitted

A user is locked after having entered a wrong password several times and they are logged out
automatically. Therefore no elements of the system can be operated if they require an
authorization level higher than 0. They cannot carry out any operations linked to a user level
any more. The number of login attempts that are permitted is configured in the project settings
with the Max. user error property.

The user name that was used for the login attempt is logged in the Chronological Event List.
The administrator has to unlock this user (deactivating the Locked property).

» User name

If a non-existent user name is entered, the error message 'Invalid user name' is displayed. After
three unsuccessful attempts, the system is blocked for all elements that require a higher
authorization level than 0. No user is therefore in a position to carry out protected operations
with a user level. Only the administrator can unlock the system.
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The username of a user trying to log in incorrectly is logged in the Chronological Event List as
an event for the user that is currently logged in.

If a correct user name is used for login but the password field remains empty, this is considered
an invalid password. The user is blocked after a defined number of permitted unsuccessful
attempts (default 2, block after a third failed attempt).

» Loqgging in after deactivation

If an user is deactivated and he tries to log in, this is not possible. This attempt is logged in the
Chronologic Event list.

Note: Changes to the password via functions, screens, dialogs and API are also checked and lead to
the user being blocked if the current password is entered incorrectly several times. The number of
characters in the field of the current password does not provide any indication of its the length of the
password.

EXTERNAL AUTHENTICATION

User authentication can be carried out for external programs or applications using zenon API. If there is
an incorrect external authentication, the system or the user can be blocked.

Activate the System lock for wrong external authentication property and/or User lock for wrong
external authentication in the User Administration properties group.

Note: It is recommended that these options are activated in order to achieve the highest degree of
security.

Furthermore, it is possible to state, under the options Max. user error or Max. password error, the
amount of incorrect entries that are permitted to occur before a block is activated.

4 Attention

This setting has no influence on the user block in the Active Directory when
using AD users. The domain settings are always applicable here.

REQUIREMENTS FOR AD AND AD LDS USE

In order to be able to use AD and AD LDS for logging in to zenon Runtime, the zenon project property
User Administration/Access to Active Directory must be configured.

» AD: Yes must be selected for the property and the computer must be in the domain.

» AD LDS: ADAM/AD LDS must be selected for the property.
The properties AD LDS connection, AD LDS user name and AD LDS password correctly
configured.

» AD LDS must be prepared accordingly.
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Note: ADAM is not supported.

Administration is possible for:
» From Windows 8 and Windows Server 2012 (on page 133)
»  Windows 7 (on page 166)
»  Windows Server 2008 (on page 186)

A Attention

Rights that are issued in zenon are applicable for the respective project or the
workspace. Permissions that are issued in the Active Directory are applicable
globally.

If rights have been issued to users or user groups of the Active Directory, then
the rights for these users are applicable in all zenon projects!

ADMINISTRATION IN THE RUNTIME

Each user has the possibility to change their own password in the Runtime. But he cannot edit another
user. Only an administrator can do that. Changes in the Runtime must be read back in the Editor, in
order to be available there. Note the Runtime changeable data property when transferring Runtime
files. Here, it is specified whether the configuration of the user administration is transferred to Runtime
and overwrites the configuration in the Runtime. The contents of the user administration are not
replaced by default when transferred to Runtime.

RIGHTS IN THE RUNTIME USING FUNCTIONS AND SCREEN TYPES

Depending on the user type, users can carry out different actions in the Runtime:

User type / rights Administrator

Create and administer users

Create and administer power users X 0 —
if configured

Create and manage administrators X -- --
Create and manage user groups X = —
Issuing authorization levels X X --

Note: Only authorizations that the user
also has can be issued. This prevents
administrators or power users enabling
the system themselves.

72| 224



Change your own password

Note: User and user groups from the Editor global project are combined with the users and user
groups of the project in the Runtime. They can neither be edited in the Runtime, nor read back in the
Editor.

A Attention

Compliance with FDA 21 CFR Part 11:
»  Neither user nor administrator can change the user name in the Runtime.

» Deleting users can be prohibited in the project settings with the help of the
Deleting users property in the User Administration group.

PASSWORD

The user himself is the only one knowing his password. And he is the only one able to change his
password. Once the user has been given a password by the Administrator, they must change it when
they first log in. This makes sure, that no administrator knows user passwords und thus could effect
wrong signatures. (Important for FDA 21 PART 1).

If an user forgets his password, the administrator can delete his password und enter a new initial
password. To do this the administrator does not have to know the password. The user must change
their password the next time they log in.

For more information on changed Runtime files see also chapter: Files that can be changed in Runtime

A Attention

Login via screen of type Login: If, when logging in via a Login screen (on page
43), no password is entered for a valid user, you do not receive an error
message. The user is not logged in. Even after three failed login tries with no
password entered the system is not logged.

If entering a wrong password or a not existing user name, the system is locked
after three tries as usual.

4.2 User login

Logging into a project is carried out by means of a modal dialog or a login screen.
Users can be signed in in different ways:
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Permanent
Temporary
Automatic
Externally via the API

With cached sign-in information (only with Active Directory)

v v Vv Vv v Vv

Without pre-existing domain connection

4.2.1 Permanent login

After a permanent login, the user is permanently logged in and can carry out all operations that they are
authorized (on page 18) to do. For actions that the user is not authorized to carry out, a message is
shown accordingly.

Permanent login can be effected by means of:
» A screen switch to a login (on page 43) screen
» The function (on page 87) Login with dialog

» The Login without password function (on page 88)

Hint: Password-protected buttons can be made invisible for logged-in users. To do this, the Locked
buttons property (Project properties -> User Administration -> Login and signature) must be
configured accordingly.

Note: Temporary login is not possible for logged-in users. Logged-in users therefore do not receive a
dialog to log in temporarily for functions for which they do not have sufficient authorization.

4.2.2 Temporary login

If an operation that requires authentication is necessary for a user who is not logged in, or entry of a
signature is required, the user can be logged in temporarily. To do this, the User Administration
property (-> Login and signature -> Temp. login active) must be activated.

Temporary login can be effected by means of:
» Modal dialog, which is automatically called up by zenon.

» Login (on page 43) screen that is linked to the Screen for Login property.

Procedure for login in the Runtime:

1. The configured dialog to log in or enter a signature is opened when a password-protected
function is executed.
Ifa Login (on page 43) screen is linked, this is opened. Otherwise a modal dialog is opened.

74| 224



2. The user can log themselves in and execute operations in accordance with their rights. If the
user does not have authorizations, they receive a corresponding message.

3. The user is automatically logged out again immediately after the operation
¥ Information

Temporary login:
» Isonly effective if a function is executed
»  Supports switches, but not pushbutton

» Is deactivated for permanently logged in users

SCREEN OF TYPE LOGIN

This screen type allows temporary login or the entry of a signature.

Login

Current user:
SYSTEM

User name

Password

xxxxxxxx

Control element Description

Current user (Display) Display of the currently logged in user

Note: Element of the type Dynamic text.
Functionality is assigned using the Screen type
specific action property.

User name Input area for username.

Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.
Password Input field for password.

Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.

Signature Input field for signature.
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Note: Element of the type Dynamic text. Functionality
is assigned using the Screen type specific action

property.
OK Button to close the screen after login.
Cancel Cancels the login process.
Apply Applies all changes and leaves the dialog open.

Exception: The window is closed if the maximum
number of invalid login attempts has been set to 0
using the Max. user error property.

TEMPORARY LOGIN MODAL DIALOG

This dialog allows temporary login. If a signature is required, this must be entered in a second stage.

E—
I ‘ aaaa - | o
Current user (display) Display of the currently logged in user
User name Input area for username.
Password Input field for password.
OK Button to close the screen after login.
Cancel Cancels the login process.

4.2.3 Automatic login and logout for subprojects

In multi-project administration, users can be logged into subprojects and logged out from them
automatically.

The basis for automatic login are central users (the same for all projects).

There are several possibilities to achieve this:

»  Use of Active Directory or AD LDS/ADAM users
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»

»

» Isthe preferred possibility for administering users throughout projects.

» You can find more detailed information on configuration and use in the Active Directory
(on page 119), AD LDS (on page 132) and ADAM (on page 193) chapters.

Use of users from the global project

»  Users from the global project are available for all projects in the workspace.
» Attention: Users from the global project cannot be edited in the Runtime.
Manual administration/synchronization of users

» If, in the integration project and/or in the subprojects, there are users with the same name
and the integration project is logged into, the users with the same name are also logged
into the subprojects.

CONFIGURATION IN THE EDITOR

To configure automatic login/logout:

1.

oW

Open the project properties.
Go to the User Administration node.
Activate the Automatic login/logout in subprojects property.

Repeat this step for all projects that are to support automatic login/logout.

APPLICATION IN THE RUNTIME

Log into Runtime with a user in a project.

The following is applicable in the Runtime:

4

When logging into a project, an user is automatically logged in to all subprojects that support it.
They are logged out of all subprojects when logging out.

No corresponding dialogs are called up in the subprojects when logging in or out. Users who
are already logged in are logged out.

If the user logs out from a subproject, then:

» They are logged out of this project and all its subprojects

» They remain logged in to all superordinate projects in which they are logged in

When logging in/out, the corresponding entries are created in the CEL all projects concerned.

Automatic login/logout only works in the direction of projects to subprojects, never the other
way round.

Note: This functionality is not suitable for temporary login.
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PROCEDURE FOR WINDOWS USERS

A Windows user who is already logged into a subproject (AD/AD LDS/ADAM) is reused in a subproject
with automatic login. To do this, the context (AD path or AD LDS/ADAM path) must be the same. If a
Windows user is used for the first time in the login chain, the password is checked at this point. If a
check at the start of the login chain returns invalidity, the complete login process is canceled. If a login
attempt in a subproject is rejected, this login is canceled, but the process is continued for all other
projects.

¥ |nformation

For the logged-in user, the authorization level of the project that comes from
the user is always used.

Example:

In the integration project, a user A can have the authorization levels 7,2,3, whilst
in the subproject, a user A can have the authorization levels 7,2,3,4,5.

The same applies for users from the Active Directory and the assignment of
authorization levels via zenon user groups. A user B can thus inherit, from the
Active Directory, the authorization levels 7,2,3 from a zenon user group in the
integration project and a user B in the subproject can inherit the authorization
levels 7,2,3,4,5 from the user group of the subproject.

You can find further information in relation to this in the Same user groups in
zenon and in the Active Directory (on page 123) chapter.

4.2.4 External authentication

User authentication can be carried out for external programs or applications using zenon API. If there is
an incorrect external authentication, the system or the user can be blocked.

Activate the System lock for wrong external authentication property and/or User lock for wrong
external authentication in the User Administration properties group.

Note: It is recommended that these options are activated in order to achieve the highest degree of
security.

Furthermore, it is possible to state, under the options Max. user error or Max. password error, the
amount of incorrect entries that are permitted to occur before a block is activated.
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A Attention

This setting has no influence on the user block in the Active Directory when
using AD users. The domain settings are always applicable here.

4.2.5 Login with cached credentials.

For AD domain users (on page 118), login with cached sign-in information is possible. The sign-in can
also take place if there is no connection to the AD Domain Controller.

CONFIGURE LOGIN

To allow a login with cached login information:
1. Go to the User Administration group in the project properties.
2. Go to the Active Directory/AD LDS section.

3. Inthe User group for Active Directory login with cached credentials property, click on the
... button.

The dialog for selecting an user group is opened.
4. Select the desired user group.
5. Close the selection dialog.

The GUID of the selected user group is saved in project.ini .

CONFIGURE USER GROUP

For the selected user group, issue the authorization levels that are to be available to all users. The users
do not also need to be added to the group. The group properties are automatically applicable for all
users who are signed in with cached sign-in information.

If the user group is deleted, its GUID remains saved. Users can continue to be signed in, but do not
receive any authorization levels. If the group in the User group for Active Directory login with
cached credentials property is set to No selection or a new selection is made, the GUID will be deleted
or reentered accordingly.

BEHAVIOR IN THE RUNTIME

If an AD user logs on in the Runtime, if there is no connection to the AD Domain Controller, a check is
made to see whether, in the project.ini file, there is a GUID for a user group for the
USRGROUP_AD_CACHED entry:
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» The sign-inis rejected if there is no GUID.
No user group has been configured or a configured user group has been removed by clicking

on No selection.

» If there is the GUID of a valid user group, the user is signed in with authorization levels from this
group.
A valid user group has been configured.

» If there is the GUID of an invalid user group, the user is signed in without authorization levels.
A user group was entered in the User group for Active Directory login with cached
credentials property but the user group has been deleted however.

Each attempt to sign in with cached login information is entered in the CEL.

HANDLING DELETED USER GROUPS

User groups are linked by means of their GUID, not their name.

If an AD_Login user group is selected, its GUID is entered into project.ini and queried on sign-in. If the
AD_Login user group is deleted, its GUID remains entered. If a new AD_Login user group is created, this
gets a new GUID. The original GUID remains entered in project.ini. The new AD_Login user group is not
automatically linked. It must be newly selected using the dialog of the User group for Active Directory
login with cached credentials property.

A Attention

in the Runtime, a user who is signed in with cached login information gets all
rights of the selected group. Their authorizations can thus also exceed the rights
that they normally have.

4.2.6 Login with alternative domain

AD domain users (on page 118) can, for signing into zenon, even use a different AD domain than that
which is used for sign-in in Windows.

¥ |nformation

Automatic login in subprojects:

If, in the integration project, the Access to Active Directory property is active
and an alternative domain has been configured for the Acive Directory
domain property, users are only logged in subprojects automatically if, for its
Acive Directory domain property, the same domain has been configured as in
the integration project.
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CONFIGURATION OF ALTERNATIVE DOMAINS

If an alternative domain is to be used, this must be configured in the Editor:
1. Inthe Editor, go to the project properties for User Administration.
2. Ensure that Access to Active Directory is activated.

3. Inthe Acive Directory domain property, enter the name of the desired domain.
Attention: If the entry stays empty, it is not possible to sign into another domain.

4.2.7 Login without existing domain connection

Active Directory users can log in to zenon, even if Runtime has not been started by an Active Directory
user.

¥ |nformation

Automatic login in subprojects:

If, in the integration project, the Access to Active Directory property is active
and a domain has been configured for the Acive Directory domain property,
users are only logged in subprojects automatically if, for its Acive Directory
domain property, the same domain has been configured as in the integration
project.

CONFIGURATION OF LOGIN IN DOMAINS

In or